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     SECTION J
JSC DATA REQUIREMENTS DESCRIPTION (DRD)

(Based on JSC-STD-123)


Frequency of Submission:  Annual by September 30th of each year.

Distribution:  1 copy to COTR and Chief, Safety and Test Operations Division.

Subsequent Revisions:  N/A.

Other Deliverables:  N/A.
Format:  S&MA Project Submittal package formats will vary according to the needs of the Safety and Test Operations Division, Center Operations Directorate and NASA Headquarters.  Both an electronic copy and a fully completed hard copy of JSC Form 608, Facility Project Request, are required for each submitted project.
Details:

	1.  DRD Title


	2. Date of Current Version
	3. DRL Line Item No.
	RFP/Contract No. 

	MA-S-2,Safety and Fire Protection Surveys and S&MA Project Submittal Request Report
	06/10/2008
	5
	NNJ09JA01C

	4.  Use (Define need for, intended use of, and/or anticipated results of data)
	5.  DRD Category:  (check one)


	Safety and Fire Protection Surveys are used to identify hazards in JSC operations for disposition by JSC management and for preparation of the annual S&MA Project submittal package.  This data requirement is unique to this contract.
	 FORMCHECKBOX 

     Technical

 FORMCHECKBOX 

     Administrative

 FORMCHECKBOX 

     S&MA

	6.  References (Optional)
	7.  Interrelationships (e.g., with other DRDs) (Optional)

	NASA-STD-8719.11, JPR 1700.1 (as revised)
	

	8.  Preparation Information (Include complete instructions for document preparation)


1.  GENERAL:  The contractor performs safety and fire protection surveys in JSC facilities and operations as dictated by other sections of the Statement of Work.  Each year the Safety and Mission Assurance Directorate supports the Center Operations Directorate in the Capital Facilities Investment Program Data call from NASA HQ by proposing safety and fire protection related projects.  These proposed projects are ranked and included in the JSC submittal to NASA HQ for consideration of funding by the agency.
2.  SAFETY AND FIRE PROTECTION SURVEYS:  The safety and fire protection survey report of JSC facilities and operations is an overall analysis of the information from inspections, and other data, such as that gathered during reviews of facilities and facility modifications, and during fire protection system maintenance, to identify fire and safety deficiencies.  The format may vary according to the needs of the Safety and Test Operations Division.  The survey report shall include:

(a) Deficiencies noted along with the rationale and risk level.   
(b) Engineering methodologies, compliance options, and associated investment strategies.
(c) Risk reduction options for management consideration.    

3.  S&MA PROJECT SUBMITTAL REQUEST REPORT:  The contractor shall submit an annual S&MA Project Submittal Request Report.  This Report shall meet the Capital Facilities Investment Program Data call from NASA Headquarters’ Facility Engineering and Real Property Division, which will support the Planning, Programming, Budgeting and Execution (PPBE) process for each fiscal year.  The report will be based on an analysis of current fire and safety deficiencies at JSC as documented in the safety and fire protection survey reports in item 2 above.  For Institutional projects, the project justification must document the consequence of impact to the NASA mission and the probability of an event occurring.  Also provide any other information which will help substantiate the need for the project.  The report shall identify those projects that can be completed within 4 months of funding.  Data shall include, but is not limited to project requirements requested for:

1. Construction of Facilities (CoF) Program Direct Projects greater than $500,000

2. Fiscal Year CoF Institutional Projects

    
3.   Demolition Projects


4.   Small Projects


5.   A list of the top10 fire protection and safety projects

4.  RESIDUAL RISK ASSESSMENT:  Following Capital Facilities Investment Program Submittal, determine what projects or proposals are not approved and assess any residual risks that must be addressed.  These residual risks shall be developed for consideration in the Integrated Risk Management Application in accordance with NA-RMP-001.  Prepare mitigation options for consideration by the Safety and Test Operations Division.
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