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TEST/REQUIREMENTS LIST

===========================================================================
This report lists all the test requirements cited in the text.

HINT: Double-clicking a Section number will open the Section in the Editor.
===========================================================================

SECTION: 02410 SUBPART: 1.6.3

Provide new supports and reinforcement for existing construction weakened 
by demolition, deconstruction, or removal work.  Repairs, reinforcement, or 
structural replacement require approval by the Contracting Officer prior to 
performing such work.

SECTION: 03525 SUBPART: 3.6

the insulating concrete shall be field tested for unit weight and 
Compressive Strength in accordance with ASTM C 513.

SECTION: 05120 SUBPART: 3.4.2

Inspection of welding shall be performed in accordance with AWS D1.1/D1.1M, 
Section 6, "Inspection,"

SECTION: 05120 SUBPART: 3.4.2

Liquid penetrant inspection of the welds shall conform to ASTM E 165.

SECTION: 07590 SUBPART: Part 1

Fastener pull test submittals

SECTION: 13100 SUBPART: 3.2.6

Ground rod resistance shall be measured with the ground under test isolated 
and under normal dry weather conditions, not less than 48 hours after 
rainfall.
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