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(BREAKER / OUTLET)

LOCATION DESCRIPTION

DAOF‐B703 1 OUTLET OUTSIDE NORTH WEST WALL
DAOF‐B703 2 OUTLET OUTSIDE NORTH WEST WALL BY CHILLER
DAOF‐B703 3 OUTLET OUTSIDE NORTH WEST WALL
DAOF‐B703 4 OUTLET OUTSIDE NORTH WEST WALL
DAOF‐B703 5 OUTLET OUTSIDE NORTH WALL
DAOF‐B703 6 OUTLET OUTSIDE NORTH WALL INSIDE THE CAGE 
DAOF‐B703 7 OUTLET OUTSIDE NORTH EAST WALL
DAOF‐B703 8 OUTLET OUTSIDE EAST NORTH BY THE FENCE
DAOF‐B703 9 OUTLET OUTSIDE SOUTH SIDE BY THE DESIGNATED SMOKING AREA
DAOF‐B703 10 OUTLET OUTSIDE SOUTH SIDE BY THE DESIGNATED SMOKING AREA
DAOF‐B703 11 OUTLET OUTSIDE SOUTH SIDE WALL
DAOF‐B703 12 OUTLET OUTSIDE SOUTH SIDE WALL
DAOF‐B703 13 OUTLET OUTSIDE SOUTH WEST OF CENTRAL HVAC PLANT
DAOF‐B703 14 OUTLET OUTSIDE SOUTH WALL BY FOAM ROOM
DAOF‐B703 15 OUTLET OUTSIDE SOUTH WALL BY FOAM ROOM
DAOF‐B703 16 OUTLET OUTSIDE SOUTH EAST WALL NEXT TO FOAM ROOM
DAOF‐B703A 1 OUTLET INSIDE NORTH WALL OF LOBBY
DAOF‐B703A 2 OUTLET INSIDE NORTH WALL OF LOBBY
DAOF‐B703A 3 OUTLET INSIDE NORTH WALL OF LOBBY
DAOF‐B703A 4 OUTLET INSIDE NORTH WALL OF LOBBY
DAOF‐B703A 5 OUTLET INSIDE MEN'S RESTROOM BY SINK
DAOF‐B703A 6 OUTLET INSIDE WOMEN'S RESTROOM BY SINK
DAOF‐B703A 7 OUTLET OUTSIDE EAST WALL
DFRC‐B4720 1 OUTLET INSIDE RESTROOM BY THE SINK
DFRC‐B4720 2 BREAKER INSIDE BY RESTROOM PANEL"A" BREAKER #10
DFRC‐B4720 3 BREAKER INSIDE BY RESTROOM PANEL"A" BREAKER #36
DFRC‐B4720 4 BREAKER INSIDE BY RESTROOM PANEL"A" BREAKER #38
DFRC‐B4720 5 BREAKER INSIDE BY RESTROOM PANEL"A" BREAKER #40
DFRC‐B4720 6 BREAKER INSIDE ANTENNA PEDESTAL RM PANEL"B" BREAKER # 12
DFRC‐B4720 7 BREAKER INSIDE COMPUTER ROOM PANEL "D" BREAKER # 23
DFRC‐B4720 8 OUTLET INSIDE COMPUTER ROOM NORTH WALL
DFRC‐B4720 9 OUTLET OUTSIDE NORTH OF BUILDING ON ANTENNA PEDESTAL

GFCI INVENTORY
*Note B703 interior inventory is not listed.

DFRC B4720 9 OUTLET OUTSIDE NORTH OF BUILDING ON ANTENNA PEDESTAL
DFRC‐B4800 1 OUTLET 2ND FLOOR ROOM 2129 KITCHEN SINK
DFRC‐B4800 2 OUTLET 2ND FLOOR WOMEN'S RESTROOM 2149
DFRC‐B4800 3 OUTLET 2ND FLOOR MEN'S RESTROOM 2501
DFRC‐B4800 4 OUTLET 2ND FLOOR HUMAN RESOURCES OFFICE RM 2401 BY SINK
DFRC‐B4800 5 OUTLET 2ND FLOOR HUMAN RESOURCES RM 2407 BY THE SINK
DFRC‐B4800 6 OUTLET 2ND FLOOR ROOM 2002 KITCHEN
DFRC‐B4800 7 OUTLET 2ND FLOOR ROOM 2002 KITCHEN
DFRC‐B4800 8 OUTLET 3RD FLOOR MEN'S RESTROOM 3102
DFRC‐B4800 9 OUTLET 3RD FLOOR ROOM 3102 BREAK ROOM SINK 
DFRC‐B4800 10 OUTLET 2ND FLOOR ROOF NORTH EAST AIR HANDLER #4
DFRC‐B4800 11 OUTLET 3RD FLOOR ROOM 3305 MEN'S RESTROOM
DFRC‐B4800 12 OUTLET 3RD FLOOR ROOM 3304 WOMEN'S RESTROOM
DFRC‐B4800 13 OUTLET 3RD FLOOR ROOM 3302 SINK
DFRC‐B4800 14 OUTLET 3RD FLOOR ROOM 3302 SINK
DFRC‐B4800 15 OUTLET 1ST FLOOR ROOM 1413 WOMEN'S RESTROOM
DFRC‐B4800 16 OUTLET 1ST FLOOR ROOM 1412 SINK
DFRC‐B4800 17 OUTLET 1ST FLOOR ROOM 1409B SINK
DFRC‐B4800 18 OUTLET 1ST FLOOR ROOM 1409B SINK
DFRC‐B4800 19 OUTLET 1ST FLOOR ROOM 1303 RESTROOM
DFRC‐B4800 20 OUTLET 1ST FLOOR ROOM 1303 CONFERENCE ROOM
DFRC‐B4800 21 OUTLET 1ST FLOOR ROOM 1303 CONFERENCE ROOM
DFRC‐B4800 22 OUTLET 1ST FLOOR ROOM 1405 SINK
DFRC‐B4800 23 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 24 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 25 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 26 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 27 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 28 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 29 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 30 OUTLET 1ST FLOOR ROOM 1115 AT WORK STATION
DFRC‐B4800 31 OUTLET 1ST FLOOR ROM 1115 BREAK ROOM
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DFRC‐B4800 32 OUTLET 1ST FLOOR ROM 1115 BREAK ROOM
DFRC‐B4800 33 OUTLET 1ST FLOOR ROM 1115 BREAK ROOM
DFRC‐B4800 34 OUTLET 1ST FLOOR ROM 1115 BREAK ROOM
DFRC‐B4800 35 OUTLET 1ST FLOOR ROM 1115 BREAK ROOM
DFRC‐B4800 36 OUTLET 1ST FLOOR ROM 1115 BREAK ROOM
DFRC‐B4800 37 OUTLET 1ST FLOOR ROOM 1118 PCB FAB ROOM SINK
DFRC‐B4800 38 OUTLET 1ST FLOOR ROOM 1118 EDPE STATION #9 
DFRC‐B4800 39 OUTLET 1ST FLOOR MEN'S RESTROOM 1125
DFRC‐B4800 40 OUTLET 1ST FLOOR ROOM 1802
DFRC‐B4800 41 OUTLET 1ST FLOOR ROOM 1802
DFRC‐B4800 42 OUTLET 1ST FLOOR ROOM 1802
DFRC‐B4800 43 OUTLET 1ST FLOOR ROOM 1811 BY SINK
DFRC‐B4800 44 OUTLET 1ST FLOOR ROOM 1812 IN RESTROOM BY THE SINK
DFRC‐B4800 45 OUTLET 1ST FLOOR ROOM 1812 BY THE SINK
DFRC‐B4800 46 OUTLET 1ST FLOOR ROOM 1812 BY THE SINK
DFRC‐B4800 47 OUTLET 1ST FLOOR ROOM 1810 IN RESTROOM BY THE SINK
DFRC‐B4800 48 OUTLET 1ST FLOOR ROOM 1811 IN RESTROOM 
DFRC‐B4800 49 OUTLET OUTSIDE BY COOLING TOWER SOUTH EAST
DFRC‐B4800 50 OUTLET OUTSIDE EAST WALL BY SHAKER LAB
DFRC‐B4800 51 OUTLET 1ST FLOOR ROOM 1729 BY A COUNTER
DFRC‐B4800 52 OUTLET 1ST FLOOR ROOM 1704 BY SINK
DFRC‐B4800 53 OUTLET 1ST FLOOR ROOM 1022 BY SINK
DFRC‐B4800 54 OUTLET 1ST FLOOR ROOM 1022 BY THE SMALL DARK ROOM
DFRC‐B4800 55 OUTLET 1ST FLOOR ROOM 1420 BY THE JANITORIAL ROOM
DFRC‐B4800 56 OUTLET 1ST FLOOR ROOM 1418 MEN'S RESTROOM
DFRC‐B4800 57 OUTLET 1ST FLOOR ROOM 1018 MEN'S RESTROOM SINK
DFRC‐B4800 58 OUTLET 1ST FLOOR ROOM 1716 BY SINK
DFRC‐B4801 1 OUTLET NORTH OUTSIDE ON EVAPORATING COOLER #1
DFRC‐B4801 2 OUTLET NORTH SIDE BY ROLL‐UP DOOR IN HANGAR
DFRC‐B4801 3 OUTLET 1ST FLOOR WOMEN'S RESTROOM 109 BY SINK
DFRC‐B4801 4 OUTLET 2ND FLOOR WOMEN'S RESTROOM 2205 BY SINK
DFRC‐B4801 5 OUTLET 2ND FLOOR MEN'S RESTROOM 2204 BY SINK
DFRC‐B4801 6 OUTLET 2ND FLOOR ROOM 2211 MEZZ CONFERENCE RM KITCHEN
DFRC‐B4806 1 OUTLET INSIDE A SHOP OUTSIDE OF RESTROOM BY THE SINK
DFRC‐B4806 2 OUTLET INSIDE A SHOP BY THE FLUID LAB ON SOUTH SIDE WALL
DFRC‐B4807 1 OUTLET OUTSIDE NORTH WEST SIDE WALL BY LIFE SUPPORT
DFRC‐B4809 1 OUTLET INSIDE A SHOP IN MEN'S RESTROOM BY THE SINK
DFRC‐B4809 2 OUTLET INSIDE A SHOP IN WOMEN'S RESTROOM BY THE SINK
DFRC‐B4809 3 OUTLET INSIDE A SHOP BY THE SINK NEXT RESTROOMS
DFRC‐B4809 4 OUTLET OUTSIDE NORTH EAST CORNER CART CHARGER
DFRC‐B4809 5 OUTLET OUTSIDE NORTH EAST CORNER CART CHARGER
DFRC‐B4810 1 OUTLET INSIDE WOMEN'S RESTROOM NORTH SIDE BY THE SINK
DFRC‐B4810 2 OUTLET INSIDE MEN'S RESTROOM NORTH SIDE BY THE SINK
DFRC‐B4810 3 OUTLET INSIDE KITCHEN NORTH WEST SIDE BY THE SINK
DFRC‐B4810 4 OUTLET INSIDE KITCHEN NORTH WEST SIDE BY THE SINK
DFRC‐B4810 5 OUTLET INSIDE THE BREAK ROOM 12 JANITOR AREA
DFRC‐B4810 6 OUTLET OUTSIDE WEST SIDE WALL
DFRC‐B4810 7 OUTLET INSIDE ROOM 15 WEST SIDE WALL BY THE ELECTRICAL PANEL
DFRC‐B4810 8 OUTLET INSIDE ROOM 15 IN RESTROOM BY THE SINK
DFRC‐B4810 9 OUTLET INSIDE LOCKER ROOM NEXT TO BREAK RM SOUTH WEST SIDE
DFRC‐B4810 10 OUTLET INSIDE NEXT TO STOCK RM SOUTH SIDE WALL BY THE SINK
DFRC‐B4810 11 OUTLET OUTSIDE SOUTH WEST SIDE BY THE FENCE CART CHARGE 
DFRC‐B4810 12 OUTLET OUTSIDE NORTH BY THE AUTO WASH RACK
DFRC‐B4810 13 OUTLET OUTSIDE NORTH BY THE AUTO WASH RACK /ELECTRICAL PANEL
DFRC‐B4820 1 OUTLET OUTSIDE WEST SIDE WALL CARTS CHARGER
DFRC‐B4820 2 OUTLET OUTSIDE NORTH SIDE BY THE ELEVATOR 
DFRC‐B4820 3 OUTLET 1ST FLOOR INSIDE MEN'S RESTROOM BY SINK
DFRC‐B4820 4 OUTLET 1ST FLOOR WOMEN'S RESTROOM BY SINK
DFRC‐B4820 5 OUTLET 1ST FLOOR ROOM 101 BY SINK IN CONFERENCE ROOM 1
DFRC‐B4820 6 BREAKER 1ST FLOOR ELECTRICAL ROOM PANEL LP1‐E41 BREAKER #3
DFRC‐B4820 7 BREAKER 1ST FLOOR ELECTRICAL ROOM PANEL LP1‐E41 BREAKER #14
DFRC‐B4820 8 BREAKER 1ST FLOOR ELECTRICAL ROOM PANEL LP1‐E41 BREAKER #16
DFRC‐B4820 9 BREAKER 1ST FLOOR ELECTRICAL ROOM PANEL LP1‐E41 BREAKER #24
DFRC‐B4820 10 OUTLET 1ST FLOOR ROOM 114 BY THE SINK
DFRC‐B4820 11 OUTLET 1ST FLOOR ROOM 115 WESTSIDE WALL BY THE SINK
DFRC‐B4820 12 OUTLET 1ST FLOOR ROOM 102 SOUTH SIDE WALL BY THE SINK
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DFRC‐B4820 13 OUTLET 2ND FLOOR MEN'S RESTROOM
DFRC‐B4820 14 OUTLET 2ND FLOOR WOMEN'S RESTROOM
DFRC‐B4820 15 OUTLET 3RD FLOOR EQUIPMENT ROOM BY THE SINK
DFRC‐B4820 16 OUTLET 2ND FLOOR ROOF ON THE WEST SIDE (2 OUTLETS)
DFRC‐B4820 17 OUTLET IN HANGAR SOUTH WEST CORNER BY SINK
DFRC‐B4820 18 OUTLET 1ST FLOOR ROOM 129 BY THE SINK IN THE WAREHOUSE 
DFRC‐B4820 19 OUTLET 1ST FLOOR ROOM 122 BY ESD WORK STATION 
DFRC‐B4820 20 OUTLET 1ST FLOOR ROOM 121 EAST WALL BY WATER TUNNEL
DFRC‐B4820 21 OUTLET OUTSIDE NORTH SIDE BY EVAPORATING COOLER #1
DFRC‐B4820 22 OUTLET OUTSIDE NORTH SIDE BY EVAPORATING COOLER #2
DFRC‐B4820 23 OUTLET OUTSIDE NORTH SIDE BY EVAPORATING COOLER #3
DFRC‐B4820 24 OUTLET OUTSIDE NORTH SIDE BY EVAPORATING COOLER #4
DFRC‐B4820 25 OUTLET OUTSIDE IN THE COMPRESSOR ROOM SOUTH EAST SIDE
DFRC‐B4822 1 OUTLET OUTSIDE HEALTH UNIT SOUTH EAST BY THE GENERATOR 
DFRC‐B4822 2 OUTLET OUTSIDE HEALTH UNIT SOUTH SIDE WALL BY THE DOOR
DFRC‐B4822 3 OUTLET INSIDE ROOM 11 ABOVE THE SINK IN PSSF (2) 
DFRC‐B4822 4 OUTLET INSIDE PSSF ROOM 12B ABOVE THE SINK
DFRC‐B4822 5 OUTLET INSIDE PSSF ROOM 51 ABOVE THE SINK (2) 
DFRC‐B4822 6 OUTLET INSIDE PSSF ROOM 53 ABOVE THE SINK (2)
DFRC‐B4822 7 OUTLET INSIDE PSSF ROOM 55 ABOVE THE SINK (2)
DFRC‐B4822 8 OUTLET INSIDE PSSF ROOM 54 ABOVE THE SINK (3)
DFRC‐B4822 9 OUTLET INSIDE PSSF ROOM 26 ABOVE THE SINK
DFRC‐B4822 10 OUTLET INSIDE PSSF ROOM 25 ABOVE THE SINK (2)
DFRC‐B4822 11 OUTLET INSIDE PSSF ROOM 24 ABOVE THE SINK (2)
DFRC‐B4822 12 OUTLET INSIDE PSSF ROOM 22 ABOVE THE SINK (2)
DFRC‐B4822 13 OUTLET INSIDE PSSF ROOM 20 ABOVE THE SINK (2)
DFRC‐B4822 14 OUTLET INSIDE PSSF ROOM 10 ABOVE THE SINK (2)
DFRC‐B4822 15 OUTLET OUTSIDE PSSF EAST SIDE WALL BY THE TRANSFORMER
DFRC‐B4822 16 OUTLET OUTSIDE PSSF EAST WALL BY THE GAS METER
DFRC‐B4822 17 OUTLET OUTSIDE PSSF NORTH SIDE WALL
DFRC‐B4822 18 OUTLET OUTSIDE PSSF WEST SIDE WALL BY THE DOOR
DFRC‐B4822 19 OUTLET OUTSIDE PSSF WEST SIDE WALL
DFRC‐B4822 20 OUTLET OUTSIDE HEALTH UNIT SOUTH WEST SIDE CORNER
DFRC‐B4822 21 OUTLET INSIDE HEATH UNIT BREAK ROOM ABOVE THE SINK (2)
DFRC‐B4822 22 OUTLET INSIDE HEALTH RESTROOM BY THE LOBBY
DFRC‐B4822 23 OUTLET INSIDE HEALTH UNIT RESTROOM BY THE LAB ROOM
DFRC‐B4822 24 OUTLET INSIDE THE HEALTH UNIT LAB ROOM
DFRC‐B4822 25 OUTLET INSIDE THE HEALTH UNIT EXAM RM #1 ABOVE THE SINK
DFRC‐B4822 26 OUTLET INSIDE THE HEALTH UNIT EXAM RM #2 ABOVE THE SINK
DFRC‐B4822 27 OUTLET (2) INSIDE THE HEALTH UNIT BIG ROOM BY THE SINK
DFRC‐B4822 28 OUTLET INSIDE THE HEALTH UNIT PFV ROOM BY THE SINK
DFRC‐B4822 29 OUTLET INSIDE THE HEALTH UNIT BY AUDIO RM ABOVE THE SINK
DFRC‐B4823 1 OUTLET OUTSIDE WEST SIDE BY SHOWER
DFRC‐B4823 2 OUTLET OUTSIDE NORTH SIDE THE TOOL CRIB EMERGENCY 
DFRC‐B4823 3 OUTLET OUTSIDE WEST SIDE BY ROLL‐UP DOOR /TOOL CRIB
DFRC‐B4823 4 OUTLET INSIDE TOOL CRIB RESTROOM
DFRC‐B4823 5 OUTLET INSIDE HIGH BAY S EAST ON EXHAUST/FUME HOOD FAN
DFRC‐B4823 6 OUTLET INSIDE SHEET METAL SHOP NW ROLLUP DOOR EYEWASH
DFRC‐B4823 7 OUTLET INSIDE SHEET METAL SHOP NW EYEWASH
DFRC‐B4823 8 OUTLET INSIDE THE SHEET METAL SHOP IN WOMEN'S RESTROOM
DFRC‐B4823 9 OUTLET INSIDE ROOM 213 BY THE FUMES HOOD FAN
DFRC‐B4823 10 OUTLET INSIDE ROOM 213 BY THE SINK
DFRC‐B4823 11 OUTLET INSIDE ROOM 211 BY THE SINK
DFRC‐B4823 12 OUTLET INSIDE ROOM 211 BY SINK
DFRC‐B4823 13 OUTLET INSIDE ROOM 211 BY SINK
DFRC‐B4823 14 OUTLET OUTSIDE ON THE ROOF BY EXHAUST FAN #9
DFRC‐B4823 15 OUTLET OUTSIDE ON EQUIPMENT RM ROOF BY COOLING TOWER
DFRC‐B4823 16 OUTLET OUTSIDE ON TOOL CRIB ROOF BY EXHAUST #3
DFRC‐B4824 1 OUTLET OUTSIDE NORTH SIDE ON THE PATIO
DFRC‐B4824 2 OUTLET INSIDE MEN'S RESTROOM ABOVE THE TOILET
DFRC‐B4824 3 OUTLET INSIDE MEN'S RESTROOM BY SINK
DFRC‐B4825 1 OUTLET INSIDE CAFETERIA IN WOMEN'S RESTROOM
DFRC‐B4825 2 OUTLET INSIDE CAFETERIA IN MEN'S RESTROOM
DFRC‐B4825 3 OUTLET INSIDE CAFETERIA IN ROBIN HOOD AREA
DFRC‐B4825 4 OUTLET ISF NORTH PARKING LOT
DFRC‐B4825 5 OUTLET ISF NORTH PARKING LOT
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DFRC‐B4825 6 OUTLET ISF POST 1 IN BREAK ROOM
DFRC‐B4825 7 OUTLET ISF ROOF ON A/C UNIT
DFRC‐B4825 8 OUTLET ISF MEN'S RESTROOM
DFRC‐B4825 9 OUTLET ISF OUTSIDE SOUTH BY PATIO
DFRC‐B4825 10 OUTLET ISF OUTSIDE WEST WALL BY POST 1
DFRC‐B4825 14 OUTLET ISF AUDITORIUM ROOF OUTSIDE OF A/C UNIT
DFRC‐B4826 1 OUTLET ROOF SOUTH EAST SIDE ON EVAPORATIVE COOLER #7
DFRC‐B4826 2 OUTLET ROOF SOUTH WEST SIDE ON EVAPORATIVE COOLER #3
DFRC‐B4826 3 OUTLET OUTSIDE SOUTH WEST CORNER ON EVAP COOLER #8
DFRC‐B4826 4 OUTLET OUTSIDE SOUTH WEST CORNER BY EYE WASH/SHOWER
DFRC‐B4826 5 OUTLET OUTSIDE NORTH EAST CORNER ON EVAP COOLER #4
DFRC‐B4826 6 OUTLET OUTSIDE NORTH SIDE ON EVAPORATIVE COOLER #2
DFRC‐B4826 7 OUTLET OUTSIDE NORTH SIDE ON EVAPORATIVE COOLER #6
DFRC‐B4826 8 OUTLET OUTSIDE NORTH WEST CORNER ON EVAP COOLER #5
DFRC‐B4826 9 OUTLET INSIDE NORTH SIDE MEN'S RESTROOM ABOVE THE SINK
DFRC‐B4826 10 OUTLET INSIDE NORTH SIDE MEN'S RESTROOM IN HANDICAP STALL
DFRC‐B4826 11 OUTLET INSIDE THE BREAK ROOM BY THE SINK
DFRC‐B4826 12 OUTLET INSIDE OLD MODEL SHOP SOUTH SIDE BY SINK RM 100
DFRC‐B4826 13 OUTLET INSIDE OLD MODEL SHOP SOUTH SIDE BY SINK RM 100
DFRC‐B4827 1 OUTLET INSIDE SOUTH WEST WALL BY THE WASHING MACHINE
DFRC‐B4827 2 OUTLET OUTSIDE SOUTH WEST WALL BY THE EVAPORATING COOLER
DFRC‐B4828 1 OUTLET OUTSIDE EAST WALL BY THE DOOR
DFRC‐B4828 2 OUTLET OUTSIDE NORTH EAST BY EYEWASH/SHOWER
DFRC‐B4830A 1 OUTLET OUTSIDE SOUTH EAST SIDE WALL
DFRC‐B4830A 2 OUTLET OUTSIDE SOUTH SIDE WALL
DFRC‐B4830A 3 OUTLET OUTSIDE SOUTH WEST SIDE WALL
DFRC‐B4830A 4 OUTLET OUTSIDE NORTH WEST SIDE WALL
DFRC‐B4830A 5 OUTLET OUTSIDE NORTH EAST SIDE WALL
DFRC‐B4830A 6 OUTLET OUTSIDE NORTH EAST SIDE WALL
DFRC‐B4830A 7 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4830A 8 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4830A 9 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4830A 10 OUTLET OUTSIDE SOUTH EAST WALL
DFRC‐B4830A 11 OUTLET INSIDE SOUTH WEST CORNER BY THE WINDOW
DFRC‐B4830A 12 OUTLET OUTSIDE WEST ON THE STREET BY THE ELEC CARTS CHARGER
DFRC‐B4830A 13 OUTLET OUTSIDE WEST ON THE STREET BY THE ELEC CARTS CHARGER
DFRC‐B4830B 1 OUTLET OUTSIDE NORTH WEST SIDE WALL
DFRC‐B4830B 2 OUTLET OUTSIDE NORTH EAST SIDE WALL
DFRC‐B4830B 3 OUTLET OUTSIDE NORTH EAST SIDE WALL
DFRC‐B4830B 4 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4830B 5 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4830B 6 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4830B 7 OUTLET OUTSIDE SOUTH EAST SIDE WALL
DFRC‐B4830B 8 OUTLET OUTSIDE SOUTH EAST SIDE WALL
DFRC‐B4830B 9 OUTLET OUTSIDE SOUTH SIDE WALL BY THE RESTROOM
DFRC‐B4830B 10 OUTLET INSIDE MEN'S RESTROOM SOUTH SIDE BY THE SINK
DFRC‐B4830B 11 OUTLET INSIDE WOMEN'S RESTROOM BY THE SINK
DFRC‐B4830B 12 OUTLET OUTSIDE SOUTH WEST SIDE WALL
DFRC‐B4830B 13 OUTLET OUTSIDE WEST SIDE WALL BY THE DOOR
DFRC‐B4830B 14 OUTLET OUTSIDE WEST SIDE IN SUB NO 12
DFRC‐B4830C 1 OUTLET OUTSIDE NORTH WALL BY DOOR
DFRC‐B4830C 2 OUTLET OUTSIDE WEST WALL BY A/C UNIT
DFRC‐B4830C 3 OUTLET OUTSIDE SOUTH WALL BY THE DOOR
DFRC‐B4830C 4 OUTLET INSIDE NORTH EAST CORNER BY THE SINK
DFRC‐B4830C 5 OUTLET INSIDE NORTH EAST CORNER BY THE SINK
DFRC‐B4830D 1 OUTLET OUTSIDE SOUTH WALL BY THE DOOR
DFRC‐B4830D 2 OUTLET OUTSIDE NORTH WALL BY THE DOOR
DFRC‐B4830D 3 OUTLET INSIDE NORTH WEST CORNER BY THE SINK
DFRC‐B4830D 4 OUTLET INSIDE NORTH WEST CORNER BY THE SINK
DFRC‐B4830E 1 OUTLET OUTSIDE SOUTH WALL BY THE DOOR
DFRC‐B4830E 2 OUTLET OUTSIDE WEST WALL
DFRC‐B4830E 3 OUTLET OUTSIDE NORTH WALL
DFRC‐B4830E 4 OUTLET OUTSIDE EAST WALL BY A/C UNIT
DFRC‐B4830E 5 OUTLET INSIDE SOUTH WEST BY THE SINK
DFRC‐B4830E 6 OUTLET INSIDE SOUTH WEST BY SINK
DFRC‐B4830E 7 OUTLET INSIDE SOUTH WEST IN RESTROOM BY SINK
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DFRC‐B4832 1 OUTLET INSIDE MEN'S RESTROOM BY SINK
DFRC‐B4832 2 OUTLET INSIDE WOMEN'S RESTROOM BY SINK
DFRC‐B4832 3 OUTLET INSIDE THE ISOLATION MAIL ROOM
DFRC‐B4832 4 OUTLET INSIDE THE ISOLATION MAIL ROOM SHOWER
DFRC‐B4832 5 OUTLET NORTH OUTSIDE THE LOADING DOCK NEXT TO SHOWER
DFRC‐B4832 6 OUTLET OUTSIDE NORTH EAST WALL BY CARTS PARKING AREA
DFRC‐B4832 7 OUTLET OUTSIDE NORTH EAST WALL BY CARTS PARKING AREA
DFRC‐B4833 1 BREAKER INSIDE RM 105 ELEC RM SOUTH WEST PANEL PP‐C6 #18
DFRC‐B4833 2 BREAKER OUTSIDE ROOF NORTH WEST WALL ON 4X8 ELEC BOX
DFRC‐B4833 3 OUTLET OUTSIDE WOMEN'S RESTROOM NORTH EAST CORNER BY SINK
DFRC‐B4837 1 OUTLET INSIDE RESTROOM SOUTH SIDE WALL
DFRC‐B4838 1 OUTLET 1ST FLOOR MEN'S RESTROOM 114 BY THE SINK
DFRC‐B4838 2 OUTLET 1ST FLOOR WOMEN'S RESTROOM 115 BY THE SINK
DFRC‐B4838 3 OUTLET 1ST FLOOR ROOM 105 BY THE SINK
DFRC‐B4838 4 OUTLET 2ND FLOOR RESTROOM 211 BY THE SINK
DFRC‐B4838 5 OUTLET 2ND FLOOR RESTROOM 210 BY THE SINK
DFRC‐B4838 6 OUTLET 2ND FLOOR IN JANITOR'S ROOM NORTH SIDE WALL
DFRC‐B4838 7 OUTLET ON THE ROOF OF THE CITC BY THE A/C/ UNIT
DFRC‐B4838 8 OUTLET ON THE ROOF OF THE CITC BY THE A/C UNITS
DFRC‐B4838 9 OUTLET 2ND FLOOR WOMEN'S RESTROOM CITC BY THE SINK
DFRC‐B4838 10 OUTLET 2ND FLOOR MEN'S RESTROOM CITC BY THE SINK
DFRC‐B4838 11 OUTLET 2ND FLOOR KITCHEN CITC BY THE SINK (2 OUTLETS)
DFRC‐B4838 12 OUTLET 1ST FLOOR MEN'S RESTROOM CITC BY THE SINK
DFRC‐B4838 13 OUTLET 1ST FLOOR WOMEN'S RESTROOM CITC BY THE SINK
DFRC‐B4838 14 OUTLET INSIDE CHILLER BOX BY NORTH DOOR (SOUTH EAST OF B4838)
DFRC‐B4838 15 OUTLET INSIDE CHILLER BOX BY EAST DOOR (SOUTH EAST OF B4838)
DFRC‐B4838 16 OUTLET INSIDE GENERATOR BOX BY EAST SIDE ELEC PANEL (SOUTH EAST OF B4838)
DFRC‐B4838 17 OUTLET OUTSIDE SUB 26 SOUTH EAST WALL (SOUTH EAST OF B4838)
DFRC‐B4838 18 OUTLET OUTSIDE BY THE LOADING DOCK ELECTRICAL CARTS
DFRC‐B4838 19 OUTLET OUTSIDE BY THE LOADING DOCK ELECTRICAL CARTS
DFRC‐B4839 1 OUTLET OUTSIDE NORTH EAST WALL
DFRC‐B4839 2 OUTLET OUTSIDE SOUTH EAST BY THE CARTS PARKING AREA
DFRC‐B4839 3 OUTLET OUTSIDE SOUTH EAST BY THE CARTS PARKING AREA
DFRC‐B4839 4 OUTLET OUTSIDE SOUTH WEST WALL
DFRC‐B4839 5 OUTLET INSIDE BY MEN'S RESTROOM SINK
DFRC‐B4839 6 OUTLET INSIDE NORTH WEST BREAK ROOM BY SINK
DFRC‐B4839 7 OUTLET INSIDE NORTH WEST BREAK ROOM BY SINK
DFRC‐B4839 8 OUTLET INSIDE NORTH WEST BREAK ROOM BY SINK
DFRC‐B4840 1 OUTLET OUTSIDE DEMARK #3 SOUTH SIDE
DFRC‐B4840 2 OUTLET OUTSIDE DEMARK #3 SOUTH SIDE
DFRC‐B4840 3 OUTLET OUTSIDE DEMARK #2 SOUTH WEST
DFRC‐B4840 4 OUTLET OUTSIDE NORTH EAST CORNER
DFRC‐B4840 5 OUTLET OUTSIDE OF ROOM 123 NORTH EAST
DFRC‐B4840 6 OUTLET INSIDE BAY 3 SOUTH WEST WALL BY SINK
DFRC‐B4840 7 OUTLET OUTSIDE SOUTH EAST BY WALL LOADING DOCK
DFRC‐B4840 8 OUTLET OUTSIDE SOUTH SIDE WALL ELEC CART CHARGER
DFRC‐B4840 9 OUTLET OUTSIDE SOUTH SIDE WALL ELEC CART CHARGER
DFRC‐B4840 10 OUTLET OUTSIDE SOUTH SIDE WALL ELEC CART CHARGER
DFRC‐B4840 11 OUTLET OUTSIDE SOUTH SIDE WALL ELEC CART CHARGER
DFRC‐B4840 12 OUTLET OUTSIDE SOUTH SIDE WALL ELEC CART CHARGER
DFRC‐B4840 13 OUTLET INSIDE ROOM 158 SOUTH EAST WALL
DFRC‐B4840 14 OUTLET INSIDE ROOM 158 SOUTH EAST WALL
DFRC‐B4840 15 OUTLET OUTSIDE SOUTH WALL BY ROOM 161
DFRC‐B4840 16 OUTLET OUTSIDE SOUTH WEST BY ROOM 163
DFRC‐B4840 17 OUTLET ROOF BAY 3 ANTENNA PLATFORM
DFRC‐B4840 18 OUTLET BAY 3 ROOF GLOBAL HAWK ENCLOSURE
DFRC‐B4840 19 OUTLET BAY 3 ROOF GLOBAL HAWK ENCLOSURE
DFRC‐B4840 20 OUTLET SECOND FLOOR ROOF EAST WALL BY LADDER
DFRC‐B4840 21 OUTLET SECOND FLOOR ROOF SOUTH WEST WALL
DFRC‐B4840 22 OUTLET SECOND FLOOR ROOM 226 ESD STATION
DFRC‐B4840 23 OUTLET SECOND FLOOR WOMEN'S RESTROOM 
DFRC‐B4840 24 OUTLET OUTSIDE NORTH EAST WALL FROM OFF THE BUILDING
DFRC‐B4840 25 OUTLET OUTSIDE NORTH WEST WALL
DFRC‐B4840 26 OUTLET OUTSIDE NORTH WEST CART PARKING
DFRC‐B4840 27 OUTLET OUTSIDE NORTH WEST BAY 4
DFRC‐B4840 28 OUTLET OUTSIDE WEST BY SIDE DOOR
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DFRC‐B4840 29 OUTLET OUTSIDE EAST BY SIDE DOOR
DFRC‐B4840 30 OUTLET 1ST FLOOR WOMEN'S RESTROOM 101 EAST SIDE WALL
DFRC‐B4840 31 OUTLET 1ST FLOOR WOMEN'S RESTROOM 101 BY SINK
DFRC‐B4840 32 OUTLET 1ST FLOOR MEN'S RESTROOM WEST SIDE WALL
DFRC‐B4840 33 OUTLET 1ST FLOOR MEN'S RESTROOM BY THE SINK
DFRC‐B4840 34 OUTLET 1ST FLOOR ROOM 109 EAST SIDE WALL
DFRC‐B4840 35 OUTLET 1ST FLOOR ROOM 12 MEN'S RESTROOM EAST SIDE WALL
DFRC‐B4840 36 OUTLET 1ST FLOOR ROOM 12 WOMEN'S RESTROOM WEST SIDE WALL
DFRC‐B4840 37 OUTLET 1ST FLOOR ROOM 12 WOMEN'S RESTROOM BY THE SINK
DFRC‐B4840 38 OUTLET 1ST FLOOR ROOM 13 MEN'S RESTROOM EAST SIDE WALL
DFRC‐B4840 39 OUTLET 1ST FLOOR ROOM 13 MEN'S RESTROOM BY THE SINK
DFRC‐B4840 40 OUTLET 1ST FLOOR ROOM 13 MEN'S RESTROOM BY THE SINK
DFRC‐B4840 41 OUTLET 1ST FLOOR ROOM 126 SOUTH WEST WALL BY THE SINK
DFRC‐B4840 42 OUTLET 1ST FLOOR ROOM 126 SOUTH WEST WALL BY THE SINK
DFRC‐B4840 43 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #24
DFRC‐B4840 44 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #30
DFRC‐B4840 45 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #32
DFRC‐B4840 46 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #34
DFRC‐B4840 47 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #36
DFRC‐B4840 48 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #38
DFRC‐B4840 49 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #40
DFRC‐B4840 50 BREAKER INSIDE BAY 6 SOUTH EAST CORNER PANEL LP7 BREAKER #42
DFRC‐B4840 51 OUTLET INSIDE BAY 5 EAST SIDE WALL BY THE SINK
DFRC‐B4840 52 OUTLET INSIDE BAY 4 EAST SIDE WALL BY THE SINK
DFRC‐B4841 1 OUTLET INSIDE BETWEEN RESTROOMS BY THE SINK
DFRC‐B4841 2 OUTLET INSIDE BETWEEN RESTROOMS BY THE SINK
DFRC‐B4841 3 OUTLET INSIDE THE WOMEN'S RESTROOM BY THE SINK
DFRC‐B4841 4 OUTLET INSIDE THE MEN'S RESTROOM BY THE SINK
DFRC‐B4841 5 OUTLET INSIDE ON WORK STATION NORTH WEST SIDE
DFRC‐B4842 1 OUTLET INSIDE BY THE INK
DFRC‐B4842 2 OUTLET INSIDE THE MEN'S RESTROOM BY THE SINK
DFRC‐B4842 3 OUTLET INSIDE THE WOMEN'S RESTROOM BY THE SINK
DFRC‐B4844 1 OUTLET INSIDE WOMEN'S RESTROOM BY THE SINK
DFRC‐B4845 1 OUTLET INSIDE BY THE SINK
DFRC‐B4846 1 OUTLET OUTSIDE SOUTH SIDE
DFRC‐B4846 2 OUTLET INSIDE SOUTH EAST BY THE SINK
DFRC‐B4847 1 OUTLET OUTSIDE SOUTH SIDE WALL BY THE MAIN GATE ON FENCE
DFRC‐B4847 2 OUTLET OUTSIDE SOUTH WEST SIDE BY THE EYEWASH SINK
DFRC‐B4847 3 OUTLET OUTSIDE EAST SIDE WALL BY THE A/C UNIT
DFRC‐B4847 4 OUTLET INSIDE THE RESTROOM BY THE SINK
DFRC‐B4847 5 OUTLET INSIDE THE OFFICE NORTH SIDE WALL BY THE RESTROOM
DFRC‐B4847 6 OUTLET INSIDE OFFICE NORTH SIDE WALL
DFRC‐B4847 7 OUTLET INSIDE NORTH SIDE WALL BY THE ROLL UP DOOR
DFRC‐B4848 1 BREAKER INSIDE UPS RM PANEL LP1 BREAKER #8 CART CHARGER
DFRC‐B4848 2 OUTLET OUTSIDE EAST SIDE CART CHARGER
DFRC‐B4850 1 OUTLET INSIDE SMALL BREAK ROOM 118 BY THE SINK
DFRC‐B4850 2 OUTLET INSIDE SMALL BREAK ROOM 118 BY THE SINK
DFRC‐B4850 3 OUTLET INSIDE NORTH EAST OFFICE BY SMALL BREAK RM #123
DFRC‐B4850 4 OUTLET INSIDE JANITORS ROOM 114
DFRC‐B4850 5 OUTLET INSIDE WOMEN'S RESTROOM 122 IN MAIN HALLWAY
DFRC‐B4850 6 OUTLET INSIDE THE MEN'S RESTROOM 115 IN MAIN HALLWAY
DFRC‐B4850 7 OUTLET INSIDE IH / ENVIRONMENTAL LAB ROOM 117 BY THE SINK
DFRC‐B4850 8 OUTLET INSIDE IH / ENVIRONMENTAL LAB ROOM 117 BY THE SINK
DFRC‐B4850 9 OUTLET INSIDE ROOM 110 BY THE SINK
DFRC‐B4850 10 OUTLET INSIDE ROOM 110 BY THE STOVE
DFRC‐B4850 11 OUTLET INSIDE WOMEN'S RESTROOM #106 BY THE SINK
DFRC‐B4850 12 OUTLET OUTSIDE RESTROOM 107 SOUTH SIDE 
DFRC‐B4850 13 OUTLET OUTSIDE NORTH WALL BY THE EQUIPMENT ROOM 113
DFRC‐B4850 14 BREAKER INSIDE THE EQUIPMENT RM 113 PANEL PP‐2
DFRC‐B4850 15 OUTLET OUTSIDE NORTH SIDE ON ELEC PANEL BY EMERGENCY TRAILER
DFRC‐B4850 16 OUTLET OUTSIDE THE FENCE ON LILLY ON DRYDEN'S SIGN
DFRC‐B4851 1 OUTLET OUTSIDE SOUTH WALL BY A/C UNIT
DFRC‐B4851 2 OUTLET OUTSIDE EAST SIDE WALL BY THE DOOR
DFRC‐B4851 3 OUTLET OUTSIDE EAST SIDE WALL BY THE DOOR
DFRC‐B4851 4 OUTLET INSIDE SHOP ROOM BY THE SINK
DFRC‐B4851 5 OUTLET INSIDE SHOP ROOM NORTH EAST SIDE WALL
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DFRC‐B4851 6 OUTLET INSIDE SHOP ROOM EAST SIDE WALL
DFRC‐B4851 7 OUTLET INSIDE WOMEN'S RESTROOM
DFRC‐B4851 8 OUTLET INSIDE HALLWAY BY THE SINK
DFRC‐B4852 1 OUTLET OUTSIDE NORTH ON CONEX CHEM SECURE
DFRC‐B4852 2 OUTLET OUTSIDE NORTH WEST SIDE WALL
DFRC‐B4854 1 OUTLET OUTSIDE OF THE TANKS NORTH SIDE BY THE ELEC PANEL
DFRC‐B4856 1 OUTLET INSIDE THE RESTROOM BY THE SINK
DFRC‐B4856 2 OUTLET INSIDE THE SHOP OFFICE BY THE SINK
DFRC‐B4856 3 OUTLET INSIDE THE SHOP BY THE SINK
DFRC‐B4856 4 OUTLET INSIDE SOUTH SIDE NEXT TO THE ROLL‐UP DOOR
DFRC‐B4857 1 OUTLET INSIDE RESTROOM WEST SIDE BY SINK
DFRC‐B4857 2 OUTLET INSIDE NORTH WALL ESD WORK STATION
DFRC‐B4857 3 OUTLET OUTSIDE NORTH WALL
DFRC‐B4857 4 OUTLET INSIDE WOMEN'S RESTROOM NORTH WEST OFFICE AREA 
DFRC‐B4857 5 OUTLET INSIDE MEN'S RESTROOM NORTH WEST OFFICE AREA
DFRC‐B4859 1 OUTLET INSIDE ROOM 101 BY THE SINK
DFRC‐B4859 2 OUTLET INSIDE ROOM 101 BY THE SINK
DFRC‐B4859 3 OUTLET OUTSIDE SOUTH SIDE WALL
DFRC‐B4859 4 OUTLET INSIDE WOMEN'S RESTROOM 104 BY THE SINK
DFRC‐B4859 5 OUTLET INSIDE MEN'S RESTROOM 106 BY THE SINK
DFRC‐B4859 6 OUTLET INSIDE ROOM 108 BY THE SINK
DFRC‐B4859 7 OUTLET INSIDE ROOM 108 BY THE SINK
DFRC‐B4859 8 OUTLET INSIDE ROOM 108 BY THE SINK
DFRC‐B4859 9 OUTLET INSIDE ROOM 108 BY THE ICE MAKER
DFRC‐B4859 10 OUTLET OUTSIDE NORTH SIDE WALL
DFRC‐B4863 1 OUTLET INSIDE WOMEN'S RESTROOM BY THE SINK
DFRC‐B4863 2 OUTLET INSIDE SOUTH WEST SIDE BY THE SINK
DFRC‐B4863 3 OUTLET INSIDE SOUTH WEST SIDE BY THE SINK
DFRC‐B4863 4 OUTLET INSIDE MEN'S RESTROOM
DFRC‐B4863 5 OUTLET OUTSIDE WEST SIDE ON FENCE
DFRC‐B4863 6 OUTLET OUTSIDE WEST SIDE ON THE FENCE
DFRC‐B4863 7 OUTLET OUTSIDE WEST SIDE ON THE FENCE
DFRC‐B4863 8 OUTLET OUTSIDE WEST SIDE WALL BY A/C UNITS
DFRC‐B4864 1 OUTLET INSIDE MEN'S RESTROOM 100 BY THE SINK
DFRC‐B4864 2 OUTLET INSIDE WOMEN'S RESTROOM 102 BY THE SINK
DFRC‐B4864 3 OUTLET OUTSIDE SOUTH SIDE WALL
DFRC‐B4865 1 OUTLET OUTSIDE SOUTH SIDE WALL
DFRC‐B4865 2 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4865 3 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4865 4 OUTLET OUTSIDE NORTH EAST SIDE WALL
DFRC‐B4865 5 OUTLET OUTSIDE NORTH EAST SIDE WALL
DFRC‐B4867 1 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #1
DFRC‐B4867 2 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #2
DFRC‐B4867 3 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #3
DFRC‐B4867 4 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #4
DFRC‐B4867 5 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #5
DFRC‐B4867 6 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #6
DFRC‐B4867 7 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #7
DFRC‐B4867 8 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #8
DFRC‐B4867 9 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #9
DFRC‐B4867 10 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #10
DFRC‐B4867 11 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #11
DFRC‐B4867 12 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #12
DFRC‐B4867 13 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #13
DFRC‐B4867 14 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #14
DFRC‐B4867 15 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #15
DFRC‐B4867 16 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #16
DFRC‐B4867 17 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #17
DFRC‐B4867 18 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #18
DFRC‐B4867 19 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #19
DFRC‐B4867 20 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #21
DFRC‐B4867 21 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #23
DFRC‐B4867 22 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #25
DFRC‐B4867 23 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #26
DFRC‐B4867 24 BREAKER OUTSIDE EQUIPMENT ROOM SOUTH EAST PANEL LP1 BREAKER #28
DFRC‐B4870 1 OUTLET INSIDE ELECTRICAL ROOM 07 BY SINK
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DFRC‐B4870 2 OUTLET INSIDE THE RESTROOM
DFRC‐B4871 1 OUTLET INSIDE RESTROOM BY THE SINK
DFRC‐B4872 1 OUTLET OUTSIDE NORTH SIDE WALL
DFRC‐B4872 2 OUTLET OUTSIDE EAST SIDE WALL
DFRC‐B4872 3 OUTLET OUTSIDE SOUTH SIDE WALL
DFRC‐B4872 4 OUTLET OUTSIDE WEST SIDE WALL BY THE DOOR
DFRC‐B4876 1 OUTLET OUTSIDE SOUTH EAST BY LOADING DOCK
DFRC‐B4876 2 OUTLET INSIDE MEN'S RESTROOM BY SINK
DFRC‐B4876 3 OUTLET INSIDE THE JANITORS CLOSET SOUTH SIDE
DFRC‐B4876 4 OUTLET INSIDE WOMEN'S RESTROOM BY SINK
DFRC‐B4876 5 OUTLET INSIDE THE BREAK ROOM SINK
DFRC‐B4876 6 OUTLET INSIDE THE BREAK ROOM SINK
DFRC‐B4876 7 BREAKER INSIDE SOUTH SIDE HALLWAY BY BREAK ROOM PANEL LP‐2 BREAKER #33
DFRC‐B4877 1 OUTLET OUTSIDE NORTH SIDE ON A/C UNIT
DFRC‐B4877 2 BREAKER INSIDE ON MEZZ PANEL PNL‐RPA BREAKER #11
DFRC‐B4877 3 BREAKER INSIDE ON MEZZ PANEL PNL‐RPA BREAKER #13
DFRC‐B4877 4 BREAKER INSIDE ON MEZZ PANEL PNL‐RPA BREAKER #15
DFRC‐B4877 5 BREAKER INSIDE ON MEZZ PANEL PNL‐RPA BREAKER #17
DFRC‐B4887 1 OUTLET OUTSIDE EAST WALL
DFRC‐B4982 1 OUTLET INSIDE MEN'S RESTROOM BY THE SINK
DFRC‐B4982 2 OUTLET INSIDE BREAK ROOM BY THE SINK 
DFRC‐B4982 3 OUTLET OUTSIDE SOUTH OF BUILDING ON ANTENNA PEDESTAL
DFRC‐B4982 4 OUTLET OUTSIDE SOUTH OF BUILDING ON ANTENNA GUARD RAIL
DFRC‐B4982 5 OUTLET OUTSIDE SOUTH OF BUILDING ON ANTENNA GUARD RAIL
DFRC‐B4982 6 OUTLET OUTSIDE NORTH WEST OFFICE ON WORK STATION
DFRC‐B4982 7 OUTLET OUTSIDE WEST SIDE IN FENCE AREA BY DIESEL TANK
DFRC‐B4985 1 OUTLET INSIDE ON WORK BENCH 
DFRC‐B4985 2 OUTLET OUTSIDE NORTH SIDE OFF THE BLDG DEMARK ELEC SERVICE
DFRC‐B4985 3 OUTLET OUTSIDE NORTH SIDE OFF THE BLDG DEMARK ELEC SERVICE
DFRC‐B4985 4 OUTLET OUTSIDE NORTH EAST OFF THE BLDG BY SUB STATION
DFRC‐B4985 5 OUTLET OUTSIDE SOUTH EAST OFF THE BLDG DEMARK ELEC SERVICE
DFRC‐B4985 6 OUTLET OUTSIDE SOUTH EAST OFF THE BLDG DEMARK ELEC SERVICE
DFRC‐T‐20 1 OUTLET OUTSIDE NORTH SIDE WALL 
DFRC‐T‐20 2 OUTLET OUTSIDE NORTH SIDE WALL 
DFRC‐T‐20 3 BREAKER OUTSIDE EAST WALL PANEL T‐20B
DFRC‐T‐21 4 BREAKER OUTSIDE EAST WALL PANEL T‐20B
DFRC‐T‐22 5 BREAKER OUTSIDE EAST WALL PANEL T‐20B
DFRC‐T‐23 6 BREAKER OUTSIDE EAST WALL PANEL T‐20B
DFRC‐T‐20 7 BREAKER OUTSIDE EAST PANEL T‐20A
DFRC‐T‐20 8 OUTLET INSIDE NEXT TO RESTROOM BY THE SINK
DFRC‐T‐20 9 OUTLET IN RESTROOM BY THE SINK
DFRC‐T‐47 1 OUTLET OUTSIDE SOUTH EAST WALL
DFRC‐T‐47 2 OUTLET OUTSIDE SOUTH EAST WALL
DFRC‐T‐47 3 OUTLET OUTSIDE EAST WALL
DFRC‐T‐47 4 OUTLET OUTSIDE EAST WALL
DFRC‐T‐47 5 OUTLET INSIDE WOMEN'S RESTROOM BY THE SINK
DFRC‐T‐47 6 OUTLET INSIDE MEN'S RESTROOM BY THE SINK
DFRC‐T‐47 7 OUTLET INSIDE SOUTH WEST BREAK ROOM BY SINK
DFRC‐T‐69 1 OUTLET INSIDE IN RESTROOM BY THE SINK
DFRC‐T‐70 1 OUTLET INSIDE ABOVE THE KITCHEN SINK
DFRC‐T‐79 1 OUTLET INSIDE ON SOUTH SIDE WORK STATIONS
DFRC‐T‐79 2 OUTLET INSIDE ON SOUTH SIDE WORK STATIONS
DFRC‐T‐79 3 OUTLET INSIDE ON SOUTH SIDE WORK STATIONS
DFRC‐T‐79 4 OUTLET INSIDE ON SOUTH SIDE WORK STATIONS
DFRC‐T‐79 5 OUTLET INSIDE ON NORTH SIDE WORK STATIONS
DFRC‐T‐79 6 OUTLET INSIDE ON NORTH SIDE WORK STATIONS
DFRC‐T‐79 7 OUTLET INSIDE ON NORTH SIDE WORK STATIONS
DFRC‐T‐79 8 OUTLET INSIDE ON NORTH SIDE WORK STATIONS
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 Count of TYPE(BREAKER / OUTLET) Column Labels (Continued)
Building # BREAKER OUTLET Grand Total Building # BREAKER OUTLET Grand Total
DFRC‐B4800 58 58 DFRC‐B4830C 5 5
DFRC‐B4840 8 44 52 DFRC‐B4865 5 5
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DFRC B4840 8 44 52 DFRC B4865 5 5
DFRC‐B4822 29 29 DFRC‐B4809 5 5
DFRC‐B4820 4 21 25 DFRC‐B4841 5 5
DFRC‐B4867 24 24 DFRC‐B4857 5 5
DFRC‐B4838 19 19 DFRC‐B4856 4 4
DFRC‐B4850 1 15 16 DFRC‐B4872 4 4
DFRC‐B4823 16 16 DFRC‐B4830D 4 4
DAOF‐B703 16 16 DFRC‐B4833 2 1 3
DFRC B4830B 14 14 DFRC B4824 3 3DFRC‐B4830B 14 14 DFRC‐B4824 3 3
DFRC‐B4826 13 13 DFRC‐B4864 3 3
DFRC‐B4830A 13 13 DFRC‐B4842 3 3
DFRC‐B4810 13 13 DFRC‐B4846 2 2
DFRC‐B4825 11 11 DFRC‐B4870 2 2
DFRC‐B4859 10 10 DFRC‐B4827 2 2
DFRC‐B4720 6 3 9 DFRC‐B4806 2 2
DFRC‐B4863 8 8 DFRC‐B4828 2 2DFRC B4863 8 8 DFRC B4828 2 2
DFRC‐B4851 8 8 DFRC‐B4852 2 2
DFRC‐B4839 8 8 DFRC‐B4848 1 1 2
DFRC‐T‐79 8 8 DFRC‐T‐23 1 1
DFRC‐B4982 7 7 DFRC‐B4845 1 1
DAOF‐B703A 7 7 DFRC‐T‐69 1 1
DFRC‐B4847 7 7 DFRC‐B4887 1 1
DFRC‐B4830E 7 7 DFRC‐T‐22 1 1
DFRC B4876 1 6 7 DFRC B4854 1 1DFRC‐B4876 1 6 7 DFRC‐B4854 1 1
DFRC‐B4832 7 7 DFRC‐B4837 1 1
DFRC‐T‐47 7 7 DFRC‐B4871 1 1
DFRC‐B4985 6 6 DFRC‐T‐70 1 1
DFRC‐B4801 6 6 DFRC‐B4807 1 1
DFRC‐T‐20 2 4 6 DFRC‐T‐21 1 1
DFRC‐B4877 4 1 5 DFRC‐B4844 1 1
DFRC‐B4830C 5 5 Grand Total 56 461 517DFRC B4830C 5 5 Grand Total 56 461 517
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