REFRIGERATION BALL VALVES,

'EMERSON CLIMATE TECHNOLOGIES'
MODEL NO. BVS (OR APPROVED EQUAL),
TYPICAL AT ALL BRANCH SELECTOR BOXES

7 3 e
|4

‘7 10-9" BOTTOM OF PIPE % g-5" BOTTOM OF PIPE
y I

.%9'-5" BOTTOM OF PIPE

|
|
| | %10'-9" BOTTOM OF PIPE

10-0" BOTTOM OF P_|PE/\
% b g-8" BOTTOM OF PIPE

_7 9-8"BOTTOM OF PIPE

‘7 9-8"BOTTOM OF PIPE

KEY NOTES

@
@

®

FOR CONTINUATION, SEE SHEET M3.2.

FOR REFRIGERANT PIPE SIZES SHEE DETAIL

2M5.0.

REFRIGERANT LINES IN CEILING SPACE.

FOR FAN COIL REFRIGERANT PIPE
SIZES REFER TO SHEET M8.0.
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.7 10-9" BOTTOM OF PIPE
/ 9-11"BOTTOM OF PIPE ﬂg)

13) r 100" BOTTOM OF PIPE
/VV / g-8"BOTTOM OF PIPE

y 3 y 4

i

..

y.om 2 r s ' 4

v 4 r.a

5/8"e CD
1"g HHWR

9-8"BOTTOM OF PIPE
& 1"s HHWS
) \

—~

13)

-1 10-6" BOTTOM OF PIPE

2"g CHWS
2'g CHAR

TR =

v s

10)
" CHWS 106" BOTTOM OF PIPE ‘:f
X 2'g CHWR\ %—(1 3) |

112" CHAR
11/2'a CHWS

—
—
o
4
T

z

2"z CHWR/

2"g CHWS

21/2's CHWNS
2 1/2'a CHAR

12-2' BOTTOM OF PIPE

11/2'a HHWS

Nigy || My

2"'0 HHYWR

1 1/4"s HHAR
114" HHWS

b

A

16" BOTTOM OF PIPE

J/z"a |-n-|vvsj

12-2" BOTTOM OF PIPE

.

] {!
2's HHWR

21/2's CHWR
™2 1/2'g CHWS

9-9"BOTTOM OF PIPE

0

10-2" BOTTOM OF PIPE

@Fﬁ

11-3"BOTTOM OF PIPE

{

KEY NOTES

@ 1 1/2'CWHS & CHWR AND 1"HHWS & HHWR UP

THRU ROOF TO |DEC-3.

®©

THRU ROOF TO |DEC-2.

1 1/2'CHWS & CHWR AND 1 1/4"H
UP THRU ROOF TO |DEC-4.

1 1/4'CHWS & CHWR AND 1 1/4"H
UP THRU ROOF TO |DEC-1.

ROUTE REFRIGERANT LINES UP
Cu-1.

® Qe ® ®

1.

) (©

,-\
—
(=]

-

(

2/M5.0.

2)

ROUTE REFRIGERANT LINES UP
CU-2.

S B

SPACE.

1 1/2'CWHS & CHWR AND 1"HHWS & HHWR UP

HWS & HHWR

HWS & HHWR

2 1/2'CHWS & CHWR UP TO CHILLER ROOM.

2"HHWS & HHWR UP TO BOILER ROOM.

THRU ROOF TO

REFRIGERANT LINES UP THRU ROOF TO ACCU-

FOR CONTINUATION, SEE SHEET M3.1.
FOR REFRIGERANT PIPE SIZES SEE DETAIL

THRU ROOF TO

REFRIGERANT LINE IN CEILING SPACE.
CHWS, CHWR, HHWS AND HHWR IN CEILING

\J0/ \11/
W VAN
\J5/
FOR FAN COIL REFRIGERANT PIPE
SIZES REFER TO SHEET M8.0.
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KEY NOTES

@
@

@ & & ©

2'CHWS & CHWR. FOR CONTINUATION, SEE
ENLARGED PLAN 1/M5.0.

2'"HHWS & HHWR DN. FOR CONTINUATION,
SEE ENLARGED PLAN 1/M5.0.

1 1/4'CHWS & CHWR AND 1"HHWS & HHWR UP
THRU ROOF TO |DEC-5.

1 1/2'CHWS & CHWR AND 1 1/2"HHWS & HHWR
UP THRU ROOF TO |DEC6.

ROUTE REFRIGERANT LINES DN AND
CONNECT TO EC-16 AS REQUIRED.

M3.3[M5.0
£3 — — — — = —— CHWS, CHWR, HHWS AND HHWR 11-10 7/16"
ABOVE MEZZANINE FLOOR.
| |
|
[@ 11/2'6 CHAR [® | [® [@ 1
1112 CHWS 1 W2gHRNs %@
11/2'g HHAR
|| || y.a ¥ -] ’ S \ —_ —_— j
’ J 18 HHWS— J . g HHws—| 29 HAWR— 1
1 1/4"a CHWS 25 CHIS g CHWR— @ | |
11/4"a CHWR- 1"g HHWR- LM
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KEY NOTES

(1) 89 OADUCT UP, COMPLETE WITH
BIRDSCREEN MESH. MAINTAIN MIN, 10-0"
CLEARANCE FROM ANY VENT AND EA DUCT,

(2) 10' OA DUCT UP, COMPLETE WITH
BIRDSCREEN MESH. MAINTAIN MIN. 100"
CLEARANCE FROM ANY VENT AND EA DUCT,

(3) 6% OADUCT UP, COMPLETE WITH
BIRDSCREEN MESH. MAINTAIN MIN. 100"
CLEARANCE FROM ANY VENT AND EA DUCT,

O

Qb
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KEY NOTES

HEAT RECOVERY HEAT PUMP MOUNTED ON
CONCRETE PAD.

IDEC UNIT MOUNTED ON PRE-FAB CURB.

AIR COOLED CONDENSER MOUNTED ON

CONCRETE PAD.
@ N AIR COOLED CONDENSING UNIT MOUNTED ON
N CONCRETE PAD.
8'a FLUE VENT CAP.
1 —~/ CU
— (/IGJ M4.}( wg W INDICATES MINIMUM 100" CLEARANCE FROM

ANY EXHAUST OR VENT OUTLETS, TYP.

INDICATES MINIMUM SERVICE CLEARANCE,

TYP.

|
@ Q@ @0 ® @& O

8'z OA DUCT, COMPLETE WITH BIRDSCREEN

MESH. MAINTAIN MIN. 100" CLEARANCE FROM

ANY VENT AND EA DUCT.

10"g OA DUCT, COMPLETE WITH BIRDSCREEN

/ \
@
©

MESH. MAINTAIN MIN. 100" CLEARANCE FROM

ANY VENT AND EA DUCT.

g
/

AN (]9) 12'g OA DUCT, COMPLETE WITH BIRDSCREEN

N MESH. MAINTAIN MIN. 100" CLEARANCE FROM
| | | ANY VENT AND EA DUCT,

|
a
2 ‘
M6.5] Md.1 2 ' AN /0 —
‘ | o | e | MB.5 M4-1‘ \4/ = M6.5| M4 1 1 ~ | E |

™
S Vo DECK M — \ g
a 2 [ |} N X / AN @—‘ [ \ (11) 10 EADUCT, COMPLETE WITH BIRDSCREEN
- i ' L - — . — ' — — - - - = — = — =~ MESH
\ — \ N\ - \ X — N :
\ A—I / \ ﬁrl ‘\/\ |A_| \ (12) 12’6 OA DUCT, COMPLETE WITH BIRDSCREEN
| | . | . . H (T | MESH.
N ¥ h ) 3
@ Y i ® i (13) 11/8" RIS & 58°RIL REFRIGERANT LINES DN,
k] Al A Q) ~
vd (14) ' EA GOOSENECK DUCT COMPLETE WITH
/ | | BIRDSCREEN MESH,
| l A 12
4\( P 7/ — — — LI 4 p— o =— — rd T— jem— C P S Y — F— = PR . — F—
. e
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Le
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:529\
@
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