
PLATE & FRAME
EXCHANGER

SURGE TANK MOUNTED AT HIGHEST LEVEL IN
THE COOLING SYSTEM AND VENT LINES

INSTALLED BELOW THE LIQUID LEVEL IN TANK

ENGINE

BRAIDED HOSE CONNECTORS AND
ISOLATION VALVES RECOMMENDED

FOR ALL LIQUID CONNECTIONS

CIRCULATING PUMP

TRIPLE DUTY
VALVE

REMOTE RADIATOR

SURGE TANK MOUNTED AT HIGHEST LEVEL IN
THE COOLING SYSTEM AND VENT LINES

INSTALLED BELOW THE LIQUID LEVEL IN TANK
DO NOT USE ISOLATION VALVE

FOR THROTTLING PUMP SUCTION

E.D. NEWELL CO.
P.O. BOX 20

BRISTOL, WI 53104
PHONE: 262-857-6871  FAX 262-857-9481

E-MAIL: SALES@EDNEWELL.COM

JW ONLY COOLING USING PLATE & FRAME
WITH RADIATOR

DRAWING 1A

SUCTION
DIFFUSER


