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The following questions and answers are provided for clarification purposes only.  Responses are shown in bold.

Q1.   You mention "shipment by commerical air". Do you intend to remove

the I.C. from the trailer and load airplane with forklift or?

Q2.    Is "shipment by air" the reason not to build one box consisting of

I.C. and AMC with a partition wall between?

A1 & A2.  We have to separate the ATC into three individual units for commercial shipment.
Q3.   Could we use a wall mount HVAC unit if we recessed it to be included in 

the 96" X 100" X 115" dimension of the AMC?

A3.  Yes, as long as a reasonable amount of room is left to allow personnel to put on clean room clothing and enter the IC.
Q4.    When mating the I.C. to the AMC, how do you invision the doors to work 

between modules?

A4.  A single door would be either on the IC or the AMC with appropriate seals to maintain the clean room environment.
