Bldg. 19 Fire Sprinklers and ADA Modifications
122508

SECTION 01000

GENERAL REQUIREMENTS 

PART 1
GENERAL

1.1 SCOPE

The work to be performed under this contract consists of providing the labor, equipment, and materials to complete the above-titled project in accordance with the required drawings, these specifications, and the contract clauses. The work includes:

Base Bid:

a. Provide asbestos and lead paint abatement work for demolition occurring in the Scope of Work area and detailed in the hazardous material report.

b. Design, install and test new wet pipe fire sprinkler system per NFPA 13 for the first and second floors (excluding the NASA Lodge areas). Total sprinkler coverage area is approximately 9050 m2. Provide modifications to existing fire alarm system.

c. Provide and install ADA modifications to two existing restrooms on the second floor as shown on the drawings.

d. Provide and install a roped holeless hydraulic elevator and associated equipment and structural modifications, with stops at basement, first, and second floors.

e. Remove the emergency exit stair at Wing E.

Options:

Option No. 1

Provide and install exterior parking lot lighting as shown on the drawings.

Option No. 2

Provide and install wet-pipe fire sprinkler system per NFPA 13 for the basement, coverage area approximately 1650 m2.

Option No. 3

Provide and install wet-pipe fire sprinkler system per NFPA 13 for the attic area, coverage area approximately 1850 m2.

Option No. 4

Provide and install wet-pipe fire sprinkler system per NFPA 13 for the NASA Lodge (1st and 2nd floors of Bldg. 19 Wing A), coverage area approximately 2150 m2.

Option No. 5

Replace portions of the existing wet-pipe fire sprinkler feeder pipes with larger sizes per NFPA for Building N211, which houses the Ground Support Facilities for SOFIA.  The scope of work is delineated in drawings A211-9702-M50 through A211-9702-M54.
1.2
REQUIRED DRAWINGS
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