
Statement of Work


Purpose

The purpose of this contract is to convert an existing lab into a multi level clean room facility enabling astronomy and astrophysics research, and astrophysics instrument development for the Space Sciences Directorate.

Scope

The scope of this project covers all necessary tasks required to transform a 25x30’ room into a class 100,000 anti-room with a 10x20’ class 1,000 clean room within it’s walls.  The contractor will be responsible for all steps in the process including cleaning.

Support Requirements

The contractor shall provide and/or install all of the following items into room C031 building 21 at the Goddard Space flight Center facility:
FLOOR SYSTEMS

1. Strip & seal existing VCT tile flooring (825 ft2)

CEILING SYSTEMS
2. Clean ceiling plenum (1298 ft2)

3. Seal ceiling plenum with acrylic caulk and 2 coats of cleanroom epoxy paint (white, 1298 ft2)

4. Hilti Anchors and Rods for Ceiling (825 ft2)

5. Heavy Duty 2" Ceiling T-Grid & supports w/ penetrations for fire sprinklers (9 each)

6. Return air plenum cap for Gown Room (54 ft2)

7. Cleanroom blank ceiling tiles (2x4, 65 each)

8. PlexiGlas blanks for lights (2x4, 18 each)

9. Egg crate clear anodized aluminum for ceiling in Gown Room (6 each)

10. Ceiling access (2x4, 2 each) to ceiling plenum

WALL SYSTEMS
11. Clean existing walls (11' High 1455 ft2)

12. Seal existing walls with acrylic caulk and 2 coats of cleanroom epoxy paint (white, 1455 ft2)

13. Install new MZ modular cleanroom softwalls in Gown Room (9' High x 21 ft Length)

14. Install new softwall strip curtain doors in hardwalls for Gown Room (2 each)

15. Install new softwalls for Class 1,000 Area (8'-6" High, 21.5 ft Length)

MECHANICAL
16. Fan Filter Units-2x4 FFU's at 99.99% on 0.3 micron (16 each)

17. Install ceiling & hardwall return air grilles (5 each)

18. Install New Dist. Ductwork (by others) with new flex duct to FFU's (5  LnFt)

ELECTRICAL
19. Re-install existing 2x4 light fixtures (18 each)

20. New flourescent lamps for existing light fixtures (76 each)

SPECIALITIES
21. Final cleaning of cleanroom prior to As-Built certification (1 lot)

22. As-Built Cleanroom Certification on particle counts (1 lot)

GENERAL CONDITIONS

23. Freight , Const. Mgt., Supervision, Phone, Air Fare, Truck Rental, Per Diem, Tools, Rentals Equipment, Project Management, Clean build protocols, Punch List, and O&M Manuals to be provided by contractor
Effective date: 

Period of Performance: 
7/01/2003 – 7/31/2003 


