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' Installation: 690450 - AMES RESEARCH CENTER
Building No.: 202 Section: A Area 8131 SqFt
Last Replacement: 1993 Original Construction: 1993
Occupancy:
Perimeter
Parapet: 440 Ft Exp. Joint: Ft Adj. Wall: Ft
Roof Edge: Ft Area Div.: Ft Other: Ft.
Access: INTERNAL LADDER: Permanent Adj Roof Sec: B,C,D
Structural Frame: CONCRETE: Beams
Roof Deck: CONCRETE STD: Cast-In-Place
Slope: 18
Drainage: INTERIOR DRAINS, OVERFLOW SCUPPERS
Vapor Retarder: LAMINATED FELTS
Insulation: WOOD FIBERBOARD, POLYISOCYANURATE
Thickness: 2 In. Layers: 2 Tapered: N
R-Value:
. Attachment: ADHESIVE - HOT
Membrane: Mfg: CELOTEX Spec. No.:
Description: 3-PLY AND BASE
Protected Mem.: N

Type: BUR: Asphalt
Attachment: PLATE/DISK/PART ADHERED
Reinforcement: B.U.(HOT/COLD): Glass Felt
Surfacing: MINERAL SURFACE CAP
Walkways: RUBBER MAT
Base Flashing: MOD BIT: Granule Surface
Flashing Adhesive: HOT MOPPED
Counterflashing: METAL
Types: ROOF EDGE: Metal Cap Flashing, WALL/PARAPET, PLUMBING VENT
Remarks: INSTALLED BY DAVE'S ROOFING FOR $50K (MECH. WORK DONE BY OTHER

CONTRACTOR)

BASE FLASHING: SBS
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AGENCY/INST.  \ASA AMES RESEARCH CENTER

BUILDING 202 PER. FLASHING 440 LF DATE 7/9/97
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