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@ NEW SUBSTATION, SEE DETAIL #4/E-8.
@ NEW SWITCH/FUSE ENCLOSURE SHALL BE DESIGNED TO

WITHSTAND 130MPH WIND LOAD.

@ REPAIR ASPHALT PAVING TO ITS ORIGINAL CONDITION.
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