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Block 14 – Description (continued)

See Attachment 1 to this amendment for answers to questions submitted by bidders

See Attachment 2 for Additional Specifications

See Attachment 3 for Additional Drawings

See Attachment 4 for Fan Terminal Schedule 

    Drawing A4.2 – Detail O17 Wall Section
a. Revise top of steel elevation from 27’-10” to 26’-6”.

b. Revise top of steel elevation from 38’-2” to 36’-10”.

c. Revise top of framing elevation from 40’-2” to 38’-10”.

    Drawing A9.1 – Room Finish Schedule 
a. Corridor 203 is to receive Vinyl Wall Covering (VWC),  not Paint as scheduled.

b. The abbreviation EDS was used incorrectly to indicate Electro-Static Discharge control tile on the drawings; it should be ESD to match the specification.

c. The abbreviation STN indicates stone tile. 

   Drawing A9.2 – Door Schedule

a. Refer to attached drawing AD.6 for door information that has been revised. 

   Drawing A9.3 – Door Details

a. Two “Jamb Detail G 5” details have been shown, the one to the left of the sheet should be labeled Detail G 1.

   Drawing S1.3 – Roof Framing Plan

a. Beams on column lines 1.1 & 3 – D.2 to F.1 and column lines D.2 & F.1 – 1.1 

to 3: revise elevation from 27’-10” to 26’-6”.


b.   Revise out rigging on Line I (between Lines 3.1 and 3.5) from  W40x15.3 (+2 ½”) to  C10x15.3 (+2 ½”).

   Drawing S1.4 –Roof Framing Plan:  Mechanical Room roof framing detail
a. W16x26 at elevation 38’-2”: revise elevation to 36’-10”

b. W16x26 at elevation 37’-8”:  revise elevation to 36’-4”

   Drawing S2.2 – Detail G19 

a. Depicts the underpinning that is required at the elevator slab to avoid interference with the duct bank.

b. Construct  pier foundations 3.2 – A.2 & 3.5 – A.2 according to Detail G19 in order to avoid interference with the duct bank.

c. Pier foundations 1-B, 2-B, & 3-B shall be deepened from -4’ to -5’.

   Drawing S3.1 – Detail H13

a. Revise top of steel from 27’-10” to 26’-6”.

   Drawing S3.2 – Detail H13

a. Revise top of steel from 38’-2” to 36’-10”   
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Drawing M4.2:  Edit “Expansion Tank Schedules” to read as follows:

a. Heating Water Expansion Tanks:  Size expansion tank(s) for system volume of 600 gallons, 50°F low temperature, 200°F high temperature, 23 psig fill pressure and 55 psig relief pressure.

b. Chilled Water Expansion Tanks:  Size expansion tank(s) for system volume of 1000 gallons, 40°F low temperature, 80°F high temperature, 23 psig fill pressure and 55 psig relief pressure.

Drawing M4.2, Legends, Schedules and Details:

a. Replace Fan Terminal Schedule with attached revised Fan Terminal Schedule.

b. Add the following note to the AHU Schedule:

“Humidifiers shall be Nortec, Model NHMC or approved equal.”

c. Add the following note to the Air Device Schedule:

“NOTE:  In addition to those indicated on the floor plans, provide an additional (25) Type R-1 Return Grilles, with 21” x 21” neck, to be installed in the lay-in ceiling as transfer grilles to connect with plenum return ceiling.”

Drawing E1.2, First Floor Power & Comm Plan:

a. Surface metal raceways in Room 108 shall be R6 and D6

b. Surface metal raceways in Room 144 shall be R6 and D6

Drawing E2.2, Second Floor Power & Comm Plan:

a. Surface metal raceways for Room 268 shall be R9 and D9 and R2 and D2

b. Surface metal raceways for Room 272 shall be R12 and D12
Drawing E4.1, Power Riser Diagram:

a. Revise transformer supplying Panel P1J from 30 kVA to 45 kVA

b. Revise transformer supplying Panel P1K from 30 kVA to 45 kVA

c. Revise transformer supplying Panel P2D from 30 kVA to 45 kVA

d. Feeds to Panels L1A and L1B shall be from Panel DP (not Panels DP-1 and MDP-
2); revise accordingly

Drawing E5.1, Legends, Schedules, and Details:

a. Add the following note to the Lighting Fixture Schedule, Fixture Types A and A1, b. Description:

  “Return air function shall be both sides and ends.”

c. Add the following note to the Electrical Legend:

 “ NOTE: Ground bar in labs shall be flat copper bar, not drilled, 3/16” x 1”. “

Drawing E5.2, Special Equipment and Panel Schedules:  

a. To panel ‘DP’ add two additional 60 amp, 3-pole circuit breakers, for service to panels P1J and P1K, respectively.

b. To panel ‘DP2A’ add one additional 40 amp, 3-pole circuit breaker, for service to panel P2F, and one additional 60 amp, 3-pole circuit breaker for service to panel P2G.
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Drawing E5.3, Panel Schedules:  

a. Revise Panel P1J to indicate Main Bkr:  150 A, Main Lugs: 225 A.

b. Revise Panel P1G to indicate Main Bkr: 150 A.

Sketch AD.1 Details slab / elevated floor condition in the east west direction at the second floor and the typical joint condition when the finished floor on a slab abuts the finished floor on the elevated floor system. Attach Sketch AD.1 to Drawing A7.1  

Attach Sketch AD.2 (Interior elevation of west wall in Conference Room 107) to Drawing A5.1. 

Attach Sketch  AD.3 (Details Conference Room 107 soffit as it crosses the windows) to Drawing A4.4.

Sketch AD.4 details head and jamb conditions for Door 302/1.  Attach Sketch AD.4 to Drawing A9.3.

Sketch AD.5 details head, jamb and sill conditions for Door 301, and details roof / floor expansion joint typical at the east and west walls of the Mechanical Room.  Attach Sketch AD.5 to Drawing A9.3.

Revise Door Schedule on Drawing A9.2 according to Sketch AD.6: “Revised Door Schedule.”

Specification Section 10275: ”Elevated Floor System” – Add the following text to paragraph 1.3.1; “Elevated Floor Panels:”  “Panels shall be manufactured with the floor finish as indicated in the Room Finish Schedule on the drawings.  Refer to Section 09650: “Resilient Flooring” for VCT and ESD flooring requirements.” 

Specification Section 15625: “Chilled Water Air Conditioning”-Replace existing Paragraph 2.3 with the following:

2.3 HUMIDIFIERS

Humidifiers shall be self-contained, electrode operated, disposable polypropylene cylinder steam generation humidifiers, UL listed, Nortec Model NHMC or approved equal. Humidifiers shall operate using domestic cold water with conductivity from 60 to 1500 micro-mhos, and be equipped with modulating output control, automatic draining, building energy management system interface, keypad interface with display and  indicator lights, and stainless steel duct distribution tube.

Add  Section 09385: “Dimension Stone Tile” to the Specifications.

Add  Section 16287: “30-130 kVA  Three-Phase Uninterruptible Power Systems” to the Specifications.

The date and time for receipt of bids is unchanged - 2:30 p.m. Eastern Time on January 6, 2005.
