
Technical changes and/or alterations to the drawings in Request for Proposal NNA057682R are hereby made as follows:

1.  Drawing A202-0401-A5, Basement Reflected Ceiling Plan:


a.  Key Note 2:  Replace “NEW CEILING TILES ARE TO BE ARMSTRONG TEGULAR CORTEGA SECOND LOOK II IN A WHITE FINISH.” with “CEILING TILES ARE TO MATCH EXISTING.”


b.  Key Note 6:  Replace “THE NEW CEILING TILES ARE TO BE 2’ X 4’ ARMSTRONG TEGULAR CORTEGA SECOND LOOK II CEILING TILE IN A WHITE FINISH.” with “CEILING TILES ARE TO MATCH EXISTING.”

2.  Drawing A202-0401-A8, First Floor Reflected Ceiling Plan, Key Note 6 and Drawing A202-0401-A11, Key Note 6:  Replace “THE NEW CEILING TILES ARE TO BE 2’ X 2’ ARMSTRONG TEGULAR CORTEGA CILING TILE IN A WHITE FINISH.” with “CEILING TILES ARE TO MATCH EXISTING.”

3.  Drawing A202-0401-A14, Door and Finish Schedule:


a.  Room Finish Materials and Notes 4A, 4B, 4C, and 4D:  Replace “ARMSTRONG TEGULAR CORTEGA CEILING TILE (WHITE)” with “CEILING TILE TO MATCH EXISTING.”


b.  Door Hardware Schedule:  Hardware Groups 101 & 102 are replaced in their entirety with the following:
“HINGES:  1 1/2 PAIR BUTTS 4 1/2" X 4 1/2", FINISH USP
STANLEY FBB168; 

HAGER BB1168;
MCKINNEY T4A3786;
OR APPROVED EQUAL

CLOSER:  PULL SIDE MOUNTING, TO MEET REQUIREMENTS OF CBC 1133B.2.5

LCN 4010 SERIES, FINISH 628;
NORTON SERIES 8501, FINISH 689;

SARGENT SERIES 351, FINISH EN;
OR APPROVED EQUAL

LOCKSET:  FOR BEST 7-PIN CYLINDER (PASSAGE FUNCTION)

BEST 93K7N15D626

SCHLAGE ND10S  RHO, FINISH 626;

YALE AU5401LN, FINISH 626;

OR APPROVED EQUAL

WALL BUMPER:  2-3/16” O.D. STAMPED STAINLESS RING, WITH 1-3/8” O.D. CONCAVE RUBBER INSERT, 1” OVERALL PROJECTION, FINISH 630

TRIMCO 1270WVCP;

OR APPROVED EQUAL

DOOR SILENCERS:  (3) GREY RUBBER SILENCERS FOR METAL FRAMES, 1/2” O.D., +/- 5/64” PROJECTION

TRIMCO 1229A;
OR APPROVED EQUAL

DOOR SEALS:  1/4” x 1/2" SILICONE COMPRESSION BULB WITH ADHESIVE BACKER, 17’ LONG, DARK BRONZE

PEMKO S88D17;
OR APPROVED EQUAL”

c.  Door Hardware Schedule:  Hardware Group 103 is replaced in its entirety with the following:

“HINGES:  3 PAIR BUTTS 4 1/2" X 4 1/2", FINISH 630
STANLEY FBB168;
HAGER BB116;
MCKINNEY T4A3786;
OR APPROVED EQUAL

CLOSER:  TOP JAMB MOUNTING, BRACKETS AND ACCESSORIES AS REQUIRED TO MEET REQUIREMENTS OF CBC 1133B.2.5

LCN 4110 SERIES, FINISH 628;

NORTON SERIES 8301, FINISH 689;

SARGENT SERIES 351, FINISH EN;
OR APPROVED EQUAL

PANIC DEVICES:  (2) CONCEALED VERTICAL ROD DEVICES, EACH FOR BEST 7-PIN CYLINDER, 1-1/4” MORTISE CYLINDER, WITH C4 STRAIGHT CAM
VON DUPRIN 3347A-L, 360L TRIM, FINISH 630;
YALE 7220, 506F TRIM WITH AU LEVER, FINISH 630;

SARGENT 8413xETLx630;

OR APPROVED EQUAL

DOOR SEALS:  BY DOOR MANUFACTURER”
4.   Drawing A202-0401-P1, Partial Second Floor Demolition Plan and Plan, Key Note 3:  At the end of this note, add “or approved equal.”
5.  Drawing A202-0401-E3, Basement Lighting & Fire Alarm Plan:  
a.  Key Note 11: Replace “BELDEN CATALOG #9575 OR EQUAL” with the following:
“ NEC FPLR,  TPS 2#16

BELDEN CATALOG # 9575 

WEST PENN WIRE/CDT CATALOG # 991 

MIDSOUTH WIRE AND CABLE COMPANY CATALOG # 4237 
OR APPROVED EQUAL”

b.  Key Note 16:  Replace “LITHONIA LIGHTING WC 2 32 120 CEB OR EQUAL: with the following:

“LITHONIA LIGHTING WC 2 32 120 GEB

DAY-BRITE WB 2 32-WO-120

PRUDENTIAL LIGHTING WAL-12 SD 2T8 04’ TMW SC 120 WM
OR APPROVED EQUAL”

6.  Drawing A202-0401-E5, First Floor Lighting and Fire Alarm Plan, Key Notes 17, 18, 20, 21, and 22:  Replace “BELDEN CATALOG #9740 OR EQUAL” with the following:
“NEC CM, (1) PAIR #18 

BELDEN CATALOG # 9740

GENERAL CABLE-CAROL BRAND CATALOG # E2032S

WEST PENN WIRE/CDT CATALOG # 224
OR APPROVED EQUAL”
7.  Drawing A202-0401-E7, Second Floor Lighting and Fire Alarm Plan:


a.  Key Note 2:  Replace “LITHONIA 2SP8 G 2 32 A12 120 GEB OR EQUAL” with the following:
“LITHONIA LIGHTING 2SP G 2 32 A12 120 GEB

HOLOPHANE HT G S 24 X N A12 O42 EP1 1 

DAY-BRITE 2 SP G 2 32 FS 01 120

OR APPROVED EQUAL”

b.  Key Note 3:  Replace “LITHONIA LIGHTING AV G 1 32 MDR ASY 120 GEB OR EQUAL” with the following:
“LITHONIA LIGHTING AV G 1 32 MDR ASY 120 GEB

PRUDENTIAL LIGHTING P-5900 1T8 04’ 120 X1 AL

LITECONTROL G-D-1014T8-CWM-ELB-EF-120  
OR APPROVED EQUAL”
c.  Key Note 4:  Replace “LITHONIA LQM P W 1G 120 OR EQUAL” with the following:
“LITHONIA LIGHTING LQM P W 1 G 120

MCPHILBEN
30VL 1 120 W G 

ISOLITE LPDC NB S G WH WH C
OR APPROVED EQUAL”
d.  Note 7:  Replace “LITHONIA LIGHTING 2AV G 3 32 MDR 120 GEB OR EQUAL” with the following:
“LITHONIA LIGHTING 2AV G 3 32 MDR 120 GEB

PRUDENTIAL LIGHTING CUP-2 24 2T8 TMW P 120 X1



DAY-BRITE 
2 AVG 3 32 PMW 120


OR APPROVED EQUAL”


e.  Notes 9 and 10:  Replace “BELDEN CATALOG #9575” with the following:

“ NEC FPLR,  TPS 2#16

BELDEN CATALOG # 9575 

WEST PENN WIRE/CDT CATALOG # 991 

MIDSOUTH WIRE AND CABLE COMPANY CATALOG # 4237 
OR APPROVED EQUAL”

8.  Drawing A202-0401-M3, Basement Plan:  


a.  Key Note 1:  Replace this note in its entirety with the following:  “24” X 24” FACE DIMENSION, STEEL PERFORATED CEILING SUPPLY DIFFUSER, LAY-IN TYPE BORDER, FLUSH FACE, FINISH SHALL BE WHITE, WITH OPPOSE BLADE DAMPER, NC 20 RATING OR BETTER. TITUS MODEL PMC (note change from documents) OR APPROVED EQUAL.”

b.  Key Note 4:  Replace this note in its entirety with the following:  “24” X 24” FACE DIMENSION, STEEL PERFORATED CEILING RETURN GRILLE, LAY-IN TYPE BORDER, FLUSH FACE, FINISH SHALL BE WHITE, NC 20 RATING OR BETTER. TITUS MODEL PAR OR APPROVED EQUAL.”

c.  Key Note 5:  Replace this note in its entirety with the following:  “ALUMINUM GRID AND BORDER, EGGCRATE RETURN GRILLE, SURFACE MOUNT BORDER, ½” X ½” X ½” INCH ALUMINUM CORE, WHITE FINISH, NC 20 RATING OR BETTER.  TITUS MODEL 50F OR APPROVED EQUAL.”

d.  Key Note 6:  Replace this note in its entirety with the following:  “DOUBLE DEFLECTION, STEEL SUPPLY AIR REGISTER, SURFACE MOUNT BORDER, WHITE FINISH, WITH OPPOSED BLADE DAMPER, NC 20 RATING OR BETTER.  TITUS MODEL 300 RL OR APPROVED EQUAL.”
9.  Drawing A202-0401-M5, First Floor Plan, Key Note 1:  Replace this note in its entirety with the following:  “24” X 24” FACE DIMENSION, STEEL PERFORATED CEILING RETURN GRILLE, LAY-IN TYPE BORDER, FLUSH FACE, FINISH SHALL BE WHITE, NC 20 RATING OR BETTER. TITUS MODEL PAR OR APPROVED EQUAL.”

