ANNEX 5.2

FACILITY MAINTENANCE AND OPERATIONS

PREVENTIVE MAINTENANCE


level.  Performance incentives shall be assessed in accordance with the Performance Requirements Summary (PRS). Timeliness means meeting the scheduling criteria in Table   5.2-1, additionally availability will be given incentives as described in Annex 5.5.

5.2.1.5

Reliability Centered Maintenance (RCM)

The SSC RCM Analysis Manuals contain RCM analysis of the facilities and systems listed in 5.2.2.6.  The Contractor is required to update these analyses and make recommendations to MTS according to the requirements of 5.2.2.6 and 5.2.2.6.1.  The purpose of these updates and changes to MTS is to provide a process that continually proposes modifications to PM methods, frequencies, and technologies that will provide the optimum combination of PM (time based), PT&I (condition based), Reactive (run to failure), and Proactive (change design) maintenance.  Proposed changes that affect the minimum requirements of the MTS require the approval of the CO.

Contractor recommended changes to MTS must meet the above stated purpose while maintaining SFUSS & IAGP life cycle and ability to provide the specified availability to the intended function, outputs, redundancies, and support to SSC missions and goals.  It is the Government’s intention to concur with these type MTS changes, thereby allowing the Contractor to perform PM with less resources.
5.2.1.6

Installation-Accountable Government Property (IAGP)

The Contractor shall maintain all Installation-Accountable Government Property (IAGP) equipment in accordance with the requirements of FAR Part 45.5.  The Contractor's maintenance program shall be described in the PM plan (DR 5-FA04), see section 5.2.2.1.1.  The applicable preventive maintenance tasks for IAGP are defined by Maintenance Task Sheets (MTS) and Maintenance Instructions (MIs) which are referenced in this Annex.  The applicable MTS and MIs for the Special Purpose Mobile Equipment (SPME), which is a subset of the IAGP, are listed in Exhibit 4 of Annex 5.  All IAGP equipment is listed by class in Attachment J-10, lists 1 and 2.  List 1 comprises of the IAGP (No Class Exceptions), while list 2 contains the IAGP (Class Exceptions) as defined in Section G.
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