SECTION C – DESCRIPTION/SPECIFICATION/WORK STATEMENT

KCCS MONITORING

Program the SEL-2032 such that the following (up to 50 points per device connected) can be mapped directly to KSC’s Citect SCADA system delays less than 30 seconds.  Provide screens of the monitoring and control system as described below. The following KCCS points for indication shall be inputs from the SEL 2032:

KCCS Inputs and Outputs

Screen 1 for each 351A/387A combination or 501/387A combination

Breaker status (open/closed)

Battery voltage

Present currents (A, B, C phases)

Voltage AB

Voltage BC

Voltage CA

Alarms 

· Relay (discrete)

· Communication (discrete)

· Trip coil (discrete)

Faults 351A

Faults 387A

Trip


Trip

Pick up

Inst

50


50

51


51

Ground

Ground




87-1




87-2




87-3




Windings

(mimic the LED readout information from the relay –See example below)
(b)(4) KSC Drawing 79K36457, Sheet E27, Note D is deleted in it’s entirety and replaced with the following new Note D: “ 50/51 (SEL 351A) shall be installed under the base bid.”  
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