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CONCRETE WALL
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SYSTEM AS SCHEDULED
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SCHEDULED

3/4"

CONT. THRU-WALL
FLASHING

CONT. BACKER ROD &
SEALANT,  BOTH SIDES

SHIM AS REQ. FOR
INSTALLATION

CUT CONT. GROOVE
FOR NEW FLASHING

EQ EQ

3/8" 3/8"

1 1
/2"

PARTN TYPE AS SCHEDULED,
PROVIDE FRAMING AS
INDICATED BY MET STUD
FRAMING DIAGRAM

ATTACH ALUM FRAME
W/MIN #8 SELF-TAP
SM SCREWS @12 OC

ALUM SNAP-ON TRIM

ALUM FRAME

GLASS AS SCHEDULED
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ATTACH ALUM FRAME
W/MIN #8 SELF-TAP SM
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INDICATED BY MET STUD
FRAMING DIAGRAM
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1" INSULATING VISION GLASS w/ LOW-E COATING; COLOR AS SELECTED BY ARCH.

NOT USED; 1" CLEAR LOW-E COATED HEAT-STRENGTHENED INSULATING SPANDREL

1" CLEAR LOW-E COATED HEAT-STRENGTHENED DOT-FRIT COATED INSULATING VISION
GLASS, COLOR AS SELECTED BY ARCH.

NOT USED; 1" CLEAR LOW-E COATED HEAT-STRENGTHENED DOT-FRIT COATED INSULATING
VISION GLASS

NOT USED; CLEAR LOW-E COATED HEAT-STRENGTHENED DOT-FRIT INSULATING SPANDRAL

NOT USED; CLEAR LOW-E COATED HEAT-STRENGTHENED DOT-FRIT INSULATING SPANDRAL

NOT USED; 1/2" FULLY TEMPERED CLEAR FLOAT GLASS W/ TWO LAYERS FROSTED
(TRANSLUCENT) FILM

NOT USED; 1/4" FULLY TEMPERED CLEAR FLOAT GLASS W/ TWO LAYERS FROSTED
(TRANSLUCENT) FILM

1/4" FULLY TEMPERED CLEAR FLOAT GLASS
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GLAZING ELEVATIONS

 1/4" = 1'-0"5 35

ROTUNDA/MINI CNTRL 135 WEST2
 1/4" = 1'-0"5 35

ROTUNDA/MINI CTRL 135 SOUTH1
 1/4" = 1'-0"7 35

ROTUNDA/CTRL 2 233 SOUTH4

 1/4" = 1'-0"7 35

CTRL 2 233/CONF 2 231 WEST13
 1/4" = 1'-0"7 35

ROTUNDA/CONF 2 231 SOUTH11

 1/4" = 1'-0"7 35

ROTUNDA/CTRL 1 237 NORTH9

 1/4" = 1'-0"7 35

CTRL 1 237/CONF 1 235 WEST12

 1/4" = 1'-0"7 35

ROTUNDA/CONF 1 235 NORTH8

 3" = 1'-0"37 35

CURTAIN WALL AT PEAF19
 6" = 1'-0"20 35

WINDOW HEAD DETAIL16
 6" = 1'-0"20 35

WINDOW JAMB DETAIL17

0 6 IN1 2 3 0 6 IN1 2 3
 6" = 1'-0"35 35

BUTT-GLAZED MULLION18

0 6 IN1 2 3

1 : 1

GLASS TYPES
.                               .

 6" = 1'-0"35 35

INTERIOR WINDOW CORNER14

0 6 IN1 2 3

 1/4" = 1'-0"4 35

DOOR 127A6
 1/4" = 1'-0"4 35

DOOR 127B7

0 2 4 8 FT 0 2 4 8 FT

0 2 4 8 FT 0 2 4 8 FT

0 2 4 8 FT

0 2 4 8 FT

0 2 4 8 FT

0 2 4 8 FT

0 12 IN3 6

0 2 4 8 FT0 2 4 8 FT
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MULLION DETAIL3

0 6 IN1 2 3


