#2 Question and Answer on 
RFP NNG10EK00R for the MMS Project’s Fill and Drain Valves
 

Question #1:   Based on your requirements in Specification Section 4.1.1.6, is there any flexibility with either the lower or upper limit of the back pressure relief?

Answer #1:  No; there is no flexibility with this requirement.
