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NOTES:

@ EQUIPMENT PAD CONCRETE SHALL BE f'c¢ = 4,000 P.S.l.
REINFORCE WITH #4 @ 6" 0.C. EACH WAY. PROVIDE 2"
CLEAR COVER. SEE SPECIFICATION 03 30 00 3.10.2

FOR FLATNESS AND LEVELNESS REQUIREMENTS.
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#2 6"d [147x14"| WEx20 | 13'-5"
#3 6"® |14°x14"| W6x20 | 13-5"
#4 6"d |14°x14"| W6x20 | 13'—6"
# 4" d [127x12"[ wex20 | 7-6%"
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@ STANDARD STEEL PIPE. FY=36 KSI.

(3) PROVIDE HEAVY DUTY WASHER WITH STANDARD
SIZE HOLE. 1 %" NON—SHRINK GROUT.
%" ¢ ANCHOR BOLTS (2" CLEAR).

@ %" THICK TOP PLATE. WIDE FLANGE PLACED
LONGITUDINALLY WITH PIPE.
PS #5-6: WIDEFLANGE 8" LONG.

PS #1—4: WIDEFLANGE 1°-0" LONG.

@ VERIFY PIPE ELEVATION WITH MECHANICAL DWG's.

(6) SEE DETAL

ALL STRUCTURAL WORK SPECIFIED HEREIN IS
DEPENDANT UPON MECHANICAL EQUIPMENT

SELECTED. CONTRACTOR SHALL VERIFY SIZE AND
LOCATION OF ALL WORK PRIOR TO PROCEDING.
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