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NOTE:
CONTRACTOR VERIFY ALL SERVICE PLATFORM MEMBERS DO
NOT INTERFERE WITH CHILLER 24—1 PRIOR TO FABRICATION AND ERECTION.
ALL CHILLER PLATFORM DIMENSIONS ARE BASED UPON YORK CHILLER ORIGINALLY
SPECIFIED. CONTRACTOR SHALL COORDINATE WITH OWNER AND CONFIRM PLATFORM
IS COMPATIBLE WITH CHILLER SELECTED.
SEE SHEET M—24—233 FOR LOCATION OF CHILLER PLATFORM.
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