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2-7-03 CoF91055(TWS) W33085(KAB) BP04159567(TWS) CoF97005(GJB)                  

09-19-05 CoF97005(DT) W40402(RHR) CSC427474(AWR) W41330(NAR)

AS-BUILT 7-18-07 W41983(DT) CSC659859(GJB) CoF2002-04(GJB) COF02100(NAR)
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(2) 2/C #14 AWG SHIELDED TWISTED PAIR, 
IN 3/4" RSC TO PLC CABINET #4
LOCATIED IN MEZZANINE ABOVE RM, 101)
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FOR CONTINUATION 
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PLANT PLC-3
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     3 & 4
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SEE DRAWING
E-24-321 FOR
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DEMO

TO BE DEMOLISHED

DEMOLITION NOTES:

 ED-24-6 CAD FILE NAME:  ED-24-6.DGN/TIF     

         CENTRAL HEATING AND COOLING PLANT         

   DEMOLITION   

        1st FLOOR POWER PLAN        

 

 

SEE DEMO

NOTE 2 & 3

SEE DEMO

NOTE 2 & 3

SEE DEMO

NOTE 2 & 3

SEE DEMO

NOTES 2 & 3
SEE DEMO

NOTE 4

1. CONTRACTOR SHALL VERIFY ALL CONDUIT 
SIZES BEFORE DEMOLITION.

2. CONTRACTOR SHALL DEMOLISH ALL POWER 
CABLE CONDUITS THAT ARE NOT 3 1/2".

3. CONTRACTOR SHALL DEMOLISH MOTORS, 
POWER CABLES, CONTROL CABLES, CONTROL 

   STATION AND PEDESTAL. REMOVE ALL POWER 
AND CONTROL CABLES BACK TO THE RESPECTIVE 
MCC BUCKET.

4. REMOVE CPR-1A AND CPR-1B AND ASSOCIATED
CABLES AND CONDUIT BACK TO MCC’S 
BUCKETS B1 AND B2.

DEMOLITION DWG

ISSUED FOR

CONSTRUCTION

FOR THE CHANGES AS INDICATED BY THEFOLLOWING REVISION(S)          C          .

THE REGISTRANT OF THENEWLY APPLIED SEAL, DATED                                   , ONLYASSUMES RESPONSIBILITY

FOR THE CHANGES AS INDICATED BY THE

FOLLOWING REVISION(S)                     .

THE REGISTRANT OF THE

NEWLY APPLIED SEAL, DATED

           09/24/10         , ONLY

ASSUMES RESPONSIBILITY

Engineering License

        No. F-845

ISSUED FOR CONSTRUCTION                                                       9-24-10

SURFACE CONDENSER 
DEMO IS BASE BID 
CHILLED WATER DEMO 
IS OPTION #2
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