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Q1.   Is scanning required before core drilling concrete walls and floors? 
A1.   No. We do not require scanning prior to core drilling for this project. 
 
Q2.   Drawing # 1274007, Note # 2, specifies a specific brand and model of 
generator. The specifications do not list this as required. Are any brands 
acceptable as long as they meet the specifications? 
A2.  Any brand will suffice as long as it meets the requirements of the 
specifications and the drawings, including the interfaces specified on the 
referenced drawing. 

  

 
 


