
1 
 

  OMB Approval 2700-0042 

 1. CONTRACT ID CODE PAGE OF PAGE(S) 

AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT  1 2 

2.  AMENDMENT/MODIFICATION NO. 3.  EFFECTIVE DATE 4.  REQUISITION/PURCHASE REQ. NO. 5.  PROJECT NO. (If applicable) 

1   See Block 16c below. See Block 12 below.  
6.  ISSUED BY CODE  7.  ADMINISTERED BY (If other than Item 6) CODE  

National Aeronautics and Space Administration 

NASA Glenn Research Center  

Cleveland, Ohio 44135 

 

 

8.  NAME AND ADDRESS OF CONTRACTOR (No. Street, county, State and ZIP: Code) () 9A. AMENDMENT OF SOLICITATION NO. 

 
 

 
 

X NNC12ZFD011E 

Potential Offerors: Cooling Tower Rehab Solicitation   9B.  DATED (SEE ITEM 11) 

Feb 28, 2012 

   
  10A.  MODIFICATION OF CONTRACT/ORDER NO. 

   
  10B.  DATED (SEE ITEM 13) 

CODE FACILITY CODE   
11.  THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS 

   The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offers    is extended,    is not extended. 

Offers must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended, by one of the following methods: 

(a) By completing Items 8 and 15, and returning one (1) copy of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted; or (c) By 
separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE RECEIVED AT THE 
PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATA SPECIFIED MAY RESULT IN REJECTION OF YOUR OFFER.  If by virtue of 
this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, provided each telegram or letter makes reference to the 
solicitation and this amendment, and is received prior to the opening hour and data specified. 

12.  ACCOUNTING AND APPROPRIATION DATA (If required)        

                                N/A 

 

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS,  
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14. 

 A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority)   THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE CONTRACT ORDER NO. IN ITEM 10A. 

  

 B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying office, appropriation date, etc.) SET FORTH IN 
ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(b). 

 C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF: 

  

 

 

D. OTHER Specify type of modification and authority) 

 

  

E.  IMPORTANT:  Contractor    is not,     is required to sign this document and return _____ copies to the issuing office. 

14.  DESCRIPTION OF AMENDMENT/MODIFICATION (Organized by UCF section headings, including solicitation/contract subject matter where feasible.) 

 

The Solicitation is hereby revised as follows: 
 
a) The hour and date of receipt of Bids is NOT extended and remains: April 13, 2012 at 2:00 p.m. local time 

(Eastern Daylight Time) 
b) All other terms and conditions remain unchanged 
c) Attachment I – Government Furnished Equipment: Valve Descriptions – ADDENDUM is added to Section J.1 

(contained on page 72 of the solicitation). 
Continued… 

Except at provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect. 
15A.  NAME AND TITLE OF SIGNER   (Type or print) 16A.  NAME AND TITLE OF CONTRACTING OFFICER   (Type or print) 

 AARON A. OLMSTED, CONTRACTING OFFICER 

15B.  CONTRACTOR/OFFEROR 15C.  DATE SIGNED 16B.  UNITED STATES OF AMERICA 16C.  DATE SIGNED 

  BY   
(Signature of person authorized to sign)   (Signature of Contracting Officer)  

NSN 7540-01-152-8070 
PREVIOUS EDITION UNUSABLE 

30-105 
Computer Generated 

STANDARD FORM 30 (REV. 10-83) 

Prescribed by GSA FAR (48 CFR) 53.243 

 
  



2 
 

d) Offerors must acknowledge recipt of this amendment prior to the hour and date specified above 
by one of the following methods: 
 

1. By signing and returning one copy of the Standard Form 30; 
2. By acknowledging receipt on each copy of the proposal submitted; 
3. By separate letter or telegram which includes a reference to the solicitation and 

amendment number; or 
4. By filling in Block Number nineteen (19) on the Standard Form 1442 of the solicitation. 

 
e) Failure of the Offeror to acknowledge this amendment may be cause for rejection of the 

proposal. 
 
 
 

COMPANY: ________________________________________________________________ 
 
 
ADDRESS: ________________________________________________________________ 
 
 
CITY: _____________________________________________________________________  
 
 
STATE / ZIP: _______________________________________________________________ 
 

 
Two attachments to this amendment: 
 
1) Addendum to Government Furnished Property listing (Identified as Attachment I in the amended 

Solicitation) (1 page) 
2) Site showing list (1 page) 



Government Furnished Equipment; NNC12ZFD011E, Cooling Tower Repair  -- 
ADDENDUM 

 

Cooling Tower No. 1 Equalizer Line Valve  
 
One (1)  24 inch DeZurick Model BAW, AWWA butterfly valve  

Ductile iron ANSI 125 flanged body, NBRN self adjustable packing, Buna-N seat, Class 6 
shutoff, AWWA class 150B per C-504, stainless steel disc and 304 stainless steel shaft; 
manual geared actuator with extension to floor level and handwheel on indicating floor 
stand. 
 
Valve ID Number WP-2133 
Reference drawing  0010-COF13572-MJ-101 CT 1 & 4 Mechanical Plan 

 
Cooling Tower No. 5 Riser Valves  
 
Seven (7)  16 inch DeZurick Model PTW three way plug valve  

Carbon steel body, flanged ANSI Class 150, NBR packing, single plug style – 
combination 1 configuration – all metal plug; Limitorque L120 series electric motor 
actuator, NEMA 4 weather proof construction, 16 contact limit switch, Torque switch, 110 
VAC compartment and motor space heater, Integral motor starter with control power 
transformer, Integral current overloads wired through the hot side of the circuit, Integral 
indicating lights, Declutchable manual handwheel override, 460V, 3 PH, 60 HZ motor, 
Transition mounting hardware 
 
Valve ID Numbers  
WP-6310, WP-6320, WP-6330, WP-6340, WP-6350, WP-6360, WP-6370 
Reference drawing  0093-COF13572-GI-101 CT 5 General Work Plan 
 

  
Fan Vibration Switches and Accelerometers for Cooling Towers No 1, No. 4 and No. 5 
 
Thirty-six (36) Vibration Switch/Monitor, Metrix Pro440 series Model PRO440-02-02-01-01-01-02 

Cast Aluminum housing, 3‐hole flat‐base footprint, two conduit fittings, NEMA 4X / IP65 

rating, viewing window, powder‐coat epoxy (Pantone 302 blue), Dual relay, 24 Vdc,  

3/4” / 1/2” NPT connection on housing, external sensor required (see Accelerometer 
below) 

 
Thirty-six (36) Accelerometer, Metrix Model SA6200A-101 

303SS housing, Quartz sensing element,1/4-28 UNF mounting, 2 pin hermetic plug 
connector, 3.1 ounce weight, for use with Metrix Pro440 series vibration switch.  

 
Reference drawing  0000-W1692223-G-101 for Cooling Tower 1 and 4 Index 

0000-W1692223-G-102 for Cooling Tower 5 Index 

 
 
 



3/13/12 Site showing list 
Note: All companies that attended may not be listed below.  

 
 

Suburban Process Piping 
440-967-0469 

 
RJ Runge 

419-740-5781 

   

Amertech Tower Services 
609-313-8497 

 
B&B Wrecking and Excavating 

216-429-1700 

   

Lake Erie Electric 
440-835-5565 

 
Quality Control Services 

216-276-8539 

   

Dawn, Inc. 
330-652-7711 

 
Vaughn Industries 

419-396-3900 

   

Kendel Welding & Fabrication 
330-834-2429 

 
Jack Gibson Construction 

330-394-5280 

   

Pinnacle Construction 
440-975-6740 

 
Shook Inc 

440-858-5400 

   

Northstar Contractors 
440-250-8606 

 
North Bay Construction 

440-227-5822 

   

All Erection and Crane Rental 
216-524-6550 

 
KBJ Construction 

440-232-3334 

   

Firelands Electric, Inc 
419-626-4908 

 
EdArch Erie, JV 
440-477-6566 

   

Midwest Towers, Inc 
516-228-6556 

 
Electric Power Systems 

216-256-8304 

   

MW Mielke, Inc 
330-725-8845 

 
Mark Elliott Company 

330-656-3930 

   

OBR Cooling Towers 
419-243-3443 
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