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NOTICE: When Government drawings, specifications, or other data are
used for any purpose other than in connection with a definitely related
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
I manufacture, use, or sell any patented invention that may in any way
be related thereto.
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DRAWING INDEX DRAWING INDEX DRAWING INDEX
REV[INDEX[DWG No DESCRIPTION REV[INDEX[DWG No DESCRIPTION REV [ INDEX[DWG No DESCRIPTION
GENERAL MECHANICAL POWER
. -1 VOO1  |COVER 79 |MOO1 |MECHANICAL LEGEND 157 |EP101 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 1
- |2 [voo2  [DRAWING INDEX 80 |M101 |MECHANICAL DECONSTRUCTION PLAN FLOOR 1 158 |EP102 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 2
- |3 V003  |AS—BUILT REFERENCE TABLES 81 M102  |[MECHANICAL DECONSTRUCTION PLAN FLOOR 2 159 |EP103 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 3
- |4 |voos |PROJECT NOTES 82 |M103 |MECHANICAL DECONSTRUCTION PLAN FLOOR 3 160 |EP105 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 5
-~ |5 |vo05 [LEGENDS AND ABBREVIATIONS 83 |M105 |MECHANICAL DECONSTRUCTION PLAN FLOOR 5 161 |EP106 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 6
S o—fos_uroiod poe ol o ¢ 3ok oMMV W PSR
G - |8 |voo8 |NORTH-SOUTH TOWER SECTION — AS—BUILT DRAWING 86 |M110A |MECHANICAL DECONSTRUCTION PLAN FLOOR 10 163 |EP110 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 10
ENVIRONMENTAL | 87 |M110B |MECHANICAL EQUIPMENT PLAN FLOOR 10 — FAN ROOM L 164 |EP115 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 15
— [9 [EN0O1 [ENVIRONMENTAL NOTES 88 |M110C |MECHANICAL EQUIPMENT PLAN FLOOR 10 — FAN ROOM M 165 |EP116 [POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 16
CIVIL 89 [M115 |MECHANICAL DECONSTRUCTION PLAN FLOOR 15 166 [EP122 [POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 22
— [10  [c101  [SITE LOCATION PLAN 90 |M116A |MECHANICAL DECONSTRUCTION PLAN FLOOR 16 167 |EP124 [POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 24
— |11 c102 [FACILITY SITE PLAN 91 |M116B |MECHANICAL DECONSTRUCTION PLAN FLOOR 16 — FAN ROOM N 168 |EP125 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 25
T DECONSTRUCTION 92 |M122 |MECHANICAL DECONSTRUCTION PLAN FLOOR 22 169 |EP126 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 26
— 12 [p101  |DECONSTRUCTION PLAN — FLOOR 1 93 |M124 |MECHANICAL DECONSTRUCTION PLAN FLOOR 24 170 |EP127 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 27
- |13 D102  |DECONSTRUCTION PLAN — FLOOR 2 94 |M125A |MECHANICAL DECONSTRUCTION PLAN FLOOR 25 171 |EP128 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 28
— [14 |p103  |DECONSTRUCTION PLAN — FLOOR 3 95 |M125B |MECHANICAL DECONSTRUCTION PLAN FLOOR 25 — FAN ROOM O 172 |EP129 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 29
- |15 |p105 |DECONSTRUCTION PLAN — FLOOR 5 96 |M126 |MECHANICAL DECONSTRUCTION PLAN FLOOR 26 173 |EP130 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 30
. — |16 |[D106 |DECONSTRUCTION PLAN — FLOOR 6 97 |M127 |MECHANICAL DECONSTRUCTION PLAN FLOOR 27 174 |EP131 |POWER DECONSTRUCTION/NEW WORK PLAN FLOOR 31
— |17 |p107 |DECONSTRUCTION PLAN — FLOOR 7 98 |M128A |MECHANICAL DECONSTRUCTION PLAN FLOOR 28 SECTIONS & DETALS
— |18 |D110  |DECONSTRUCTION PLAN — FLOOR 10 99 [M128B |MECHANICAL DECONSTRUCTION PLAN FLOOR 28 — FAN ROOM P 75 Te201 [EECTRCAL POTOS
— |19 |p115 |DECONSTRUCTION PLAN — FLOOR 15 100 [M129 |MECHANICAL DECONSTRUCTION PLAN FLOOR 29 76 15207 TELECTRIGL DETALS
— |20 [p116 |DECONSTRUCTION PLAN — FLOOR 16 101 |M130 |MECHANICAL DECONSTRUCTION PLAN FLOOR 30 > e203 TELECTRICAL PrOTOS
o e o L —
— |22 |p124 |DECONSTRUCTION PLAN — FLOOR 24 103 |M131B N
— - |23 [D125 [DECONSTRUCTION PIAN - _.._.oo” 25 104 |M201 |MECHANICAL PHOTOS 178 |E01  |FIECTRICAL RISER DIAGRAMS
— |24 |p126  |DECONSTRUCTION PLAN — FLOOR 26 105 |M202 |MECHANICAL PHOTOS 179 [E302 |FIECTRICAL RISER DIAGRAMS
180 |E303 |ELECTRICAL RISER DIAGRAMS
— |25 |p127 |DECONSTRUCTION PLAN — FLOOR 27 106 |M203 |MECHANICAL PHOTOS SCEDULES
~ |26 |D128  |DECONSTRUCTION PLAN — FLOOR 28 107 |[M204 |MECHANICAL PHOTOS 81 TEa00— TSCREDULES
— |27 |p129 |DECONSTRUCTION PLAN — FLOOR 29 108 |M205 |MECHANICAL PHOTOS 57 TEt0T TPANELBOARD SCIEDULES
— |28 |p130 |DECONSTRUCTION PLAN — FLOOR 30 109 |M206 |MECHANICAL PHOTOS 753 Te400PANELBOARD SCHEDULES
E -~ |29 |p131  |DECONSTRUCTION PLAN — FLOOR 31 110 |M207 |MECHANICAL PHOTOS T8¢ o405 PANELBOARD SCHEDULES
- |30 [p201 [DECONSTRUCTION DETAILS 111 |[M208 |MECHANICAL PHOTOS 55 Tea0s— |PANELBOARD SCHEDULES
— |31 |p202  |AS—BUILT REFERENCE DRAWINGS 112 |M209 |MECHANICAL PHOTOS 56 Te405 |PANELBOARD SCHEDULES
— [32 |p203 |AS—BUILT REFERENCE DRAWINGS 113 |M210  |MECHANICAL PHOTOS
187 |E406 |PANELBOARD SCHEDULES
— [33 [p204 |AS—BUILT REFERENCE DRAWINGS 114 |M211  |MECHANICAL PHOTOS =Ry
— |34 D205 [AS—BUILT REFERENCE DRAWINGS 115 |M212 |MECHANICAL PHOTOS 88 Tra00T TFRE AR STMEOLS 2D FBEREVIT oS
> — |35 [D206 [AS—BUILT REFERENCE DRAWINGS 116 |M213  |MECHANICAL PHOTOS 189 |FAT0T |FIRE ALARM DECONSTRUCTION/NEW WORK PLANS FLOORS 72,353
— |36 [D207 [AS—BUILT REFERENCE DRAWINGS 117 |M214 |MECHANICAL PHOTOS i
137 10208 | AS—BUILT REFERENCE DRAWINGS 118 w301 TARFLOW RISER 190 [FA102 |FIRE ALARM DECONSTRUCTION/NEW WORK PLANS FLOORS 7,10
| ~ |38 [p209  |AS—BUILT REFERENCE DRAWINGS 119 |M320 |HOT WATER AND CHILLED WATER RISER DIAGRAMS 191 |FA103 |FIRE ALARM DECONSTRUCTION/NEW WORK PLANS FLOORS 15,16
- |39 D301 DECONSTRUCTION PHOTOS LIGHTING 192 |FA104 |[FIRE ALARM DECONSTRUCTION/NEW WORK PLANS FLOORS 22,24
-~ |40 [D302 [DECONSTRUCTION PHOTOS 120 [E001  [ELECTRICAL SYMBOLS AND ABBREVIATIONS 193 |FA105 |FIRE ALARM DECONSTRUCTION/NEW WORK PLANS FLOORS 25 THRU 30
D - |41 |p303 [DECONSTRUCTION PHOTOS 121 [EL101 [LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 1 194 [FA106 |FIRE ALARM DECONSTRUCTION/NEW WORK PLANS FLOOR 31
- |42 D304 DECONSTRUCTION PHOTOS 122 |[EL102 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 2 195 |FA107 |FIRE ALARM ENLARGED ELECTRICAL ROOM PLANS -FLOORS 1,2,3,5,6,7,10
- |43 D305 DECONSTRUCTION PHOTOS 123 |EL103 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 3 196 |FA108 |FIRE ALARM ENLARGED ELECTRICAL ROOM PLANS -FLOORS 15,16,22,24
— |44 D306 |DECONSTRUCTION PHOTOS 124 |EL105 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 5 197 [FA109 |FIRE ALARM ENLARGED ELECTRICAL ROOM PLANS —FLOORS 25 THRU 31
— |45 [Dp307 |DECONSTRUCTION PHOTOS 125 |EL106 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR G 198 |FA301 |FIRE ALARM ENLARGED RISER DIAGRAMS
| [ lewe Toovsmimor ror PR s o it o e e
47 |PO01 |PLUMBING AND FIRE SUPPRESSION SYMBOLS AND ABBREVIATIONS 127 |[EL110 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 10 201 |FA304 |FIRE ALARM ENLARGED RISER DIAGRAMS
48 [P101A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTIONION PLAN FLOOR 1 128 |EL115 |[LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 15 202 |FA305 |FIRE ALARM ENLARGED RISER DIAGRAMS
49 |P101B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 1 129 |EL116 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 16 203 |FA306 |FIRE ALARM ENLARGED RISER DIAGRAMS
50 [P102A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 2 130 [EL122 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 22
51 [P102B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 2 131 |EL124 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 24
_ C 52 [P103A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 3 132 |[EL125 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 25
53 |P103B |[FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 3 133 [EL126 [LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 26
54 P105 PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 5 134 |EL127 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 27
55 |[P106A |[PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 6 135 |EL128 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 28
1 o TRy Vo o
, 58 [P110A [PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 10 137 |EL130 |LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 30
— 59 |P1108 IFIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 10 138 |EL131 [LIGHTING DECONSTRUCTION/NEW WORK PLAN FLOOR 31
60 |P115 |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 15 COMMUNICATIONS
61 |P116A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 16 139 [EC101 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 1 SYM | ZONE DESCRIPTION DATE | APPROVED
62 P116B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 16 140 |EC102 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 2 REVISIONS
63 |P122A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 22 141 |EC103 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 3 ATocny NG REATED (N ATOChD 2010 FILE FORMAT AND WILL BE REVISED ONLY ON AN
. 64 |P122B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 22 142 |EC105 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 5
B 65 |P124 |[PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 24 143 |EC106 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 6
“ 66 |P125 |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 25 144 |EC107 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 7
67 P126A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 26 145 |EC110 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 10
68 |P126B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 26 146 [EC115 |[COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 15 3910 S WASHINGTON AVE, SUITE N_,_Hmw.<+$mwﬂm_m_.obw_m_mmw mmwww\w wwwwmwwo-mmmo
69 [P127A |[PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 27 147 |EC116 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 16 — —
] 70 [P127B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 27 148 |EC122 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 22 DRAWN NATIONAL AERONAUTICS AND SPACE ADMINISTRATION
71 |[P128A [PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 28 76 |EG124 [COMMUNICATIONS DECONSTRUGTION/NEW WORK PLANFLOOR 24 A GOLDEN lo3/04/13] KENNEDY SPACE GENTER, FLORIDA
72 |[P128B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 28 <HECKED
73 |P129 |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 29 150 |EC125 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 25 V. POLLMAN bs/ot/14  DECONSTRUCT VAB OFFICE SPACE,
74 |P130A |PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 30 151 |EC126 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 26 SIS K6-0848 - TOWER E
75 P130B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 30 152 |EC127 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 27 z.ﬁuaox Iou\o»\gu.
76  [P131A [PLUMBING AND FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 31 153 [EC128 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 28 ST of LICENSURE: FL
A 77 |P131B |FIRE SUPPRESSION DECONSTRUCTION PLAN FLOOR 31 154 |EC129 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 29 LICENSE NO: 56871
78 |P201  [PLUMBING AND FIRE SUPPRESSION DETAILS 155 |EC130 [COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 30 @xﬁ%&% P \w \m DRAWING INDEX
156 |EC131 |COMMUNICATIONS DECONSTRUCTION/NEW WORK PLAN FLOOR 31 D. TOTH FILE NO. SIZE | DWG. NO. REV
V002 F | 79K39405 -
) I. OTERO PROJ. NO. 98000.16 SHEET 2
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AS-BUILT / REFERENCE DRAWING INDEX TOWERE
NASA DRAWING NUMBER | AS—BUILT VOLUME | YEAR [DISCIPLINE — DESCRIPTION DECONSTRUCTION
203100 VOLUME 12 1963 |ARCHITECTURE — HIGH BAY TOWERS A, B, C FLOOR | ™ pREA (SF)w | FFE ABOVE FLOOR 1| GUARDRAIL (LF)x ocﬁm,mwmﬁ%mmm*
] 203100 VOLUME 13 1963 |ARCHITECTURE — HIGH BAY TOWERS D, E, F 1 7,500 -0 0 0
203100 VOLUME 14 1963 |ARCHITECTURE — ELEVATIONS, SECTIONS & DETAILS 2 7,600 14'-5" 365 0
203100 VOLUME 15 1963 |ARCHITECTURE — LOW BAY 3 6,000 271" 165 4
203100 VOLUME 16 1963 |[HVAC — HIGH BAY 5 7,400 46’1 376 2
203100 VOLUME 17 1963 [HVAC — LOW BAY 6 7,400 65'-1" 57 0
203100 VOLUME 18 1963 |PLUMBING — HIGH BAY TOWERS A, B, C, D 7 7,400 77-9 57 0
203100 VOLUME 19 1963 |PLUMBING — HIGH BAY TOWERS E, F , ROOF 10 7,400 115'-9" 257 2
G 203100 VOLUME 20 1963 [PLUMBING — LOW BAY 15 7,400 179'-1" 57 0
203100 VOLUME 21 1963 |ELECTRICAL — HIGH BAY TOWER A 16 7,800 191°-9" 251 0
203100 VOLUME 22 1963 |ELECTRICAL — HIGH BAY TOWER B 22 7,400 267'-9" 386 2
203100 VOLUME 23 1963 |ELECTRICAL — HIGH BAY TOWER C, D 24 10,200 293'—1" 57 0
203100 VOLUME 24 1963 |ELECTRICAL — HIGH BAY TOWER E 25 10,200 305'—9" 402 S 2
203100 VOLUME 25 1963 |ELECTRICAL — HIGH BAY TOWER F 26 5,200 318'-5" 57 0
T 203100 VOLUME 26 1963 |ELECTRICAL — LOW BAY 27 7,400 331°-1" 57 0
203100 VOLUME 33 1963 |APPENDIX - GENERAL NOTES, SYMBOLS, ABBREVIATIONS, INFORMATION & COMPOSITE DRAWINGS 28 9,400 343'-9" 265 2
79K06031 REV U Oct—12 [PASS-THROUGH FACILITIES TO BE PROTECTED —VAA FACILITY GW2 SYSTEM 29 2,900 S7 0
79K06032 REV M 2012 [PASS—-THROUGH FACILITIES TO BE PROTECTED -VAA FACILITY GHE SYSTEM HB—1, 3 AND 4 30 7,400 369'—1" 57 0
79K06036 REV P 2010 |VAA ECLSS R—114 COOLANT SYSTEM SMS/EMCO HB—1 AND 3 MLP 1, 2, AND 3 31 7,400 381'—9" 326 0
79K07590 REV C 1984 |PASS—THROUGH FACILITIES TO BE PROTECTED -VAB HB—3 SYSTEMS (FREON AND N2) * GUARDRAIL LENGTH INCLUDES GATE. LENGTHS ARE APPROXIMATE AND SCALED FROM
F 79K08615 REV B 1980 [FLUID SYSTEM INSTALLATION VAB HB-3 AS—BUILT DRAWINGS.
79K08615 EO 0013 1983 [FLUID SYSTEM INSTALLATION VAB HB-3 xx DECONSTRUCTION AREAS ARE APPROXIMATE AND SCALED FROM AS—BUILT DRAWINGS.
79K08615 EO 0014 1986 |[FLUID SYSTEM INSTALLATION VAB HB-3
79K08615 EO 0015 1988 |[FLUID SYSTEM INSTALLATION VAB HB-3
79K09164 REV F 1995 |PASS—THROUGH FACILITIES TO BE PROTECTED — VAB HB—1 — SHUTTLE MODIFICATIONS (FREON AND N2)
] 79K39287 2013 |DESIGN UPGRADE FOR VAB ROOM 3E8
80K61524 REV A 2007 |HVAC INSTALLATION — ROOM 1D4
81K00872 REV D 2010 |FIRE SPRINKLER — VAB
98K03025 REV D 2011 |FIRE ALARM — VAB — TOWER A
98K03026 2002 |FIRE ALARM — VAB — TOWER B
98K03026 EO 001 2006 |FIRE ALARM — VAB — TOWER B
98K03027 2004 |FIRE ALARM — VAB — TOWER C
E 98K03028 2003 |FIRE ALARM — VAB — TOWER D
98K03028 EO 001 2004 |FIRE ALARM — VAB — TOWER D
98K03028 EO 002 2006 |FIRE ALARM — VAB — TOWER D
98K03028 EO 003 2006 |FIRE ALARM — VAB — TOWER D
98K03029 REV A 2002 |FIRE ALARM — VAB — TOWER E
98K03030 REV A 2002 |FIRE ALARM — VAB — TOWER F
> 98K03030 EO 001 2006 [FIRE ALARM — VAB — TOWER F
98K03030 EO 002 2008 |FIRE ALARM — VAB — TOWER F
39K6150005 REV K 2011 |ELECTRICAL — VAB — TOWER A
39K6150006 REV J 2011 |ELECTRICAL — VAB — TOWER B
39K6150007 REV G 2011 |ELECTRICAL - VAB — TOWER C
| 39K6150008 REV J 2011 |ELECTRICAL - VAB — TOWER D
D 39K6150009 REV M 2012 |ELECTRICAL — VAB — TOWER E
39K6150010 REV G 2007 |ELECTRICAL — VAB — TOWER F
39K6150012 REV P 2012 |[ELECTRICAL — VAB — LOW BAY _ LOW BAY EAST
39K6150011 REV L 2010 |[ELECTRICAL — VAB — LOW BAY _ LOW BAY WEST
—_— THIS SPACE RESERVED
VAB ELEVATOR SIZES |
TOWER | ID # | INSIDE WIDTH | INSIDE DEPTH [INSIDE HEIGHT | DOOR WIDTH [ DOOR HEIGHT | # OF DOORS [ LAST INSPECTION DATE | LOAD CAPACITY
E 11 91" 115.5" 104" 60 96" 2 4/30/2012 8,000 LBS
| E 12 91” 115.5" 104" 60" 96" 2 4/30/2012 8,000 LBS
C E 13 91" 115.5" 104" 60" 96" 2 4/30/2012 8,000 LBS
E 14 91” 115.5" 104" 60" 96" 2 4/30/2012 8,000 LBS
SYM | ZONE DESCRIPTION DATE | APPROVED
115.5" REVISIONS
THIS DRAWING CREATED IN AUTOCAD 2010 FILE FORMAT AND WILL BE REVISED ONLY ON AN
AUTOCAD SYSTEM. FILE: E—14000207-V003.DWG
B — L]
“ DOOR TO
= HIGHBAY LEVELS ——
WH 730 NE WALDO ROAD, GAINESVILLE, FLORIDA 32641 / (352) 377-5821
~ 1 1] 3910 S WASHINGTON AVE, SUITE 210, TITUSVILLE, FLORIDA 32780/ (321) 269-2950
| o DOOR TO SIGNATURES DATE
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— DRAWN ﬁ JOHN F. KENNEDY SPACE CENTER, NASA
A. GOLDEN 03/04/13 KENNEDY SPACE CENTER, FLORIDA
— — CHECKED
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said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any monner licensing the hoider or any
other person or corporation, or conveying ony rights or permission to

mlm wﬂaﬂmﬂﬂm&wﬂraﬂm@. or sell any potented invention that may in any way f. m ﬂ sz.ﬂ:mg @..WEWQZ %& Gﬂm‘.m m m ‘; Qﬁ:mﬂ—gz Zgudam m
1. UNLESS NOTED OTHERWISE IN THE DRAWINGS, WITHIN DECONSTRUCTION BOUNDARY, DEMOLISH AND REMOVE ITEMS INCLUDING W 1. THE EXTERIOR WALLS ARE TRANSITE PANELS WHICH CONTAIN ASBESTOS. THE
BUT NOT LIMITED TO THE FOLLOWING: 33. THE DEFINITION OF DEMOLITION AND DECONSTRUCTION SHALL INCLUDE REMOVAL AND PROPER DISPOSAL OF WALLS, FLOORING, CONTRACTOR SHALL PROTECT EXTERIOR TRANSITE WALLS TO REMAIN DURING DEMOLITION
| DROP CEILING, UTILITIES, STRUCTURES, AND THEIR ASSOCIATED APPURTENANCES TO CONCRETE SLABS BELOW AND ABOVE THE OF THE SURROUNDING AREAS.
A.  STRUCTURES, WALLS, GWM PARTITIONS, FLOORING, RAISED FLOORS, CEILING GRID SYSTEMS, AND UTILITIES. AREA BEING DECONSTRUCTED. ABANDONED—IN—PLACE ITEMS WILL BE INDICATED AS SUCH. A |
B.  ELECTRICAL SYSTEMS INCLUDING LIGHTING, POWER, FIRE ALARMS, TELECOMMUNICATIONS, PAGING AND OTHER 2. DO NOT MECHANICALLY CUT, SAND OR DRILL EXTERIOR TRANSITE WALLS, OR PERFORM
ELECTRICAL APPURTENANCES ASSOCIATED WITH MECHANICAL EQUIPMENT. 34. UNLESS NOTED OTHERWISE IN THE DRAWINGS, CONTRACTOR IS TO DEMOLISH ALL EQUIPMENT, WALLS, UTILITIES, FINISHES, ANY WORK ON THE EXTERIOR TRANSITE PANELS THAT WOULD MAKE THE ASBESTOS
— C.  MECHANICAL, AR CONDITIONING AND OTHER EQUIPMENT AND APPURTENANCES, AND ALL PIPING AND CONDUITS. | HANGERS, PIPE SUPPORT CABLE TRAYS, CEILING TILES, AND FLOORING FROM SLAB TO SLAB LFAVING NOTHING BUT FRIABLE. THE CONTRACTOR SHALL NOTIFY THE CO OF ANY EXTERIOR TRANSITE PANELS
CONCRETE. THAT BECOME FRIABLE AND SHALL HANDLE AND DISPOSE OF FRIABLE ASBESTOS IN
2. DECONSTRUCTION EXCLUDES BUILDING STRUCTURAL COMPONENTS (IE STEEL CROSS BRACING, STEEL COLUMNS, STEEL GIRTS, ACCORDANCE WITH STATE AND FEDERAL REQUIREMENTS AND THE CONTRACT DOCUMENTS.
CMU WALLS, EXTERIOR BUILDING WALLS, EXTERIOR DOORS, ETC). 35. CONTRACTOR SHALL DRAIN, PURGE, AND/OR OTHERWISE REMOVE, COLLECT, AND DISPOSE OF CHEMICALS, GASES,
REFRIGERANTS, HYDRAULIC FLUIDS, EXPLOSIVES, ACIDS, FLAMMABLES, HEAVY METALS, OR OTHER DANGEROUS MATERIALS OR 3. SYSTEMS WITHIN THE DECONSTRUCT BOUNDARY SHALL BE REMOVED WITHOUT DAMAGE TO
3. CONTRACTOR SHALL PROTECT ALL VAB AREAS OUTSIDE DECONSTRUCTION AREAS AND COORDINATE ALL WORK WITH VAB ITEMS THAT MAY CONTAIN THOSE MATERIALS, INCLUDING BUT NOT LIMITED TO PRESSURE SWITCHES, AIR CONDITIONING UNITS, EXTERIOR TRANSITE WALLS, INCLUDING INTERIOR WALLS CONNECTED TO EXTERIOR
OPERATIONS. ENSURE SAFETY FROM FALLING OBJECTS, DUST, AND DEBRIS. BALLAST TRANSFORMERS, LEAD FLASHING, FLUORESCENT LAMPS, HIGH INTENSITY DISCHARGE LAMPS, BATTERIES IN EXIT SIGNS TRANSITE WALLS.
AND EMERGENCY LIGHTING, ETC., BEFORE PROCEEDING WITH DEMOLITION OPERATIONS. DISPOSAL SHALL BE IN ACCORDANCE
G 4. CONTRACTOR SHALL PROTECT ALL PASS—THROUGH UTILITIES. CONTRACTOR SHALL CONFIRM ALL UTILITIES TO REMAIN WITH WITH ALL APPLICABLE REGULATIONS AND THE CONTRACT DOCUMENTS. 4. REMOVE ALL EQUIPMENT AND FASTENERS FROM EXTERIOR TRANSITE WALLS. WIRING OR
CONTRACTING OFFICER BEFORE BEGINNING DEMOLITION. OTHER UTILITIES WITHIN THE WALLS MAY BE ABANDONED IN PLACE, HOWEVER ALL ACCESS
36. NO STAGING, DISMANTLING, OR CUTTING WILL BE PERMITTED ON KSC PROPERTY OUTSIDE THE LIMITS OF THE DESIGNATED _ﬂo_w_%o wwmp\%mm %whrm_mmm.o_w__,_%\%%mw_UMAmwmz_nwﬂwI_mﬁ%_.v>wmm_me>ﬁmmwOﬁ_wm nﬂmzmo
5. ALL CMU WALLS, DOORS IN CMU WALLS (UNLESS NOTED OTHERWISE IN THE DRAWINGS), CONCRETE FLOORS, AND CONCRETE DECONSTRUCTION AREAS AND PERMITTED LAYDOWN AREAS. COORDINATE LAYDOWN AREAS WITH THE CONTRACTING OFFICER .
CEILINGS SHALL REMAIN AND SHALL BE PROTECTED FROM DAMAGE. DAMAGED AREAS ARE TO BE REPAIRED BY THE (SEE C102). EXTERIOR TRANSITE WALLS SHALL BE EPOXY CONCRETE MATERIALS AS INDICATED IN
CONTRACTOR AT NO ADDITIONAL COST TO THE GOVERNMENT. SPECIFICATION 03 01 30.71.
37. ANY NITROGEN, HELIUM GAS LINES, OR COMPRESSED AR SHALL REMAIN AND SHALL BE PROTECTED FROM DAMAGE DURING
6. CONTRACTOR SHALL PROTECT ALL AREAS TO REMAIN. GUARDRAILS SHALL BE INSTALLED IMMEDIATELY UPON COMPLETION OF DECONSTRUCTION. SEE MECHANICAL DRAWINGS AND AS—BUILT DRAWINGS 79K06031 (GN2), 79K06032 (He), AND 79K06036 S DAMAGE DONE TO EXTERIOR TRANSITE WALLS DURING DECONSTRUCTION SHALL BE
DEMOLITION OF EACH FLOOR. (FREON) FOR ADDITIONAL DETAILS REPAIRED AND PATCHED BY THE CONTRACTOR IN ACCORDANCE WITH SPECIFICATION 02 41
— : 00 AT NO ADDITIONAL COST TO THE GOVERNMENT.
. CONTRAC :
7 ACTOR SHALL SEQUENCE DEMO AND NEW WORK TO FULLY COMPLETE ALL REQUIRED CONSTRUCTION WORK. PHASED 38. CONTRACTOR WILL COORDINATE ALL WORK WITH CONTRACTING OFFICER TO MINIMIZE IMPACTS TO NASA OPERATIONS. 6. UPON COMPLETION OF WORK. FLOORS SHALL BE SUTABLE FOR OCCUPANCY WITH NO
CONSTRUCTION IS ACCEPTABLE WHERE APPROVED BY THE CONTRACTING OFFICER. CONTRACTOR SHALL PROVIDE ADEQUATE VRV ! oo
PROTECTION OF NEW AND EXISTING ASSEMBLIES AGAINST INCLEMENT WEATHER AND CONSTRUCTION DAMAGE. 39. UPON REMOVAL OF EXTERIOR WALLS, RESTRICT ACCESS TO FLOOR USING TEMPORARY METHODS TO INCLUDE WARNING SIGNS EXPOSURE TO ACM 1 RDANCE WITH SPECIFICATION 02 82 13.00 98.
AT ELEVATORS AND STAIRS UNTIL GUARDRAIL IS INSTALLED.
8. ALL MATERIALS AND WORKMANSHIP SHALL COMPLY WITH CONTRACT DRAWINGS AND SPECIFICATIONS. | /.. NO GUARDRAILS ARE REQUIRED ON FLOORS WHERE ALL EXTERIOR WALLS REMAIN.
40. INSTALL GUARDRAIL AND WARNING SIGNS TO BE INSTALLED AS SOON AS DEMOLITION ON EACH FLOOR IS COMPLETE.
9. INFORMATION ON EXISTING CONDITIONS IS BASED ON AVAILABLE EXISTING DOCUMENTS AND OBSERVABLE IN—PLACE ELEMENTS.
F CONTRACTOR TO FIELD MEASURE AND VERIFY REQUIREMENTS FOR EXACT DIMENSIONS. 41. ALL DECONSTRUCTION NOTES APPLY TO ALL DECONSTRUCTION PLANS.
10. PRIOR TO START OF ALL WORK OPERATIONS, CONTRACTOR SHALL FIELD VERIFY CURRENT PROJECT CONDITIONS. ANY 42. THE CONTRACTOR IS ADVISED THAT THERE ARE NUMEROUS CONCURRENT PROJECTS IN THE VAB AND WITHIN THE
NOTICEABLE DISCREPANCIES SHALL BE REPORTED TO THE CONTRACTING OFFICER FOR RESOLUTION. DECONSTRUCTION BOUNDARIES OF THIS PROJECT. THE KNOWN LOCATIONS OF THE CONCURRENT WORK ARE NOTED BELOW:
11. ALL DETAILS AND SECTIONS SHOWN ON THE DRAWINGS ARE INTENDED TO BE TYPICAL AND SHALL BE CONSTRUED TO APPLY TOWER D FLOOR 1 ROOM 4(1D4)
TO ANY SIMILAR SITUATION ELSEWHERE ON THE PROJECT, EXCEPT WHERE A DIFFERENT DETAIL IS SHOWN. TOWER D FLOOR 3 (3D)
12. ALL REFERENCES TO MANUFACTURER NAMES ARE FOR BASIS OF DESIGN IDENTIFICATION ONLY: THE REFERENCES ARE NOT Hwﬁm m mm%m%uﬁwzzm 8 AND 10 (3E8 AND 3E10)
INTENDED TO LIMIT SELECTION OF SIMILAR ITEMS FROM OTHER MANUFACTURERS WITH APPROVAL OF CONTRACTING OFFICER. CONNECTING CORRIDORS AND OTHER LOGATIONS AS NOTED BY THE CONTRACTING OFFICER DURING THE PROJECT
13. NOTATIONS FOR REMOVAL AND INSTALLATION REQUIREMENTS SHALL APPLY TO ALL SHEETS IN THIS DRAWING PACKAGE. SPECIFIC ITEMS TO BE DEMOLISHED OR RETAINED AND PROTECTED WILL BE IDENTIFIED BY THE CONTRACTING OFFICER AND
WILL BE PERFORMED BY THE CONTRACTOR AT NO ADDITIONAL COST TO THE GOVERNMENT. THE CONTRACTOR IS REQUIRED TO
.
14. w%hmwm_.z%_wnﬁromm_mmm%m_mv awmmﬂ_m mm%.jw_m wm_.' wmmom%,_mwm\hm_jﬁm oo%qoﬂwmo DOCUMENTS. ANY' UNFORESEEN COORDINATE ALL WORK WITH OTHER VAB PROJECTS TO MINIMIZE CONFLICTS AND DUPLICATION OF WORK EFFORT. SCHEDULING
. OF ALL WORK WILL BE APPROVED BY THE CONTRACTING OFFICER.
E 1 mwzﬁmmomz%o@_q <m,>mof<<m_“~m__n@co,?omo%mwowoq,\mwmﬂ?r CLEAN DEBRIS FROM AREAS OF WORK TO. ALL DEBRIS SHALL BE 43. PARTITIONS CONSTRUCTED AFTER 1964 AS—BUILTS ARE SHOWN TO THE EXTENTS POSSIBLE AND ARE TO BE DECONSTRUCTED
. WHEN SHOWN WITHIN DECONSTRUCTION BOUNDARY. | |
16. THE CONTRACTOR SHALL REPAIR, AT NO COST TO THE GOVERNMENT, ANY DAMAGE TO REMAINING SLABS OR FACILITY.
CONTRACTOR SHALL ALSO BE RESPONSIBLE FOR ALL CUTTING AND PATCHING REQUIRED TO PROPERLY INSTALL WORK.
17. PROVIDE BLOCKING AT ATTACHMENTS OF WALL/CEILING MOUNTED END ITEMS, AND ACCESSORIES, ETC. TYP. ALL LOCATIONS.
CONTRACTOR SHALL COORDINATE WITH SUBSEQUENT DISCIPLINE DRAWINGS TO IDENTIFY LOCATION ON NEW WALL/CEILING
> MOUNTED END ITEMS AND EQUIPMENT PRIOR TO INSTALLATION.
18. THE CONTRACTOR SHALL PROVIDE PROTECTION TO PREVENT DAMAGE TO ADJACENT AREAS, EQUIPMENT, OR FURNISHINGS: TO
PREVENT ACCIDENTAL INJURY TO BUILDING OCCUPANTS AND THE PUBLIC; TO PREVENT THE SPREADING OF DUST, DIRT,
DEBRIS, AND MOISTURE FROM THE AREA WHERE WORK IS BEING PERFORMED; AND TO PREVENT DUST, DIRT, DEBRIS, AND
MOISTURE FROM GETTING ON OR IN THE BUILDING OCCUPANTS, PUBLIC, FURNISHINGS OR EQUIPMENT.
19. NOT ALL UTILITIES MAY BE SHOWN IN THE DRAWINGS. THE CONTRACTOR SHALL BE COGNIZANT OF OBSTRUCTIONS/UTILITIES
THAT AFFECT WORK.
D 20. LENGTHS SHOWN ON THE DRAWINGS ARE APPROXIMATE, HOWEVER, THE CONTRACTOR IS SOLELY RESPONSIBLE FOR
DETERMINING ALL MATERIAL QUANTITIES PRIOR TO BIDDING.
21. CONTRACTOR SHALL NOT COMMENCE DEMOLITION WORK UNTIL ALL UTILITIES HAVE BEEN VERIFIED TO BE DISCONNECTED AND
ISOLATED. COORDINATE WITH CONTRACTING OFFICER FOR VERIFICATION OF LOCKOUT TAG OUT AND DISCONNECTION OF ALL
SYSTEMS. DO NOT DEMOLISH ANY ELECTRICAL AND COMMUNICATION EQUIPMENT UNTIL IT HAS BEEN DE—ENERGIZED
COMPLETELY, DISCONNECTED AND VERIFIED DE—ENERGIZED. UTILITIES TO REMAIN IN SERVICE MAY TEMPORARILY BE TAKEN
] OUT OF SERVICE BY SUBMITTING AN OUTAGE REQUEST TO THE CONTRACTING OFFICER. TS SPACE RESERVED
22. THE CONTRACTOR SHALL VERIFY THAT ALL REQUIRED CLEARANCES CAN BE MET. IF ANY CANNOT BE MET NOTIFY THE
CONTRACTING OFFICER 14 DAYS PRIOR TO SCHEDULED DEMOLITION.
23. UPON AWARD OF CONTRACT, THE OWNERSHIP OF THE MATERIALS, EQUIPMENT AND ASSOCIATED ITEMS TO BE DEMOLISHED
WITHIN THE LIMITS OF DECONSTRUCTION WILL BE TRANSFERRED FROM NASA TO THE CONTRACTOR, WITH THE EXCEPTION OF
THOSE IDENTIFIED ITEMS THAT ARE TO BE TURNED OVER TO THE GOVERNMENT.
cC 24. ITEMS IDENTIFIED TO BE RETURNED TO THE GOVERNMENT SHALL BE REMOVED CAREFULLY IN ORDER TO MAINTAIN THEIR
CONDITION FOR FUTURE USE. THESE ITEMS SHALL BE RELOCATED BY THE CONTRACTOR TO A LOCATION ON KENNEDY SPACE
CENTER AS SPECIFIED BY THE CONTRACTING OFFICER.
25. CONTRACTOR SHALL NOT CLOSE OR OBSTRUCT STREETS, WALKS, OR OTHER ADJACENT OCCUPIED OR IN—USE FACILITIES
WITHOUT PERMISSION FROM THE CONTRACTING OFFICER. PROVIDE ALTERNATE ROUTES AROUND CLOSED OR OBSTRUCTED
TRAFFIC WAYS.
_ 26. FACILITIES AND IMPROVEMENTS TO REMAIN SHALL BE CLEANED OF DUST, DIRT, AND DEBRIS CAUSED BY DEMOLITION
OPERATIONS. RETURN ADJACENT AREAS TO PRE—CONSTRUCTION CONDITIONS BY PROJECT COMPLETION.
27. THE CONTRACTOR SHALL PROTECT EXISTING EQUIPMENT, ELEVATORS, SURFACES AND STRUCTURES TO REMAIN INSIDE AND
OUTSIDE THE LIMITS OF DEMOLITION. THE CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING TO PRE-DEMOLITION SYM_| ZONE DESCRIPTION DATE | APPROVED
CONDITIONS ANY DAMAGE TO EXISTING EQUIPMENT, SURFACES, UTILITIES, STRUCTURES, AND OTHER FEATURES CAUSED BY REVISIONS
DEMOLITION ACTIVITIES, AT NO ADDITIONAL COST TO THE GOVERNMENT. THIS DRAWING CREATED IN AUTOCAD 2010 FILE FORMAT AND WILL BE REVISED ONLY ON AN
, AUTOCAD SYSTEM. FILE: E—14000207-V004.DWG
. 28. THE CONTRACTOR SHALL BE RESPONSIBLE FOR BRACING, SHORING, OR PROVIDING OTHER MEANS NECESSARY TO PROTECT
B AND SUPPORT EXISTING UTILITIES AND STRUCTURES DURING CONSTRUCTION /DEMOLITION.
. 29. THE CONTRACTOR SHALL CUT FLUSH WITH ANY SURFACE TO REMAIN ANY ABANDONED PROTRUSIONS NOT SPECIFICALLY
INDICATED IN THE PLANS, INCLUDING BUT NOT LIMITED TO CONDUIT, ANCHOR BOLTS, AND ANY OTHER ITEM. THE CONTRACTOR
SHALL GROUT PENETRATIONS IN SLABS AND CMU TO REMAIN IN ACCORDANCE WITH THE SPECIFICATIONS SECTION CONCRETE 730 NE WALDO ROAD, GAINESVILLE, FLORIDA 32641 / (352) 377-5821
REHABILITATION. NOTIFY CONTRACTING OFFICER IMMEDIATELY OF EXISTING DAMAGE TO CONCRETE AND CMU. 3910 S WASHINGTON AVE, SUITE 210, TITUSVILLE, FLORIDA 32780 / (321) 269-2950
30. THE CONTRACTOR SHALL COORDINATE ALL DECONSTRUCTION ACTMITIES AND UTILITY DISCONNECTS AND OUTAGES WITH THE R 2P | NATIONAL AERONAUTICS AND SPACE ADMINISTRATION
— CONTRACTING OFFICER PRIOR TO COMMENCING DECONSTRUCTION. A GOLDEN lo3/04/131 JO RENNEDY ‘SPACE CENTER. FLORIDA
31. PERSONAL PROPERTY SUCH AS DESKS AND FURNITURE, WHICH ARE TO BE RETAINED BY THE GOVERNMENT WILL BE REMOVED CHECKED
BY THE GOVERNMENT BEFORE CONSTRUCTION BEGINS. ALL REMAINING ITEMS IN THE FACILITIES BECOME THE PROPERTY OF M. POLLMAN  |o3/04/13] DECONSTRUCT VAB OFFICE SPACE,
THE CONTRACT AND SHALL BE DISPOSED OF BY THE CONTRACTOR EXCEPT THOSE ITEMS TO BE RETURNED TO THE
GOVERNMENT AS INDICATED IN THE CONTRACT DOCUMENTS. SUBMITIED . 1 K6-0348 - TOWER E
M. HAD o% 03/04/13|
32. GOVERNMENT WILL REMOVE ALL DOOR LOCK—SETS AND LOCK CORES. CONTRACTOR SHALL COORDINATE WITH CONTRACTING ST of LICENSURE: FL
A OFFICER WHEN DOOR LOCKS CAN BE REMOVED. LICENSE NO: 56871
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NOTICE: When Covermment drowings, specificstions, or other dola are
used for any purpose other than in connection with a dsfinitely related
Government procurement operation, the United States Government thereby
incurs no responsibility nor cbiigation whotsoevar; and the fact that the
Government may have formuiated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
mﬁm manufacture, use, or sell any patented invention that may in any way
be related thereto.
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NOTICE: Whan Sovernment drawings, specifications, or other data are

used for any purpose other than in connection with a definitely related
Government procurement operation, the United Stotes Government thersby
incurs no rasponsibility nor obiigotion whatsoever; and the fact that the
Government may have formulated, furnished, or in any way supglied the
said eai_smw. gpecifications or other data is not 1o be regarded by
implication or otherwise os in any manner licensing the holder or any
other person or corporation, or conveying a:« rights or permission to
mﬁm manufacture, use, or seli any patented invention that may in any way
be reloted thereto.
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NOTICE: When Government drawings, specifications, or other data are
used for any purpose other than in connection with o definitely related
Governmeint procurement operation, the United States Government theraby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
m!m manufacture, use, or sell any patented invention that may in any way
be related thereto.
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NOTICE: When Govemment drawings, specifications, or other data are
used for any purpose other than in connection with a definitely related
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
I manufacture, use, or sell any patented invention that may in any way
be related thereto.
1. THE VAB IS WITHIN THE BOUNDARY OF A SOLID WASTE MANAGEMENT UNIT OR A POTENTIAL RELEASE LOCATION (SWMU# 56) BEING 1. ASBESTOS CONTAINING MATERIALS HAVE BEEN IDENTIFIED IN THE VAB OFFICE SPACES TO BE DEMOLISHED. THE CONTRACTOR
INVESTIGATED BY THE NASA REMEDIATION GROUP. A SWMU/PRL DESIGNATION MEANS A SITE HAS HAD HISTORICAL OPERATIONS WHICH SHALL HANDLE AND DISPOSE OF ACM IN ACCORDANCE WITH APPLICABLE STATE AND FEDERAL REQUIREMENTS AND THE
—_ HAD THE POTENTIAL TO IMPACT THE ENVIRONMENT. NO SOIL OR GROUNDWATER DISTURBANCES ARE REQUIRED FOR THIS PROJECT. IF CONTRACT DOCUMENTS.
SOIL OR GROUNDWATER DISTURBANCES WILL BE PERFORMED, THE CONTRACTOR SHALL NOTIFY THE CONTRACTING OFFICER AND NASA
ENVIRONMENTAL TWO WEEKS BEFORE WORK TO DETERMINE THE REGULATORY REQUIREMENTS FOR HANDLING, DISPOSAL, AND PPE. 2. ASBESTOS INFORMATION IS BASED ON AN ASBESTOS SURVEY REPORT PROVIDED BY JONES EDMUNDS & ASSOCIATES, INC AND
ATLAS SCIENTIFIC TECHNOLOGIES. NON—DESTRUCTIVE TESTING WAS USED IN COLLECTING INFORMATION PROVIDED IN THIS REPORT.
2. PAINT AND MATERIALS HAVE BEEN ASSUMED TO CONTAIN RCRA 8 HEAVY METALS. CONCENTRATIONS ARE LOW ENOUGH IN RELATION SURVEY INFORMATION INCLUDING MATERIAL, QUANTITY AND CONDITION SHALL BE REVIEWED BY THE CONTRACTOR AT THE TIME
TO OVERALL WEIGHT OF THE VAB OFFICE SPACES TO BE DEMOLISHED, THAT THE GOVERNMENT WILL ALLOW DISPOSAL OF THE VAB FACILITY OR SYSTEM MODIFICATIONS ACTUALLY OCCUR, TO ENSURE THAT MATERIALS HAVEN'T BEEN MODIFIED. A COMPLETE COPY
OFFICE SPACES AT THE KSC CLASS Il LANDFILL, SUBJECT TO THE REQUIREMENTS OF THE CONTRACT DOCUMENTS. THE CONTRACTOR OF THE ASBESTOS SURVEY REPORT CAN BE OBTAINED FROM THE CONTRACTING OFFICER.
SHALL PROVIDE HIS EMPLOYEES WITH THE APPROPRIATE PPE FOR HEAVY METALS.
3. UNLESS NOTED OTHERWISE, PRIOR TO DEMOLITION, ABATE AND DISPOSE OF ALL ACM. REFER TO THE ASBESTOS SCHEDULES IN
G 3. PCBS IN PAINTS WERE TESTED ON SELECTED FACILITY COMPONENTS TO DETERMINE WHETHER THEY CONTAIN PCB CONCENTRATIONS AT THE CONTRACT SPECIFICATIONS FOR LOCATIONS OF ACM.
LESS THAN THE REGULATED LIMITS AND THUS MAY BE RECYCLED. WHERE ENCOUNTERED, PAINTED BLOCK, CONCRETE, AND SLABS
SHALL BE DISPOSED OF AT THE KSC CLASS Il LANDFILL. ONLY CLEAN UNPAINTED AND UNSTAINED CONCRETE AND SLABS CAN BE 4. NON—FRIABLE ASBESTOS WILL BE ACCEPTED AT THE KSC CLASS Il LANDFILL UPON DETERMINATION USING KSC FORM 28-1024
TAKEN TO THE DARCY AT THE KSC CLASS Il LANDFILL. MANUFACTURER'S PAINT COATINGS AND OTHER PAINTS THAT HAVE NOT BEEN AND SIGNED BY THE NASA ENVIRONMENTAL BRANCH CHIEF. A RECEIPT OF DISPOSAL SHALL BE COPIED TO THE CONTRACTING
TESTED SHALL BE ASSUMED TO BE PCB BULK PRODUCT WASTE OR SHALL BE SAMPLED BY THE CONTRACTOR TO DETERMINE PCB OFFICER.  DISPOSAL OF ALL FRIABLE ACM DEMOLITION DEBRIS SHALL BE AT THE BREVARD COUNTY LANDFILL LOCATED ON
CONCENTRATIONS. PCB BULK PRODUCT WASTE SHALL BE DISPOSED OF AT THE KSC CLASS Il LANDFILL. ADAMSON ROAD IN COCOA, FL. THE CONTRACTOR SHALL NOTIFY THE KSC CLASS Ill AND BREVARD COUNTY LANDFILLS 24 HOURS
IN ADVANCE OF DELIVERY OF ASBESTOS CONTAINING MATERIALS.
4. SAMPLING TESTS WERE PERFORMED ON PAINTED METAL DOORS IN THE VAB AREAS TO BE DEMOLISHED, WHICH SHOW THAT A LARGE
—_— PORTION, BUT NOT ALL PAINTED METAL DOORS, CONTAIN PCB CONCENTRATIONS IN EXCESS OF 50 PPM. THEREFORE DUE TO 5. THE VALVES, ELBOWS AND TEES INCLUDING PACKING AND GASKETS ON THE POTABLE WATER SYSTEM CONTAIN FRIABLE
HISTORICAL GENERATOR KNOWLEDGE AND THE SAMPLE RESULTS, ALL PAINTED METAL DOORS SHALL BE CONSIDERED TO HAVE PCB ASBESTOS. REFER TO THE ASBESTOS SCHEDULE IN THE CONTRACT SPECIFICATIONS FOR CONDITIONS AND DESCRIPTION OF THE
CONCENTRATIONS GREATER THAN 50 PPM AND SHALL BE DISPOSED OF AT THE KSC CLASS Il LANDFILL AS PCB BULK PRODUCT POTABLE WATER SYSTEM MATERIALS. THE ASBESTOS SCHEDULE SHOWS QUANTITIES OF THE POTABLE WATER SYSTEM MATERIALS
WASTE. THE CONTRACTOR HAS THE OPTION TO PERFORM TESTING AT NO ADDITIONAL COST TO THE GOVERNMENT, TO DETERMINE IF ONLY IN THE DEFINED OFFICE SPACE ROOMS. REFER TO THE PLUMBING DRAWINGS FOR ADDITIONAL LOCATIONS AND QUANTITIES
ANY PAINT ON SPECIFIC DOORS IS BENEATH THE REGULATORY LIMIT AND THUS WOULD BE ABLE TO BE RECYCLED. THE OF POTABLE WATER SYSTEM TO BE REMOVED.
CONTRACTOR'S TESTING PLAN AND TEST RESULTS MUST BE APPROVED BY THE CONTRACTING OFFICER BEFORE ANY PAINT IS
CONSIDERED NOT TO BE PCB BULK PRODUCT WASTE AND MAY BE RECYCLED. 6. THE VALVES, ELBOWS AND TEES INCLUDING PACKING AND GASKETS ON THE CHILLED WATER SYSTEM AND HOT WATER SYSTEM
CONTAIN FRIABLE ASBESTOS. REFER TO THE ASBESTOS SCHEDULE IN THE CONTRACT SPECIFICATIONS FOR CONDITIONS AND
F 5. THE NASA INDUSTRIAL HYGIENE OFFICE HAS DOCUMENTED AIR QUALITY CONCERNS IN SOME OF THE VAB OFFICES, INCLUDING wmmomﬁ%& w,\wmmﬂm %__m_v_rrww Q%mﬂ \Wamam%qgﬁmmmrwwzmk ,_\_%Hm_m?wwzummo wm_..w__mw_wommnm%m_m%%wmmmz%%mow_wzﬂ_mmm OF
MOLD/BIOLOGICAL GROWTH, DUST ACCUMULATION, DETERIORATED/FLAKING PAINT, STAINED CEILING TILES, AND DIRT/DEBRIS. THE : .
CONTRACTOR SHALL PROVIDE HIS EMPLOYEES WITH THE APPROPRIATE PPE FOR AIR QUALITY ISSUES. THE DOCUMENTED VAB AR MECHANICAL DRAWINGS FOR ADDITIONAL LOCATIONS AND QUANTITIES OF THE CHILLED AND HOT WATER SYSTEMS TO BE
QUALITY CONCERNS ARE AVAILABLE UPON REQUEST FROM THE CONTRACTING OFFICER. REMOVED.
7. THE PIPE INSULATION AND VALVES, ELBOWS AND TEES INCLUDING LAGGING/INSULATION, PACKING AND GASKETS ON THE HIGH
TEMPERATURE HOT WATER SYSTEM CONTAINS FRIABLE ASBESTOS. REFER TO THE ASBESTOS SCHEDULE IN THE CONTRACT
SPECIFICATIONS FOR CONDITIONS AND DESCRIPTION OF THE HIGH TEMPERATURE HOT WATER SYSTEM MATERIALS. THE ASBESTOS
SCHEDULE REFERS TO THIS SYSTEM AS STEAM LINES. THE ASBESTOS SCHEDULE SHOWS QUANTITIES OF THE HIGH
— TEMPERATURE HOT WATER SYSTEM MATERIALS ONLY IN THE DEFINED OFFICE SPACE ROOMS. REFER TO THE MECHANICAL
DRAWINGS FOR ADDITIONAL LOCATIONS AND QUANTITIES OF HIGH TEMPERATURE HOT WATER SYSTEM TO BE REMOVED.
8. FIRE—RATED DOORS IN THE DEMOLITION AREAS ARE ASSUMED TO CONTAIN PCBS AND ASBESTOS AND SHALL BE HANDLED AND
DISPOSED OF AS ACM IN ACCORDANCE WITH APPLICABLE STATE AND FEDERAL REQUIREMENTS AND THE CONTRACT DOCUMENTS.
9. ALL METAL DOORS SHALL BE CONSIDERED FIRE RATED DOORS.
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NOTIiCE: When Government drawings, specifications, or other data are
used for any purpose other thon in connection with a definitely related
Government procurement operation, the United Stotes Covernment thereby
incurs no responsibility nor obligation whotsoever; and the fact that the
Government may hove formuleted, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise os in any manner licensing the hoider or any
other person or corporation, or conveying any rights or permission to
m‘ﬁm manufacture, use, or sell any patented invention that may in any way
be related thereto.
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NOTICE: When Government drawings, specifications, or other data are
used for any purpose other than in connection with a definitely related
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
—l_ manufacture, use, or sell any patented invention that may in any way
be related thereto.

[ ]

K6—-1091

Pg
A

K6+0742

K6-0894

6—-0894D

WK6—0996A
‘\l‘\‘

K6—-1096
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ENTRANCE

K6—0900

LEGEND
\\\ STAGING/LAYDOWN AREA

NOTES
[A=— CONTRACTOR ACCESS.

B. CONTRACTING OFFICER TO PROVIDE PROJECT SPECIFIC
LAYDOWN AREA PLAN

C. COORDINATE ALL STAGING/LAYDOWN AREAS WITH
CONTRACTING OFFICER AND VAB OPERATIONS PERSONNEL.

D. ALL EXISTING STORMWATER DRAINAGE PATTERNS AND
CHANNELS SHALL BE MAINTAINED. THE CONTRACTOR SHALL
NOTIFY THE CONTRACTING OFFICER IF THE WORK APPEARS
TO INTERRUPT AN EXISTING STORMWATER DRAINAGE
PATTERN. THE CONTRACTOR SHALL BE RESPONSIBLE FOR
RESTORING ANY EROSION, SEDIMENT TRANSPORT,
DISTURBED FOUNDATIONS AND IMPACT TO STRUCTURES,
AND ANY OTHER DAMAGE TO CHANNELS AND DRAINAGE
PATTERNS CAUSED DURING DEMOLITION.

v A PORTION OF HB—1 BELOW THE MOBILE LAUNCH PAD
WILL BE PROVIDED AS A STAGING AREA AS DIRECTED BY
THE CONTRACTING OFFICER. HB—1 WILL BE SHARED WITH
OTHER MOBILE LAUNCH PAD OPERATIONS.
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NOTICE: When Government drowings, specifications, or other dota are
used for any purpose other than in connection with a definitely related
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formulated, furnished, or in any wday supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
mﬁ_m manufacture, use, or sell any patented invention thot may in any way

be related thereto.
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ALL CMU WALLS TO REMAIN AND BE PROTECTED.
v DECONSTRUCT BOUNDARY. SEE DECONSTRUCTION NOTES ON V004.

SHIELDED ROOM TO BE DECONSTRUCTED TO BARE FLOOR/CEILING
AND CMU WALL. SEE AS—BUILT DETAIL ON D209. REMOVE DOOR.
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NOTICE: When Government drawings, specifications, or other data are
used for any purpose other than in connection with o definilely related
Government procurement operction, the United Stotes Government thereby
incurs no responsibility nor obligution whatsoever; and the fact that the
Government may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any manner ficensing the hoider or any ! Z @-mnmmw
other person or corporation, or conveying any rights or permission to
mnwm manufacture, use, or sell any patented invention that may in any way
be related thereto.
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ALL CMU WALLS TO REMAIN AND BE PROTECTED.

DECONSTRUCT BOUNDARY. SEE DECONSTRUCTION NOTES ON V0O04.
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EXISTING WIRE MESH FENCE TO REMAIN.
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NOTICE: When Government drowings, specifications, or other date are
used for any purpose other thun in connection with a definitsly reiated
Government procurement operation, the United States Government thersby
incurs no responsibility nor obligation whatsoever; and the foct that the
Government may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or oiherwise as in any manner licensing the holder or any
other person or corperction, or conveying any rights or permission to
mim manufacture, use, or sell any patented invention that may in any way
be related thereoto.
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ALL. CMU WALLS TO REMAIN AND BE PROTECTED.

DECONSTRUCT BOUNDARY. SEE DECONSTRUCTION NOTES ON V0O04.

GUARDRAIL W/ GATE. SEE DETAIL olD201

ROOM 3E8 AND 3E10 TO REMAIN, INCLUDING POWER, LIGHTING,
FIRE PROTECTION, AND FIRE ALARM. SEE DWG 79K39287.

INTERIOR WALL PARTITION TO REMAIN. REMOVE ALL MOUNTED
EQUIPMENT AND REPAIR DRY WALL IN ACCORDANCE WITH GYPSUM
WALL BOARD REPAIR NOTES BELOW.

REMOVE RAISED FLOOR AND VAT BELOW.

PARTITIONS CONSTRUCTED AFTER 1964 AS—BUILT TO BE
DECONSTRUCTED.

PARTITION NOT IN CONTRACT.

J NORTH, SOUTH, AND EAST EXTERIOR OFFICE WALLS TO REMAIN.

AR RTATAA

V

OPTION 1

GYPSUM WALL BOARD REPAIR NOTES

K. REPAIR AND/OR REPLACEMENT OF FIRE—RATED GYPSUM BOARD
WALL SYSTEMS MUST BE REPAIRED TO THEIR ORIGINAL
FIRE—RESISTIVE CONDITION.

L. REPAIR AND/OR REPLACE WITH A GYPSUM BOARD MATERIAL
THAT IS EQUIVALENT TO THE ORIGINAL PRODUCT IN A
THICKNESS AND CORE TYPE.

M. BLANKET INSULATION (IF PRESENT) MUST BE RESTORED.

N. THE REPAIR OF MULTIPLE LAYER SYSTEMS THAT REQUIRE
JOINTS TO BE STAGGERED BETWEEN LAYERS REQUIRES THAT
THE FACE LAYERS OF GYPSUM BOARD BE REMOVED BEYOND
THE AREA OF THE BASE LAYER JOINT, SO THAT THE
STAGGERED JOINT FEATURE IS MAINTAINED.

P. FINISH ALL REPAIRED AREAS WITH TAPE AND JOINT TREATMENT
COMPOUND AS NECESSARY, NO OVERLAPPING OF JOINT TAPE.

R. IF REPAIRED BY PATCHING, THE PATCH MATERIAL MUST BE
MECHANICALLY FASTENED. IT IS INSUFFICIENT TO SECURE THE
PATCH MATERIAL WITH JOINT COMPOUND ALONE.

T. CUT THE AREA BACK TO THE ORIGINAL FRAMING.

U. INSPECT EXISTING FRAMING AND REPLACE OR ADD NEW
FRAMING WITH A MATERIAL THAT IS EQUIVALENT TO THE
ORIGINAL PRODUCT OF SIZE AND GAGE AND WITHOUT
EXCEEDING THE ORIGINAL FRAMING SPACING.

V. REPLACEMENT OF GYPSUM BOARD SHOULD BE CUT BACK TO
FILL THE OPENING AND MECHANICALLY ATTACHED TO NEW OR
EXISTING FRAMING.

W. SUPPORT ALL ENDS AND EDGES OF THE GYPSUM BOARD WITH
FRAMING.

Y. ATTACHED GYPSUM BOARD TO NEW FRAMING THAT IS
CONSISTENT WITH UL ASTM STANDARDS AND GYPSUM
ASSOCIATION STANDARDS.
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NOTICE: When Government drowings, specifications, or other data are
used for any purpose other than in connection with o definitely related
Government “procurement operation, the United Sigtes Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
oo.<m33@=ﬁ may have formulated, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
impiication or otherwise as in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission fo

I manufacture, use, or sell any patented invention that may in any way

be related thereto.
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NOTICE: When Government drawings, specifications, or other dato are
used for any purpose other thon in connection with a definitely related
Government procurement operation, the United States Government thereby
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NOTCE: When Government drawings, apecifications, or other dota are
used for any purpose other than in connection with a definitely rejuted
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligution whatsoever; and the fact that the
Government may heve formulated, furnished, or in any way supplied the
said drawings, specifications or other dcto is not to be regarded by Z@.ﬂ.m
implication or otherwise e in any manner licensing the holder or any
other person or corporation, or conveying any rights or permission to
m& manufacture, use, or sell any patented invention that may in any way
be related thereto.
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NOTICE: When Government drawings, specifications, or other datg are
used for ony purpose other than in connaction with a definitely relats
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligation whatsosver; and the fact that the
Government may have formuloted, furnished, or in any way supplied the
said drawings, specifications or other data is not to be regarded by
implication or otherwise as in any tnanner licensing the holder or any
other person or corporation, or conveying any rights or permission to
manufacture, use, or sell any patented invention that may in any way
be related thereto.
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NOTICE: When Government drawings, specifications, or other data are
used for any purpose other than in connection with a definitely related
Government procurement operation, the United States Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formuleted, furnished, or in any way suppiied the
said drawings, specifications or other data is not to be regarded by ! &
implication or otherwise as in any manner licensing the holder or any mf @.ﬂnmgﬂw
other person or corporation, or conveying any rights or permission to .

mﬁm manufacture, use, or sell any patented invention that may in any way mﬁm
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NOTICE: When Government drawings, specifications, or other dato are
used for any purpose other than in comiection with g definitely related
Government procurerent operation, the United States Government thereby
incurs no responsibility nor obligation whatsoever; and the fact that the
Government may have formulated, furnished, or in any woy suppiied the
said drawings, specifications or other data is not to be regarded by
impiication or otherwise as in any manner licensing the holder or any Z@.ﬂ.mmw
mczm other person or corporation, or conveying ony rights or permission fo

manufacture, use, or sell any patented invention that may in any way .
be related thereto.
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