
Facility #: MLP-0003 
Original 
Construction Date: 

  

Facility Name:   Status:    

Date of last Facility 
Condition Assessment: 

  Inspector:   
 

Facility Mission/Description: 

MOBILE LAUNCH PLATFORM #3 

  
MLP-0003   

 
No photo available  

  

Limitations: 

The Asbestos Management Information System (AMIS) data may not identify all the suspect 
asbestos containing materials (ACM) within the facility. Baseline asbestos surveys were conducted 
by NASA for interior facility areas only. The exterior facility (roofing products, caulkings, etc.) and 
destructive sampling/testing were not included as part of the baseline surveys performed. Material 
quantities and room dimensions were based on estimated values determined by the facility 
inspector and the facility configuration at the time the surveys were performed. Sampling was 
performed on a non-destructive basis which may result in additional materials being found during 
facility renovations.  
 
Print-outs of the inspection data should be used for planning purposes only. All survey information 
should be verified as accurate and complete at the time facility and/or system modifications actually 
occur. The Facility Condition Assessment date is when the previously identified ACM conditions and 
quantities were last verified by this office. For planned projects where suspect ACM is suspected 
and is not listed in AMIS, the material(s) should be assumed to contain ACM and not disturbed 
pending evaluation by KSC Environmental Health Services.  
 
If you need additional information or have questions concerning this report please feel free to 
contact me.  
 
 
Institutional Services Contract 
Engineering Services Division 
 

 

Room Number 
Original 
Survey 

Primary Door Room Note (Comments) 

01A  8/9/1996 SIDE 4 Walls and ceiling are corrugated metal o/fiberglass. Floor is metal. 
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Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 8 SF Good W3/1   

MO03 Miscellaneous Material (Other) - WHITE FLUFFY 
INSULATION INSIDE WALL 

No Yes 0  Good    

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good C1,5,13-16   

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 1260 SF Good F1-16   

 

01B  8/8/1996 SIDE 4 The floor is metal. The walls and ceiling are corrugated metal o/ FBGLS. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 15 LF Good C1,13-16   

 

02A  8/9/1996 01A Walls and ceiling are corrugated metal o/fiberglass. Floor is metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 6 SF Good W4/1   

DS01 Duct/HVAC Materials(Styrene/Foamglass) - 
WHITE MASTIC O/FABRIC O/FOAM 

No No 100 SF Good F9-12   

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good C1-4,13   

 

02B  8/8/1996 01B The floor is metal pieces. The walls and ceiling are corrugated metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 10 SF Good C1 W4/3,4   

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 30 LF Good C2-4,9-16   

 

07,08,09,10A  8/9/1996 SIDE 3 Ceiling and walls are corrugated metal over fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 10 SF Good W2/3,4   
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DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 100 LF Good C1-16   

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 5400 SF Good F1-16   

PW01 Pipe Insulation, Straight (Wrap) - BLACK STICKY 
PIPE WRAP 

No No 15 LF Good C8,12,13   

VG01 Valves,Elbows,Tee's (Foamglass) - 6-8" WHITE 
MASTIC OVER FOAMGLASS VALVES 

No No 20 Each Good C2,8,13,16   

 

07A,08B,09B,10B,21B,22B  8/8/1996 15B W1-4 and ceiling are corrugated metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 20 SF Good W1/1-3 W4/1   

MO02 Miscellaneous Material (Other) - GRAY SEALER 
ON PIPES 

No Yes 5 SF Damaged C9   

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 200 SF Good F/C 1-16   

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 5400 SF Good F1-16   

FT02 Floor Covering (Tile) - 2' WHITE WITH GRAY 
SQUIGGLIES 

No No 18 SF Good F4   

PW01 Pipe Insulation, Straight (Wrap) - BLACK STICKY 
PIPE WRAP 

No No 15 LF Good C13,4   

 

09A  8/16/2007 
 

Project realted bulk sample of material discovered during renovation activities. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 200 SF Damaged FLOOR   

FT03 Floor Covering (Tile) - PLAIN WHITE FLOOR 
TILE LOCATED UNDER EXISTING GREEN 
MARBLED TILE 
(HMID) tile crumbled in many locations 

No No 200 SF Damaged FLOOR Old vinyl tiles discovered under 
green 12" tiles 

 

 

15B  8/8/1996 SIDE 2 The walls and ceiling are corrugated metal o/ FBGLS. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 
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MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 6 SF Good W3/4  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 20 LF Good F/C 6,10 
C3,4 

 

 

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 1260 SF Good F1-16  

 

PW01 Pipe Insulation, Straight (Wrap) - BLACK 
STICKY PIPE WRAP 

No No 5 LF Good C15  

 

 

16A  8/9/1996 19A Walls and ceiling are corrugated metal o/fiberglass. Floor is metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 15 LF Good F5, C3  

 

EW01 Electrical Materials (Wire) - TAN& RUBBER 
WIRE INSULATION 

No No 1 LF Good  WHITE ROUND CEILING 
LIGHT 

 

EW02 Electrical Materials (Wire) - RED RUBBER 
WIRE INSULATION 

No No 1 LF Good  WHITE ROUND CEILING 
LIGHT 

 

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 400 SF Good F13-16  
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PW01 Pipe Insulation, Straight (Wrap) - BLACK 
STICKY PIPE WRAP 

No No 2 LF Good F16  

 

VG01 Valves,Elbows,Tee's (Foamglass) - 6-8" WHITE 
MASTIC OVER FOAMGLASS VALVES 

No No 20 Each Good C5,8,9,12,13,16  

 

EW03 Electrical Materials (Wire) - GRAY WOVEN 
WIRE INSULATION 

Yes (30%) No 0 LF Abated LAMPS Abated 9/18/06 per WON 
10391082 (see IH report 
T20069-4832). 4/27/10 
ISC Asbestos Crew 
abated EW03 (T201004-
1753)(Gilman). 

 

EW04 Electrical Materials (Wire) - OFF WHITE WIRE 
INSULATION 

Yes (20%) No 0 LF Abated LAMPS Abated 9/18/06 per WON 
10391082 (see IH report 
T20069-4832) 

 

 

16B  8/8/1996 15B 
MECAHANICAL ROOM The floor is metal pieces. The walls and ceiling are 
corrugated metal o/ FBGLS. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 6 SF Good W2 12  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 150 LF Good F/C 1-16  

 

MC01 Miscellaneous Material (Caulk) - GRAY CAULK No No 1 SF Good W2 4  

 

MP01 Miscellaneous Material (Putty) - WHITE PUTTY 
AROUND HVAC 

No No 15 LF Good F10  

 

 

19A  8/9/1996 17A Walls are corrugated metal o/fiberglass. Floor is metal. 
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Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good F/C2,3,13  

 

 

20A  8/26/1996 17A Ceiling is corrugated metal. Walls and floor are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MP01 Miscellaneous Material (Putty) - WHITE PUTTY 
AROUND HVAC 

No No 1 SF Good W1/2  

 

 

21A  8/9/1996 17A W1,3 and ceiling are corrugated metal o/fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 6 SF Good W3/4  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C1-
4,8,12,16 

 

 

FT01 Floor Covering (Tile) - 12" GREEN MARBLED 
SET IN 2'X2' 

No No 408 SF Good F1-16  

 

PW01 Pipe Insulation, Straight (Wrap) - BLACK 
STICKY PIPE WRAP 

No No 10 LF Good C14-16  

 

VG01 Valves,Elbows,Tee's (Foamglass) - 6-8" WHITE 
MASTIC OVER FOAMGLASS VALVES 

No No 6 Each Good C13-16  

 

 

30AB  8/8/1996 02B The floor and walls are metal. W3 and ceiling are corrugated metal over 
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fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 25 LF Good C1-16  

 

 

31A  8/9/1996 2A 
W1,2 & 4 are metal. Ceiling and W3 are corrugated metal o/fiberglass. Floor is 
metal grating. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C1-4  

 

 

31B  8/8/1996 30AB 
The floor and W1-3 are metal. The ceiling is metal grating, and W4 is corrugated 
metal o/ FBGLS. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 30 LF Good C4,8,12,16,10,11  

 

 

32AB  8/9/1996 33B W1,3,4 and floor are metal. W2 and ceiling are corrugated metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 20 LF Good C1-16  

 

 

33A  8/9/1996 2A 
W1,2 & 4 are metal. Ceiling and W3 are corrugated metal o/fiberglass. Floor is 
metal grating. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 
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DS01 Duct/HVAC Materials(Styrene/Foamglass) - 
WHITE MASTIC O/FABRIC O/FOAM 

No No 20 SF Damaged F4,8  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good C9,11,12  

 

 

33B  8/8/1996 34B 
The ceiling is metal grating. The floor, W1,3,4 are metal. W2 is corrugated metal 
o/ FBGLS. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good C1-16  

 

 

34A  8/9/1996 02A 
W3 and ceiling are corrugated metal o/fiberglass. Floor is metal grating. W1,2 &4 
are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 6 SF Good W1/3  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good C9-13  

 

 

34B  8/8/1996 02B 
The ceiling is metal grating. The floor, W1,2,4 are metal. W3 is corrugated metal 
o/ FBGLS. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 15 LF Good C1-4,8,12-
16 

 

 

 

35AB  8/9/1996 33B W1,2,4, floor and ceiling are metal. W3 is corrugated metal o/fiberglass. 
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Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 15 LF Good C1-16  

 

 

36AB  8/9/1996 22B W2,4 and ceiling are corrugated metal o/fiberglass. W1,3 and floor are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

EW04 Electrical Materials (Wire) - OFF WHITE WIRE 
INSULATION 

Yes (20%) No 9 LF Good LIGHT 
FIXTURE 
PIGTAILS 

The material quantity was 
estimated, there may be more 
similiar material present in the 
electrical conduits left in place. 
1/17/11 ISC Asbestos Crew 
abated one light fixture 
(T201101-0038)(Gilman). 

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 20 LF Good C1-
4,8,12,13-
16 

 

 

 

37A  8/9/1996 36AB 
Floor is metal grating. W1,3 are metal. W2,4 and ceiling are corrugated metal 
o/fiberglass. Includes cubby holes. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C7,10,11  

 

 

37B  8/9/1996 36AB 
W1,3 and floor are metal. Ceiling is metal grating. W2 & 4 are corrugated metal 
o/fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C12,14,16  

 

 

38AB  8/9/1996 37B W1,2,4 and floor are metal. Ceiling & W3 are corrugated metal o/fiberglass. 
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Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 20 LF Good C1-16  

 

 

39AB  8/9/1996 42AB W2 is corrugated metal. W1,3,4 and floor are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 15 LF Good C1-16  

 

 

40AB  8/9/1996 16B W1,2,4 and floor are metal. W3 and ceiling are corrugated metal o/fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 3 SF Good W2/4  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 20 LF Good C1-16  

 

 

41A  8/9/1996 16A 
Floor is metal grating. W3 and ceiling are corrugated metal o/fiberglass. W2 & 4 
are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C1-4  

 

 

41B  8/9/1996 42AB 
Ceiling is metal grating. W1-3 and floor are metal. W4 is corrugated metal 
o/fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=39AB&facility=MLP-0003&desc=
../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=40AB&facility=MLP-0003&desc=
../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=41A&facility=MLP-0003&desc=
../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=41B&facility=MLP-0003&desc=


DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 10 LF Good C9,13,15  

 

 

42AB  8/9/1996 43B All metal. Ceiling and 1/2 W4 are corrugated metal o/fiberglass. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 3 SF Good W1/12  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 15 LF Good C1-16  

 

 

43A  8/9/1996 16A 
Floor is metal grating. W3 and ceiling are corrugated metal o/fiberglass. W1,2 & 4 
are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good F/C13-16  

 

 

43B  8/8/1996 44B 
W4 is corrugated metal o/ FBGLS. W1-4 and floor are metal. The ceiing is metal 
grating. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 2 SF Good W3 4  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 20 LF Good C1-16  
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PW01 Pipe Insulation, Straight (Wrap) - BLACK 
STICKY PIPE WRAP 

No No 1 SF Good C11  

 

 

44A  8/9/1996 16A 
Floor is metal frating. W3 and ceiling are corrugated metal o/fiberglass. W1,2 & 4 
are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C13-16  

 

 

44B  8/8/1996 45AB 
W4 is corrugated metal o/FBGLS. The ceiling is metal grating. The floor and W1-
3 are metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 6 SF Good W2 16  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 7 LF Good C4,8,12  

 

 

46AB  8/9/1996 21B Floor, ceiling and W1,2,4 are metal. W3 is corrugated metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MO01 Miscellaneous Material (Other) - WHITE 
FIBROUS BLOCK INSULATION 

No Yes 3 SF Good W1/3  

 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C1,5  

 

 

47AB  8/9/1996 9B W1,2,4 and floor are metal. W3 and ceiling are corrugated metal o/fiberglass. 

../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=44A&facility=MLP-0003&desc=
../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=44B&facility=MLP-0003&desc=
../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=46AB&facility=MLP-0003&desc=
../../../AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/XLACWT0X/roomstat.asp?room=47AB&facility=MLP-0003&desc=


Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

DW01 Duct/HVAC Materials(Wrap/Mastic) - WHITE 
DUCT TAPE 

No No 5 LF Good C1,5,9,13  

 

 

SIDE 1 CATWALK  8/8/1996 SIDE1 OUTSIDE The floor is metal grating. W3 is metal. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MB01 Miscellaneous Material (Building Seal) - TAUPE 
BLDG SEAL 

No No 200 LF Good W3/9-16  

 

 

TOP DECK  8/8/1996 SIDE 3 The floor is metal, and there are no walls. 

Homogeneous 
Material ID Description 

Asbestos 
(Percent) Friable Quantity Condition 

Grids 
Affected Comments Pic 

MG01 Miscellaneous Material (Gasket) - BLACK 
GASKET 

No Yes 12 Each Good F5-8,13-16  

 

 

 
Rear Wall (Entry Wall)  

 
Front View of Room (Other Surfaces)  

 

Links to floor plans from 1991 when original survey 
was conducted: 

LC-39 Area Industrial Area Cape Area 

   

Link to current floor plans (Bently Viewer Required): Floor plans in GIS 
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AMIS Home 
 

Print-outs of the inspection should be used for planning purposes only. 
To request detailed reports for facility project planning email Justin Gilman.  

All survey information should be verified as accurate and complete at the time facility and/or system modifications actually occur.  
 

For assistance with regulatory compliance or health protection requirements 
Contact IHA Environmental Health Services, 867-2400.  
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