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THIS REVEAL TRIM

METAL TRIM REVEAL.

NEW 24 GA PREFINISHED

SEALANT
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SGF

B. BARTON

ARCHITECTURAL: DETAILS
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6"4"0 2" 8"
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A9

GUTTER DETAIL 

OF 10 M5052
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NEW RAKE TRIM

NEW WALL PANEL

NEW HAT CHANNELS

3

A9
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EXISTING
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STRUCTURE
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A9

TYP. DOOR HEAD DETAIL
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A9

TYP. DOOR JAMB DETAIL

METAL PANEL
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CLIP
MANUF. STD
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EDGE COVER
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SUPPORT
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SEALANT TAPE

SUPPORT
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FRAME
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BACKER ROD

SEALANT
END-DAM URETHANE

JAMB TRIM

URETHANE SEALANT
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1

A9

RAKE DETAIL @ ELECTRICAL ROOM
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RAKE TRIM
RAKE TRIM WITH NEW
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DOOR FRAME
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TYP. GUTTER DETAIL
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N
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GUTTER SPACER

MAX SPACING
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SCALE:  3" = 1’-0" 
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CANOPY STRUT CONNECTION

FLASHING

22 GA. PRE-FINISHED

TAPE

BUTYL SEALANT

COVER PLATE

22 GA. PRE-FINISHED

TAPE

BUTYL SEALANT

STRUT

CANOPY TENSION

STRUT CONNECTION

EXISTING GIRT

 

8

 

A

WALL PANEL

SCALE:  1/2" = 1’-0" 
2’1’0 3’

CANOPY STRUT FLASHING

FLASHING

CANOPY STRUT

(BEHIND FLASHING)

METAL COVER PLATE

PANELS

WALL

PANELS

WALL

SCALE:  1/2" = 1’-0" 
2’1’0 3’

CANOPY STRUT CONNECTION

TENSION STRUT

PLATE AROUND TENSION STRUT

OF 22 GA. METAL COVER

CUT & FIT TWO PIECES

PANEL

WALL

PANEL

WALL

PANELS WITH SEALANT

CONNECTION AND WALL

FILL GAPS AROUND

A9

A9

7

A9

8

A9

A

A9

ALUM FLASHING
NEW 0.040 PRE-FINISHED

0.040 PRE-FINISHED ALUM
NEW 6"x6" BOX GUTTER

0.040 PRE-FINISHED ALUM
NEW 5"x7" RECTANGULAR DOWNSPOUT

NOT USED
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(BUILDINGS 4755/4619)

A10
FAC-CY-4755-A10

4’2’0 6’
SCALE:  1/4" = 1’-0" 

4’2’0 6’
SCALE:  1/4" = 1’-0" 

1’0 2’
SCALE:  1" = 1’-0" 

1
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A10

3

A10

SCALE:  3" = 1’-0" 
6"4"0 2" 8"
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SEC @ HIGH BAY ROLLING DOORS
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TYP

7
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TYP

5

SCALE:  1" = 1’-0" 

1’0 2’

4

A10

SEC @ HIGH BAY ROLLING DOORS

4’-9�"

A10

TYP

5

SCALE:  3" = 1’-0" 
6"4"0 2" 8"

5

A10

HORIZ CORNER DETAIL

SCALE:  3" = 1’-0" 
6"4"0 2" 8"

6

A10

TYP EDGE DETAIL AT JAMB EDGES

L. DANIELL

08-29-13

12:00 PM

M5052OF 10

A-1

A-1

A-1

A-1

A-1

A-1

A-1

A-1

A-1

A-1

L. DANIELL

L. DANIELL

PANEL AS SOFFIT
NEW INSUL WALL

FOR ROLLING DOORS AT HIGH BAYS
EXISTING OVERHEAD TRACK SYSTEM

TRIM TO REMAIN
EXISTING CLOSURE 

TRIM
NEW DRIP

TRIM
NEW DRIP

TRIM
NEW CLOSURE 

TRIM
NEW CLOSURE

1

A10

 

1

A10

 

1

A10

 

1

A10

DOOR FRAMING
EXISTING HIGH BAY

DOOR FRAMING
EXISTING HIGH BAY

 

A10

7

NEEDED TO MATCH FUNCTION AND ACCOMMODATE THE THICKNESS OF THE NEW WALL PANELS.

OLD 2 PLY, 1/4" THICK RUBBER SHEET STRIPS WITH NEW.  SIZE THE NEW RUBBER STRIPS AS

RUBBER SEALS FOR HIGH BAY DOORS:  REUSE THE EXISTING METAL HARDWARE.  REPLACE THE 

ELEV OF ROLLING HIGH BAY DOOR LEAF

SCALE:  3" = 1’-0" 
6"4"0 2" 8"

7

A10

TRIM DETAIL @ BASE OF DOOR ROLLING ON DOOR
TRIM DETAIL @ TOP OF NEW

REFLECTED PLAN @ HIGH BAY ROLLING DOOR SOFFIT
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S1

R. WHITE

B. JANSEN

3143268

10-24-13

BJJ B. JANSEN

10-29-13

10:30 AM

WORK REQUEST NO.   3143268

BUILDING 4755

REPLACE ASBESTOS SIDING

(BUILDINGS 4755/4619)

STRUCTURAL SUPPORT FOR NEW DOC SILENCER

FAC-CY-4755-S1

SCALE:  1/4" = 1’-0" 
4’2’0 6’

FOUNDATION PLAN

EXTERIOR BLDG. WALL

EXISTING SLAB

HOUSING

EXISTING GENERATOR

2" PIPE STUB-UPS

EXISTING ABANDONED

PIPE SLEEVE 

EXISTING 4" DIESEL

KEY PLAN
NOT TO SCALE

BUILDING 4755

WORK AREA

SCALE: �" = 1’-0" 
4’2’0 6’

WEST ELEVATIONA

S1

2" PIPE STUB-UPS
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CONCRETE FOOTING
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CONCRETE FOOTING

3’x3’x3’

EXIST. ROOF RIDGE

HSS 4x4x1/4 - LEGS

BASE PLATE - 4 PLCS.

PL 1/4x10x10

SCALE:  1/4" = 1’-0" 
4’2’0 6’

FRAMING PLAN

HSS 4x4x1/4 - LEGS

11’-4�"

W8x24

EXTERIOR WALL

EXISTING BUILDING

A

S1

(HORIZ.)

HSS 6x4x1/4

(REF.)

NEW DOC SILENCER

EXISTING SLAB

HOUSING

EXISTING GENERATOR

EXTERIOR WALL

EXISTING BUILDING

SEE FRAMING PLAN

HSS - LEGS

SEE DETAIL

BASE PLATE

1

S1 SCALE:  1�" = 1’-0" 
6"0 1’

BASE PLATE DETAIL
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S1 SCALE:  3/8" = 1’-0" 

FOOTING DETAIL

3’-0"
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#3 TIES
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DRILL HOLES FOR

SCALE:  1�" = 1’-0" 
6"0 1’

SCALE:  1�" = 1’-0" 
6"0 1’

4

S1

3

S1

TUBE STL BEAM CONN.

TUBE STL LEG TO  
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W-BEAM TO TUBE 

FRAMING

HSS 6x4x1/4STL. CAP PLATE

FRAMING

HSS 4x6x1/4

W8x24

L4x4x1/4

1’-0"

3 SIDES

AND WASHER

3/4" BOLT, NUTS

(TYP.)

7/8" DIA. THRU

SCALE:  1�" = 1’-0" 
6"0 1’

5

S1

(REF.)

SILENCER

NEW DOC 

BRACKET

MOUNTING 

MACHINE 

TO BEAM CONN.

MOUNTING BRACKET

W8x24 SUPPORT

6 PLACES, FIELD VERIFY

SUIT MOUNTING BRACKET SLOT, 

BOLT W/ NUTS AND WASHERS TO

1.1

3.1

3.2

3.3

3.4

3.5

3.6

3.7
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3.10
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5.4
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OF 1

B. LUCAS
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TYP.

PLAN

ELEV
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(REF.) COORDINATE
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/
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M5052

SEE BASE PLATE DETAIL

LEG

HSS 4x4x1/4

8 EA. #4 BARS

DEPTH, 4 PER FOOTING

6 1/2" EMBEDMENT

EXPANSION ANCHOR

HILTI KWIK BOLT 3 (SS)

WILLIAMS COLOR NO. "SW-4031").  

THE DEFAULT FINISH COLOR FOR STRUCTURAL STEEL IS "STRUCTURAL GRAY" (REF.: SHERWIN-

PER M5052, SECTION 09912, PARA 3.6B.

ALL GALVANIZED STEEL TO BE PAINTED SHALL BE PRIME COATED AND FINISH COATED  

M5052, SECTION 09912, PARA 3.6A.

ALL NON-GALVANIZED EXTERIOR STEEL SHALL BE PRIME COATED AND FINISH COATED PER 

(DIVISION 9 - FINISHES)

CONNECTIONS SHALL BE TORQUED "SNUG TIGHT".

HEAVY HEX NUTS AND FLAT WASHERS. UNLESS NOTED OTHERWISE, ALL BOLTED STRUCTURAL 

SHALL USE 3/4" DIAMETER (MINIMUM), ASTM A 325, HIGH-STRENGTH BOLTS, WITH MATCHING 

UNLESS NOTED OTHERWISE, ALL BOLTED CONNECTIONS FOR PRIMARY STRUCTURAL MEMBERS 

VENT HOLES.

BE DRILLED AT THEIR BASES OR LOW POINTS TO PROVIDE 1/4"-DIAMETER WEEP AND 

PLATES, WITH A 1/8" FILLET SEAL-WELD ALL AROUND, AND UNLESS OTHERWISE NOTED, SHALL 

ALL TUBE STEEL SECTIONS SHALL HAVE THEIR OPEN ENDS CAPPED WITH 3/16" STEEL 

PIPE, AND TO ASTM A 500, GRADE B, FOR TUBE STEEL.

STRUCTURAL SECTIONS SHALL CONFORM TO ASTM A 53, TYPE E OR TYPE S, GRADE B, FOR  

SHAPES SHALL CONFORM TO ASTM A 36, FOR CARBON STRUCTURAL STEEL.  STEEL HOLLOW 

FOR STRUCTURAL SHAPES USED IN BUILDING FRAMING.  ALL OTHER STEEL PLATE, BAR, AND 

UNLESS NOTED OTHERWISE, ALL STEEL WIDE-FLANGE BEAMS SHALL CONFORM TO ASTM A 992, 

THE PROJECT.

OR BLEMISHES.  ALL SUCH BLEMISHES SHALL BE REPAIRED PRIOR TO THE COMPLETION OF 

ALL WELDING SHALL BE SOUND, AND FREE OF ARCHITECTURALLY OBJECTIONABLE DEFECTS 

PERFORMED USING E70XX LOW-HYDROGEN TYPE ELECTRODES.  

REQUIRED OTHERWISE BY BASE METAL CHEMISTRY CONSTRAINTS, ALL WELDING SHALL BE 

UNLESS NOTED OTHERWISE, THE MINIMUM PERMITTED FILLET WELD SIZE IS 3/16".  UNLESS 

PRACTICE FOR STEEL BUILDINGS AND BRIDGES).

(360-05: MANUAL OF STEEL CONSTRUCTION), AND TO THE AISC S303-05 (CODE OF STANDARD 

(MANUAL OF STEEL CONSTRUCTION), OR TO THE AISC SPECIFICATION FOR BUILDING STEEL 

ALL STRUCTURAL STEEL FABRICATION AND ERECTION SHALL CONFORM TO AISC ASD-89 

STRUCTURAL DRAWINGS WILL NOT BE PROVIDED TO THE CONTRACTOR, OR ANY OF HIS AGENTS.

MODIFICATIONS AND ADDITIONS.  REPRODUCIBLE ELECTRONIC DRAWING FILES OF 

STEEL FABRICATION AND ERECTION DRAWINGS FOR NEW STRUCTURES AND/OR STRUCTURAL 

CONTRACTOR SHALL SUBMIT TO THE COTR FOR PRIOR APPROVAL, A COMPLETE SET OF 

EXCEPT WHERE NOTED OTHERWISE, BEFORE BEGINNING ANY FABRICATION WORK, THE 

(DIVISION 5 - METALS)

  

TYPE 316 STAINLESS STEEL, OF THE SIZES AND TYPES INDICATED IN THE DRAWINGS.

ALL EMBEDDED MECHANICAL OR EPOXY-SET ANCHOR BOLTS SHALL BE OF TYPE 304 OR 

AUTHORIZED BY THE COTR.

NEWLY-POURED CONCRETE SLABS FOR A PERIOD OF TEN DAYS, UNLESS OTHERWISE 

EXCEPT AS NECESSARY FOR CURING OPERATIONS, NO LOADS SHALL BE ALLOWED ON 

SHALL HAVE A 3/4" CHAMFER.

UNLESS NOTED OTHERWISE, EXPOSED CORNERS AND EDGES OF ALL CONCRETE CONSTRUCTION 

CONCRETE CAST AGAINST OR EMBEDDED IN EARTH SHALL BE 3".

UNLESS NOTED OTHERWISE, THE MINIMUM CLEAR COVER FOR STEEL REINFORCING IN 

CONCRETE REINFORCING BARS SHALL BE DEFORMED BAR CONFORMING TO ASTM A615-GR. 60.

APPROVAL BY THE COTR.

NO CONCRETE ADMIXTURES CONTAINING CHLORIDES WILL BE ALLOWED WITHOUT PRIOR 

STRENGTH FOR STRUCTURAL CONCRETE IS 4000 psi.  

UNLESS NOTED OTHERWISE, THE MINIMUM PERMITTED CONCRETE 28-DAY ULTIMATE 

DESIGN CALCULATIONS, AND SUPPORTING DOCUMENTS AND DATA.

CONTRACTOR SHALL SUBMIT TO THE COTR FOR PRIOR APPROVAL, ALL CONCRETE MIX 

EXCEPT WHERE NOTED OTHERWISE, BEFORE BEGINNING ANY CONCRETE WORK, THE 

TESTING REQUIREMENTS SHALL BE AS CALLED FOR IN THE STANDARD SUBMITTALS FORM.

PRACTICE).  

DETAILING OF CONCRETE REINFORCEMENT), AND TO CRSI MSP-1-02 (MANUAL OF STANDARD 

(BUILDING CODE REQUIREMENTS FOR STRUCTURAL CONCRETE), OF ACI 315-99 (DETAILS AND 

CAST-IN-PLACE CONCRETE WORK SHALL CONFORM TO APPLICABLE SECTIONS OF ACI 318-11

(DIVISION 3 - CONCRETE)

AND STRUCTURES, AS NECESSARY FOR SAFETY AND FOR LOADING DURING CONSTRUCTION.

PROVIDE TEMPORARY BRACING AND/OR SUPPORT OF SCAFFOLDS, EQUIPMENT, FORMWORK 

(DIVISION 1 - GENERAL REQUIREMENTS)

STRUCTURAL PLAN NOTES

MSFC MASTER BID DISK   11-18-2013
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ELECTRICAL NOTES

E-13

MECH/ELEC DEMOLITION: PLAN AND NOTES

MECHANICAL NOTES

  DAVID A. SELLERS    

JAF 

REPLACE ASBESTOS SIDING

(BUILDINGS 4755/4619)

E-12

LUCAS/WASILEFSKY

JANSEN/FLETCHER

LANDERS/AJAYI

GENERAL NOTE

     THE NEW THICKER WALL PANEL.

G2.  EXTEND MECHANICAL AND ELECTRICAL COMPONENTS AS NEEDED TO ACCOMMODATE 

     AND REPLACEMENT OR DEMOLITION OF INDICATED ITEMS.

G1.  COORDINATE THE SHUTDOWN OF UTILITIES AND SYSTEMS AS NEEDED TO PERFORM REMOVAL

B. JANSEN

ASBESTOS WARNING

MEET ALL OSHA AND EPA REQUIREMENTS.

WITH SPECIFICATIONS, SECTION 02080 AND SHALL 

CONTAIN ASBESTOS. ASBESTOS WORK SHALL COMPLY

INSULATION AND MASTIC ON PIPING AND DUCTWORK 

DEMOLISH ELECTRICAL FEED TO EXHAUST FAN BACK TO ITS SOURCE.

WITH SIDING INSTALLER.

WITH MANUFACTURERS INSTALLATION INSTRUCTIONS.  COORDINATE NECESSARY SUPPORTING MEANS

AREA LUMINAIRE, EQUAL TO MCGRAW-EDISON TLM-B06-LED-E1-T4-BZ-WM.  SUPPORT IN ACCORDANCE

THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  PROVIDE NEW LED ARCHITECTURAL

REMOVE EXISTING LIGHT FIXTURE AND SUPPORT HARDWARE TO ACCOMMODATE THE REMOVAL OF

DIRECTORY REFLECTING THIS CHANGE.

TURN OFF CIRCUIT BREAKER AND LABEL AS SPARE.  PROVIDE NEW TYPE WRITTEN PANEL 

SUPPORTS BACK TO ITS SOURCE.  PROVIDE KNOCKOUT SEALS FOR ALL UNUSED OPENINGS. 

DEMOLISH EXISTING 30 AMP DISCONNECT IN ITS ENTIRETY.  REMOVE CONDUIT, WIRE, CONDUIT 

TO NEW SIDING, PROVIDING PROPER SUPPORT.

OF THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  ATTACH MENTIONED ITEMS 

REMOVE EXISTING PUSH BUTTON AND CONDUIT SUPPORTS TO ACCOMMODATE THE REMOVAL 

OF THE NEW.  ATTACH MENTIONED ITEMS TO THE NEW SIDING, PROVIDING PROPER SUPPORT.

CONDUIT TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION 

REMOVE SUPPORTS FOR 100 AMP DISCONNECT SWITCH, 4755-SS0119 AND ASSOCIATED FEEDER 

 

ENERGIZED ELECTRICAL WORK PERMIT. 

OBTAINED.  REFER TO MWI  8715.1, ELECTRICAL SAFETY PROGRAM AND MSFC FORM 4462,

ELECTRICAL SHUTDOWN IS NOT FEASIBLE, AN ENERGIZED ELECTRICAL WORK PERMIT SHALL BE

OFF.  CONTRACTOR SHALL PROVIDE APPROPRIATE LOCK OUT/TAG OUT DEVICES.  WHERE AN

ALL MODIFICATIONS TO THE ELECTRICAL SYSTEM SHALL BE PERFORMED WITH THE POWER

OF THE NEW SIDING.  ATTACH WITH ANCHORS.

EXISTING SIDING AND THE INSTALLATION OF THE NEW.  REINSTALL UPON THE INSTALLATION 

REMOVE EXISTING COMMUNICATION OUTLET BOX TO ACCOMMODATE THE REMOVAL OF THE 

INSTALLATION OF THE NEW SIDING.  ATTACH WITH ANCHORS.

THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  REINSTALL UPON THE 

REMOVE (4) ANCHORS SECURING 36"X48"X16" BOX TO ACCOMMODATE THE REMOVAL OF 

MENTIONED ITEM TO NEW SIDING, PROVIDING PROPER SUPPORT.

REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  ATTACH 

4755-STRT0012, 10"X12"X6" BOX AND CONDUIT SUPPORTS TO ACCOMMODATE THE 

REMOVE SUPPORTS FOR 60 AMP DISCONNECT SWITCH, 4755-SS0105, STARTER, 

OF THE NEW SIDING.  ATTACH WITH ANCHORS.

EXISTING SIDING AND THE INSTALLATION OF THE NEW.  REINSTALL UPON THE INSTALLATION 

REMOVE EXISTING PUSH BUTTON STATION TO ACCOMMODATE THE REMOVAL OF THE 

SECURE THE SENSOR BOX WITH ANCHORS.

THE NEW.  REINSTALL ITEMS UPON THE INSTALLATION OF THE NEW SIDING.  

ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION OF 

DISCONNECT OUTDOOR AIR SENSOR WITH BOX AND GAS METERING WIRING TO 

PROVIDING PROPER SUPPORT. 

INSTALLATION OF THE NEW.  ATTACH DISCONNECT AND CONDUIT TO THE NEW SIDING,

FEEDER CONDUIT TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING AND THE 

REMOVE SUPPORTS FOR 30 AMP DISCONNECT SWITCH, 4755-SS0106 AND ASSOCIATED 

PROVIDING PROPER SUPPORT.  

THE INSTALLATION OF THE NEW.  ATTACH MENTIONED ITEMS TO THE NEW SIDING, 

AND FEEDER CONDUITS TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING AND 

REMOVE SUPPORTS FOR 60 AMP DISCONNECT SWITCHES, 4755-SS0107, 4705-SS0108, 

LIGHT FIXTURE.

INSTALLATION OF THE NEW SIDING.  PROVIDE NEW ANCHORS TO PROPERLY SUPPORT 

SIDING AND THE INSTALLATION OF THE NEW.  REINSTALL LIGHT FIXTURE UPON THE 

REMOVE EXISTING LIGHT FIXTURE TO ACCOMMODATE THE REMOVAL OF THE EXISTING 

E-14

AND THROUGH THE NEW INSULATED WALL PANELS.

MANUFACTURER’S STANDARD RECOMMENDATIONS FOR FASTENING TO

MINIMIZE DAMAGE TO NEW WALL PANEL FINISH.  FOLLOW WALL PANEL

THE NEW WALL PANEL SYSTEM TO ENSURE MATERIAL COMPATIBILITY AND

ALL FASTENERS THAT PENETRATE, AND SUPPORTS THAT ARE IN CONTACT WITH,

CONTRACTOR SHALL COORDINATE WITH THE WALL PANEL MANUFACTURER       INSTALLATION, OPERATION AND MAINTENANCE MANUAL SUBMITTAL.

      STRUCTURAL SUPPORT SYSTEM (SEE STRUCTURAL DRAWINGS). PROVIDE PRODUCT DATA SUBMITTAL AND

      DESIGNED FOR OUTDOOR USE AND UP TO 1400°F OPERATION TEMPERATURE.  MOUNT DOC SILENCER TO 

      INLET CONNECTIONS TO THE DOC SILENCER OUTLET CONNECTOR WITH PRE-FORMED FIBERGLASS BLANKETS

      INSTALLATION INSTRUCTIONS. INSULATE THE ENTIRE EXHAUST SYSTEM FROM THE EXHAUST MANIFOLD

      VERTICAL ORIENTATION WITH RAIN CAP.  INSTALL DOC SILENCER PER MANUFACTURER’S WRITTEN

      CATALYST (DOC) SILENCER, PART# 378-0907 OR APPROVED EQUAL.  TERMINATE EXHAUST STACK IN 

M-23  DEMOLISH EXISTING DIESEL GENERATOR SILENCER.  PROVIDE NEW CATERPILLAR DIESEL OXIDATION

      RECONNECT DUCTWORK TO LOUVER.

      NEW WALL LOUVER WITH 12" DEEP LOUVER PLENUM UPON INSTALLATION OF THE NEW SIDING AND

M-22  DEMOLISH EXISTING WALL LOUVER TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING.  PROVIDE

      REMOVAL OF THE EXISTING SIDING.

M-21  DEMOLISH EXISTING WALL LOUVER, STEAM COIL AND CAP STEAM COIL PIPING TO ACCOMMODATE THE

      OF THE EXISTING SIDING.

M-20  DEMOLISH EXISTING 1-1/2" PIPING AND 50 FEET OF INTERIOR PIPING TO ACCOMMODATE THE REMOVAL

      OF THE EXISTING SIDING.

M-19  DEMOLISH EXISTING 2" PIPING AND 50 FEET OF INTERIOR PIPING TO ACCOMMODATE THE REMOVAL

      AND EXHAUST FAN TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING.

M-18  DEMOLISH EXISTING EXTERIOR DUCTWORK, APPROXIMATELY 40 FEET OF 8" INTERIOR DUCTWORK

M-17  DEMOLISH EXISTING PIPING TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING.

      REMOVAL OF THE EXISTING SIDING.

M-16  DEMOLISH EXISTING PIPE SUPPORT FLANGES AND ASSOCIATED HARDWARE TO ACCOMMODATE THE

      THE REMOVAL OF THE EXISTING SIDING.

M-15  DEMOLISH EXISTING EXTERIOR DUCTWORK AND 5 FEET OF INTERIOR DUCTWORK TO ACCOMMODATE

      OF THE NEW SIDING.

      SIDING AND THE INSTALLATION OF THE NEW.  REINSTALL BACKDRAFT DAMPER UPON INSTALLATION 

M-14  REMOVE EXISTING 14"X14" BACKDRAFT DAMPER TO ACCOMMODATE THE REMOVAL OF THE EXISTING 

      REMOVAL OF THE EXISTING SIDING.

M-13  DEMOLISH EXISTING 6" WALL CAP AND 2 FEET OF INTERIOR DUCTWORK TO ACCOMMODATE THE 

 

      SILENCER OUTLET AND EXHAUST STACK BASE TO THE EXHAUST STACK TERMINATION.

M-12  DEMOLISH 120 FEET OF EXISTING 12" GENERATOR EXHAUST STACK AND SUPPORTS FROM THE 

  

      OF THE NEW SIDING.

      OF NEW.  PROVIDE NEW PIPE SUPPORTS AND ASSOCIATED HARDWARE UPON THE INSTALLATION 

      HARDWARE TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION

      THE REMOVAL OF THE EXISTING SIDING.  REMOVE EXISTING PIPE SUPPORTS AND ASSOCIATED 

M-11  DEMOLISH EXISTING SHEET METAL WALL LOUVER CAP AND WALL EXHAUST FAN TO ACCOMMODATE 

  

      UPON THE INSTALLATION OF THE NEW SIDING.

      AND THE INSTALLATION OF THE NEW.  PROVIDE NEW 4" WALL CAP WITH BACKDRAFT DAMPER 

M-10  REMOVE EXISTING 4" WALL CAP TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING 

      EXISTING SIDING.

      APPROXIMATELY 100 FEET OF INTERIOR DUCTWORK TO ACCOMMODATE THE REMOVAL OF THE

  DEMOLISH EXISTING DUCTWORK AND ASSOCIATED HANGERS PENETRATING EXTERIOR WALL ANDM-9

      OR EXISTING SIDING.

  DEMOLISH EXISTING DUCTWORK PENETRATING EXTERIOR WALL TO ACCOMMODATE THE REMOVALM-8

  

      THE NEW SIDING.

      SUPPORT FLANGES AND PROVIDE NEW ASSOCIATED HARDWARE UPON THE INSTALLATION OF 

      REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  REINSTALL PIPE 

M-7   REMOVE EXISTING PIPE SUPPORT FLANGES AND ASSOCIATED HARDWARE TO ACCOMMODATE THE 

      APPROXIMATE AND CONTRACTOR SHALL FIELD VERIFY LOUVER DIMENSIONS.

  PROVIDE NEW WALL LOUVER UPON THE INSTALLATION OF THE NEW SIDING.  DIMENSIONS AREM-6

  TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING.

  DEMOLISH EXISTING WALL LOUVER AND ASSOCIATED BLANK OFF PANELS OR EXTERIOR DUCTWORKM-5

      LOUVER DIMENSIONS.

      NEW SIDING.  DIMENSIONS ARE APPROXIMATE AND CONTRACTOR SHALL FIELD VERIFY WALL

      THE INSTALLATION OF THE NEW.  PROVIDE NEW WALL LOUVER UPON THE INSTALLATION OF THE 

  REMOVE EXISTING WALL LOUVER TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING AND M-4

  

      OF THE NEW SIDING.

      AND THE INSTALLATION OF THE NEW.  REINSTALL DUCT SUPPORTS UPON THE INSTALLATION

  REMOVE EXISTING DUCT SUPPORTS TO ACCOMMODATE THE REMOVAL OF THE EXISTING SIDING M-3

  

      PIPE SUPPORTS AND ASSOCIATED HARDWARE UPON THE INSTALLATION OF THE NEW SIDING.

      REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  PROVIDE NEW 

      BOTTLE SUPPORTS AND COMPRESSED GAS CONTROL PANEL SUPPORTS TO ACCOMMODATE THE 

M-2   REMOVE EXISTING PIPE SUPPORTS AND ASSOCIATED HARDWARE FOR COMPRESSED GAS CYLINDER

  

      SIDING.

      NEW PIPE SUPPORTS AND ASSOCIATED HARDWARE UPON THE INSTALLATION OF THE NEW 

      REMOVAL OF THE EXISTING SIDING AND THE INSTALLATION OF THE NEW.  PROVIDE 

M-1   REMOVE EXISTING PIPE SUPPORTS AND ASSOCIATED HARDWARE TO ACCOMMODATE THE 
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