CABLING SYSTEM REQUIREMENTS

#0OF PROVIDE
CAT 6A OTHER NOTES 2-GANG
SYMBOL DESCRIPTION CABLES/JACKS BACKBOX
WALL MOUNTED CUSTOMER FACEPLATE (CFP), SEE DETAILS. (AS REFER TO DETAIL 3 ON T502.
< * DIMI- ONE CABLE TO DATA CABINET AND ONE TO MULTIPURPOSE. NEEDED) - 'P1" OUTLETS ARE MOUNTED 6" ABOVE CEILING. J

OUTLETS MARKED WITH 'SF' ARE MOUNTED IN SYSTEMS FURNITURE AND WILL
BE SERVED BY MUTOA.

P1- ONE CABLE TO PAWS CABINET.
(REFER TO LABELING FOR REQUIREMENTS).
D2M2 - TWO CABLES TO DATA CABINET AND TWO CABLES TO MULTIPURPOSE.

£ | COMBINATION POWER/COMMUNICATIONS OR AV FLOORBOX WITH TYPE 'D1M1' OUTLET J

REFER TO DETAIL 1 ON T504.
WITHIN FLOOR BOX. @
FB * D1M1 - ONE CABLE TO DATA CABINET AND ONE CABLE TO MULTIPURPOSE.
D1M1AV - ONE CABLE TO DATA CABINET AND ONE CABLE TO MULTIPURPOSE AND
AV PATHWAY FOR CABLING PROVIDED BY OTHERS.

° COMBINATION POWER/COMMUNICATIONS PASS-THRU POKE-THRU WITH REFER TO DETAIL 2 ON T502.
SF, PT | OPENING FOR COMM CABLING TO PASS-THRU TO SYSTEMS FURNITURE. VARIES

ot COMBINATION POWER/COMMUNICATIONS/AV POKE-THRU WITH TYPE REFER TO DETAILS 1 AND 3 ON T506.
otviay | DIMIAV OUTLET VARIES. VARIES

QA/ WIRELESS ACCESS POINT LOCATION, TYPE 'W2' SEE DETAIL FOR FACEPLATE MOUNT ABOVE CEILING, REFER TO DETAIL 3 ON T503.
2

LAYOUT. )

PROVIDE A 4-TUBE BLOWN FIBER PATHWAY FOR FUTURE FIBER CABLING.
PROVIDE PATCH CORDS TO 'D1M1' OUTLETS IN SYSTEMS FURNITURE. "XX"
DENOTES A MUTOA WITH THAT NUMBER OF CABLES. REFER TO DETAIL 5 ON T502.

SOLE SOURCE ITEM - PANDUIT PZB4 ENCLOSURE BASE; PANDUIT PZB4-HC (XX)

MULTI-USER TELECOMMUNICATIONS OUTLET ASSEMBLY; RECESSED IN WALL.
HINGED COVER; PANDUIT PZBPPB PATCH PANEL BRACKET.

PROVIDE A 4-TUBE BLOWN FIBER PATHWAY FOR FUTURE FIBER CABLING.
PROVIDE PATCH CORDS TO DATA OUTLETS IN CONFERENCE ROOM. "XX" DENOTES
AMUTOA WITH THAT NUMBER OF CABLES. REFER TO DETAIL 4 ON T502.

MULTI-USER TELECOMMUNICATIONS OUTLET ASSEMBLY; FLUSH IN CEILING TO
m SERVE CONFERENCE ROOMS. SOLE SOURCE ITEM - PANDUIT PZICE ENCLOSURE. (XX)

&

SPEAKER MOUNTED FLUSH IN CEILING TILE, TAPPED AT 5W CUT CEILING TILE AND PROVIDE CEILING T-BAR SUPPORT FOR SPEAKER. SEE

SINGLE LINE FOR CABLE REQUIREMENTS. REFER TO DETAIL 2 ON T504.

INTERIOR SPEAKER HORN (MOUNT @ 10' A.F.F.), TAPPED AT 4, 8, OR 16W DEPENDING SEE SINGLE LINE FOR CABLE REQUIREMENTS. REFER TO DETAIL 2 ON T504

©
Alaldlalal &

>
9
<@  |onsizE oF ROOM. { J
EXTERIOR SPEAKER HORN (MOUNT @ 10' A.F.F. UNLESS NOTED OTHERWISE), b SEE SINGLE LINE FOR CABLE REQUIREMENTS. REFER TO DETAIL 3 ON T504.
< TAPPED AT 32W » J
EXT b
AV SPEAKER | REFER TO AV VENDOR SHEETS AND DETAILS ON T504 FOR CM REQUIREMENTS.
b| REFER TO DETAIL 7 ON T504.
o AV | AV JUNCTION BOX, WALL MOUNTED.
oF | JUNCTION BOX FOR SYSTEMS FURNITURE.
(0) VARIES
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1"C FOR COMM

3/4"C FOR POWER

SIDE A
- 1-1/4"C IN SLAB e e
= TO WALL BOX BEHIND
CREDENZA
fo= \
\— DIVIDER PLATE (WIREMOLD
SI0E A EFB6S-DIV), PROVIDED BY OTHERS
i
g 11/4" GROMETTED 11/4" GROMETTED BLANK FACEPLATE
OPENING FACEPLATE FOR OPENING FACEPLATE FOR
'\‘ PASS-THRU OF CABLING PASS-THRU OF CABLING
FLOOR BOX REQUIREMENT
THE CONTRACTOR SHALL PROVIDE A WIREMOLD EFB SERIES WITH PROPER
COVER AS REQUIRED. COORDINATE COVER WITH OFFICER PRIOR TO TO SIDE B
ORDERING. PROVIDE FLOOR BOX WITH ALL APPURTENANCES AS REQUIRED.
THE CONTRACTOR SHALL PROVIDE DIVIDER AND CABLE MANAGEMENT
GUIDES (WIREMOLD EFBCMG).
NO SCALE \o/
DINTAY
D2M2AV
PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00 SKETCH

HEADQUARTERS BUILDING PHASE 1

NNK14498217R

Hunton [3jg1e}%

ISSUED FOR  CONTRACT AMENDMENT

DRAWN  MKS TS K

ARCHITECTS

REFERENCE 79K39622, VOL 4, SHEET T504, DETAIL 1

DATE 04/09/14
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CEILING

FOR STRUCTURAL CONDITIONS. PROVIDE A SUPPORT

\I// USE SUPPORT AND ANCHORING SYSTEMS APPROPRIATE

1" CONDUIT HOMERUN

AIRCRAFT CABLE OR THREADED

STAINLESS TO CABLE TRAY.
J-HOOK PROPERLY STEEL _\
SUPPORTED FROM FACEPLATE
STRUCTURE; MOUNTED pl S
ABOVE SPEAKER FOR Iy ' 2418"
PATCH CORD SLACK PULLBOX
(TYPICAL)
) MOUNT JUNCTION
N = 18" SLACK BOX TO UNISTRUT

CABLE (VELCRO)

RED PLENUM RATED PATCH CORD
(RJ-45 ONE END AND TERMINATED
AS NEEDED FOR SPEAKER)

PLENUM BACKBOX

COORDINATE WITH ALL CONTRACTORS FOR
THE SPEAKER LOCATIONS TO ENSURE
COORDINATION WITH OTHER DISCIPLINES

SPEAKER GRILLE, WHITE; COORDINATE
WITH CEILING FINISH PRIOR TO INSTALL.

@) PAWS CEILING SPEAKER DETAIL /2

NO SCALE \o/

PROJ. NAME KSC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00

HEADQUARTERS BUILDING PHASE 1

HUNTONBRADY Architects, P.A. 800 N. Magnolia Ave., Suite 600 Orlando, FL 32803 (407) 839.0886 (407) 839.1709 Fax www.huntonbrady.com License AAC001744

NNK14498217R
Hunton Bl ISSUED FOR_ CONTRACT AMENDMENT DRAWN _ MKS
preritECTs REFERENCE 79K39622, VOL 4, SHEET T504, DETAIL 2 DATE ___04/09/14

SYSTEM ADEQUATE FOR A GROSS WEIGHT OF 30LBS PLUS
A SAFETY FACTOR OF AT LEAST FIVE.

SKETCH

TSK



PLASTIC INSULATING
BUSHING

J-HOOK PROPERLY
SUPPORTED FROM

STRUCTURE FOR ®
Q

PATCH CORD SLACK

(<)

RED PLENUM RATED

PATCH CORD (RJ-45 ONE

END AND TERMINATED AS ‘
NEEDED FOR SPEAKER) N

18" SLACK
CABLE (VELCRO)

STAINLESS
STEEL
FACEPLATE

4"x 4"x 2-1/8" PULLBOX
(TYPICAL) WITH A 1" CONDUIT
ROUTED TO CABLE TRAY

AND STUBBED INTO CEILING SPACE.
COORDINATE CONDUIT SIZE WITH
SPEAKER PRIOR TO INSTALLATION.

/—CONDUIT CONCEALED IN CONCRETE

SPEAKER ENCLOSURE WITH
KNOCKOUTS CONCEALED IN
CONCRETE WALL

CONTRACTOR SHALL PROVIDE A

GRILLE AND MOUNTING RING FOR
AFLUSH INSTALLATION. PAINT TO
MATCH WALL.

N CONCRETE WALL

PAWS EXTERIOR WALL SPEAKER DETAIL /3"

<

EXT

NO SCALE \o/

PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00 SKETCH

Hunton [3jg1e}%
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4'x 4'x 2-1/8" PULLBOX

(TYPICAL) WITH A 1" CONDUIT

ROUTED TO CABLE TRAY
PLASTIC INSULATING

J-HOOK PROPERLY BUSHING
SUPPORTED FROM 3/4" CONDUIT CONCEALED
STRUCTURE FOR /_ IN WALL AND STUBBED
PATCH CORD SLACK INTO CEILING SPACE.
RED PLENUM RATED 4"x 4" 2-1/8"
PATCH CORD (RJ-45 ONE /- PULLBOX (TYPICAL)
END AND TERMINATED AS ‘
NEEDED FOR SPEAKER)=—*\_
18" SLACK
CABLE (VELCRO)

CONTRACTOR SHALL PROVIDE

STAINLESS A LOUDSPEAKER WITH
STEEL ADAPTER RING ATTACHED TO
FACEPLATE J-BOX. PROVIDE A FLUSH

INSTALLATION.

@ PAWS INTERIOR WALL SPEAKER DETAIL /4
NO SCALE \'/

PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00 SKETCH
HEADQUARTERS BUILDING PHASE 1

NNK14498217R TS K

Hunton Bl ISSUED FOR_ CONTRACT AMENDMENT DRAWN _ MKS
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GALVANIZED STEEL HOUSING BY
OTHERS (PROVIDED WITH

DALITE LVC SCREEN CONTROL) 1/2" CONDUIT FROM HOUSING TO SCREEN
COORDINATE WITH MOTOR, INSTALL PER MANUFACTURER'S
INSTALLATION REQUIREMENTS.
SCREEN MOTOR
v (BY OTHERS)
/ _F REFER TO ELECTRICAL PLANS
FOR POWER REQUIREMENTS,
POWER SOURCE
120VAC/B0HZ
o T - CEILING

1/2" CONDUIT

‘/_ CONCEALED IN WALL.

RECESSED DOUBLE GANG BOX 4"x4"x2-1/8" WITH
SINGLE GANG JUNCTION MUDRING. MOUNT
LOW-VOLTAGE SCREEN CONTROL TO J-BOX.
REFER TO MANUFACTURER'S FOR INSTALLATION
REQUIREMENT. COORDINATE LOCATION WITH
CONTRACTING OFFICER.

48" AFF.
(TYPICAL)

FINISHED FLOOR

LOW-VOLTAGE SCREEN CONTROL DETAIL /5
NO SCALE w

PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00 SKETCH
HEADQUARTERS BUILDING PHASE 1

NNK14498217R TS K
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USE SUPPORT AND ANCHORING
SYSTEMS APPROPRIATE FOR
STRUCTURAL CONDITIONS. PROVIDE
A SUPPORT SYSTEM ADEQUATE FOR
A GROSS WEIGHT OF 30LBS PLUS A

SAFETY FACTOR OF AT LEAST FIVE. \ / R

g el

CONTINUE TO SERVING
ELECTRICAL PANEL

ELECTRICAL PULL BOX \

COORDINATE WITH
CONTRACTING OFFICER
1-1/2" NPT THREADED PIPE
BY OTHERS - COORDINATE
WITH CONTRACTING OFFICER

AIRCRAFT CABLE OR THREADED
ROD. COORDINATE WITH
COORDINATE WITH CONTRACTING
OFFICER FOR SPECIFIC SPEAKER

)

VY

MANUFACTURER REQUIREMENTS.

| FLEX CONDUIT

SINGLE-GANG ELECTRICAL WORKBOX
W/DUPLEX RECEPTICAL (DOWNWARD FACING

LAY-IN CEILING

PROJECTOR CEILING MOUNT DETAIL /6

Hunton [3jg1e}%

ARCHITECTS

HUNTONBRADY Architects, P.A. 800 N. Magnolia Ave., Suite 600 Orlando, FL 32803 (407) 839.0886 (407) 839.1709 Fax www.huntonbrady.com License AAC001744

NO SCALE \./

PROJ. NAME KSC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00
HEADQUARTERS BUILDING PHASE 1
NNK14498217R
ISSUED FOR CONTRACT AMENDMENT DRAWN  MKS
REFERENCE 79K39622. VOL 4 SHEET T504. DETAIL 6 DATE 04/09/14

SKETCH

TSK



PLENUM BACKBOX,
PROVIDED BY OTHERS -
COORDINATE WITH

CONTRACTING OFFICER

CEILING

SPEAKER GRILLE, BY OTHERS -
COORDINATE WITH CONTRACTING OFFICER

AvS| A/V CEILING SPEAKER DETAIL /7
NO SCALE \o/

PROJ. NAME KSC CENTRAL CAMPUS REPLACEMENT

COORDINATE WITH ALL CONTRACTORS FOR
THE SPEAKER LOCATIONS TO ENSURE
COORDINATION WITH OTHER DISCIPLINES;
CONTRACTOR TO PROVIDE SUPPORT FROM
STRUCTURE FOR ALL AV SPEAKERS.
COORDINATE WITH CONTRACTING OFFICER
OR SPECIFIC SPEAKER MANUFACTURER
REQUIREMENTS. REFER TO AV SHEETS.

PROJ. NO. C-12070.00

HEADQUARTERS BUILDING PHASE 1

NNK14498217R

Hunton [3&1g] dy ISSUED FOR _CONTRACT AMENDMENT

DRAWN  MKS

ArentteEeTs REFERENCE 79K39622, VOL 4, SHEET T504, DETAIL 7

HUNTONBRADY Architects, P.A. 800 N. Magnolia Ave., Suite 600 Orlando, FL 32803 (407) 839.0886 (407) 839.1709 Fax www.huntonbrady.com License AAC001744

DATE 04/09/14

SKETCH

TSK



PROVIDE LONG RADIUS BENDS AND
&(_ CONTINUE CONDUIT TO CABLE TRAY

CEILING

WALL STUD, TYP. e

ONE 1" CONDUIT WITH PULLSTRING
CONCEALED IN WALL TO WALL BOX FOR
DATA CABLES.

FLAT PANEL DISPLAY MOUNT; PROVIDE A 50"
DISPLAY (SHARP LC-50LE440U OR EQUAL);
MOUNT BOTTOM OF DISPLAY AT 60" AFF

,/— POWER AND DATA OUTLETS
MOUNTED AT 78" AFF. REFER
TO POWER PLANS FOR
FLAT PANEL DISPLAY MOUNT; A TILTING CIRCUIT AND ROUTING
MOUNT (CHIEF LTAU OR EQUAL) REQUIREMENTS.
PROVIDE 3/4" PLYWOOD
BACKBOARD SPANING AT
LEAST THREE STUDS.
BLOCKING SHALL BE 2'-0" HIGH.
FINISHED FLOOR

BREAKROOM FLAT PANEL DISPLAY /1)
NO SCALE w

PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00 SKETCH
HEADQUARTERS BUILDING PHASE 1

NNK14498217R TS K
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CONTINUE TO IN-CEILING MUTOA
ENCLOSURE, REFER TO CEILING MUTOA

DETAIL FOR ADDITIONAL REQUIREMENTS ==\,

) Q&G & PROVIDE LONG RADIUS BENDS FOR
THREE (3) 1-1/4" CONDUITS WITH W-ALL AN SYSTEM CONDUITS, NO
PULLSTRING CONCEALED IN HARD 90 DEGREE TURNS.

WALL TO ABOVE CEILING\ I~
) N CEILING
- N I o R

TR

WALL STUD, TYP. e |

ONE 1-1/4" CONDUIT WITH PULLSTRING
CONCEALED IN WALL TO WALL BOX FOR AV
CABLES PROVIDED BY OTHERS -

COORDINATE WITH CONTRACTING OFFICER

LCD FLAT PANEL DISPLAY [s
(PROVIDED BY OTHERS -
COORDINATE WITH

CONTRACTING OFFICER)

POWER OUTLET. REFER TO
FLAT PANEL DISPLAY MOUNT Y POWER PLANS FOR CIRCUIT

(PROVIDED BY OTHERS - | e i | AND ROUTING REQUIREMENTS.
COORDINATE WITH 1
CONTRACTING OFFICER) [ |
PLYWOOD / é} H ' NN— DOUBLE GANG JUNCTION BOX WITH
i =]
BACKBOARD SPANING » [ I | DOUBLE GANG MUDRING. MOUNT
AT LEAST THREE ADJACENT TO POWER AT 64" AFF.
STUDS. BLOCKING
SHALL BE 20" HIGH. THREE (3) 1-1/4" CONDUIT WITH PULLSTRING

CONCEALED IN WALL TO WALL BOX FOR AV
CABLES PROVIDED BY OTHERS -
COORDINATE WITH CONTRACTING OFFICER

FLUSH MOUNTED LARGE CAPACITY WALL
BOX, FSR WB-X1-PLT, WITH COVER, FSR
X1-CVR-WHT. PROVIDED BEHIND CREDENZA
AND DIRECTLY UNDER DISPLAY.

POWER AND DATA OUTLETS, FINISHED FLOOR

MOUNTED A&
ROUTE (2) 2" CONDUITS TO FLOOR BOX/POKE-THRW}
FOR AV CONNECTIONS PROVIDED BY OTHERS -

COORDINATE WITH CONTRACTING OFFICER

FLAT PANEL DISPLAY DETAIL FOR CONFERENCE ROOMS
WITH CREDENZAS DIRECTLY BELOW DISPLAY /3"

REFER TO AV SHEETS FOR EXACT DIMENSION REQUIREMENTS NO SCALE \o/
PROJ. NAME KSC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00
HEADQUARTERS BUILDING PHASE 1
NNK14498217R
Hunton & rady ISSUED FOR  CONTRACT AMENDMENT DRAWN  MKS
ARcHITECTS REFERENCE  79K39622, VOL 4, SHEET T505, DETAIL 3 DATE 04/09/14
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WALL STUD, TYP. = |

LCD FLAT PANEL DISPLAY
(PROVIDED BY OTHERS -
COORDINATE WITH
CONTRACTING OFFICER)

FLAT PANEL DISPLAY MOUNT
(PROVIDED BY OTHERS -
COORDINATE WITH

CONTINUE TO IN-CEILING MUTOA
ENCLOSURE, REFER TO CEILING MUTOA
DETAIL FOR ADDITIONAL REQUIREMENTS:

PROVIDE A PLASTIC
PROVIDE LONG RADIUS BENDS FOR /_ INSULATING BUSHING

ALL A/V SYSTEM CONDUITS, NO

ONE 1-1/4" CONDUIT WITH PULLSTRING
CONCEALED IN WALL TO WALL BOX FOR AV
CABLES PROVIDED BY OTHERS -

COORDINATE WITH CONTRACTING OFFICER

POWER OUTLET. REFER TO ‘
v POWER PLANS FOR CIRCUIT
AND ROUTING REQUIREMENTS.

CONTRACTING OFFICER)

PROVIDE 3/4"
PLYWOOD
BACKBOARD SPANING

AT LEAST THREE MOUNT ADJACENT TO POWER
STUDS. BLOCKING AT 64" AFF.

SHALL BE 20" HIGH.

N

[N=—DOUBLE GANG JUNCTION BOX
< L il i WITH DOUBLE GANG MUDRING.

\l

1Y)

HARD 90 DEGREE TURNS.

HARD 90 DEGREE TURNS a4 THREE (3) 1-1/4" CONDUITS WITH RS PROVIDE LONG RADIUS
PULLSTRING CONCEALED IN WALL TO BENDS FOR ALL AV
ABOVE CEILING FOR AV CABLES\ SYSTEM CONDUITS, NO

CEILING

TWO 1-1/4" COILIDUIT WITH
PULLSTRING CONCEALED IN
WALL TO WALL‘ BOX FOR AV
CABLES PROVIDED BY OTHERS

- COORDINATE|WITH

CONTRACTING|OFFICER

\ FLUSH MOUNTED LARGE

CAPACITY WALL BOX, FSR

POWER AND DATA OUTLETS,
MOUNTED AJJ&:

COORDINATE WITH CONTRACTING OFFICER

FINISHED FLOOR

ROUTE (2) 2" CONDUITS TO FLOOR BOX/POKE-THRU ¢
FOR AV CONNECTIONS PROVIDED BY OTHERS -

WB-X1-PLT, WITH COVER,
FSR X1-CVR-WHT.
— PROVIDED BEHIND
CREDENZA AND DIRECTLY
) UNDER DISPLAY.

FLAT PANEL DISPLAY DETAIL FOR CONFERENCE ROOMS
WITH CREDENZAS AT DIFFERENT LOCATION /4

REFER TO AV SHEETS FOR EXACT DIMENSION REQUIREMENTS

PROJ. NAME KSC CENTRAL CAMPUS REPLACEMENT

NO SCALE o

PROJ. NO. C-12070.00 SKETCH

HEADQUARTERS BUILDING PHASE 1

NNK14498217R

Hunton [3&1g] dy ISSUED FOR _CONTRACT AMENDMENT

TSK

DRAWN  MKS

ArenttEeTs REFERENCE 79K39622, VOL 4, SHEET T505, DETAIL 4

DATE 04/09/14
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LCD FLAT PANEL DISPLAY
(PROVIDED BY OTHERS -
COORDINATE WITH
CONTRACTING OFFICER)

FLAT PANEL DISPLAY MOUNT
(PROVIDED BY OTHERS -
COORDINATE WITH
CONTRACTING OFFICER)

PROVIDE BLOCKING TO
SUPPORT 500 LBS;
BLOCKING SHALL SPAN
AT LEAST THREE STUDS:

MOUNT WITH BOTTOM OF

DISPLAY AT APPROX. 5'-0" AFF,
UNLESS STATED OTHERWISE

CEILING

POWER OUTLET, MOUNTED

IN ACCESSORY BOX.
DATA OUTLET, MOUNTED IN
ACCESSORY BOX.

\ FLAT PANEL IN-WALL BOX, FSR

PWB-100 ASSEMBLY.

e \WALL STUD, TYP.

FINISHED FLOOR

FUTURE FLAT PANEL DISPLAY DETAIL FOR LOBBY /5

NO SCALE \0/

PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00
HEADQUARTERS BUILDING PHASE 1
NNK14498217R
Hunton Bl ISSUED FOR_ CONTRACT AMENDMENT DRAWN _ MKS
ARCEMITECTS REFERENCE  79K39622, VOL 4, SHEET T505, DETAIL 5 DATE 04/09/14
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CONTINUE TO IN-CEILING MUTOA

ENCLOSURE, REFER TO CEILING MUTOA
DETAIL FOR ADDITIONAL REQUIREMENTS ==\

PROVIDE A PLASTIC
INSULATING BUSHING

™

THREE (3) 1-1/4" CONDUITS WITH Q& PROVIDE LONG RADIUS
PULLSTRING CONCEALED IN WALL TO BENDS FORALL AV
ABOVE CEILING FOR AV CABLES: SYSTEM CONDUITS, NO
\ HARD 90 DEGREE TURNS.
CELING TSN

TWO 1-1/4" CONDUIT WITH
PULLSTRING CONCEALED IN
WALL TO WALL BOX FOR AV
CABLES PROVIDED BY OTHERS
- COORDINATE|WITH
CONTRACTING OFFICER

)

FLUSH MOUNTED LARGE

CAPACITY WALL BOX, FSR
WB-X1-PLTT, WITH COVER,
FSR X1-CYR-WHT.

—— —PROVIDED BEHIND

POWER AND DATA OUTLETS
" ’ FINISHED FLOOR CREDENZA AND DIRECTLY
MOUNTED AT 18" AFF. UNDER DISPLAY.

ROUTE (2) 2" CONDUITS TO POKE-THRU FOR
AV CONNECTIONS PROVIDED BY OTHERS -
COORDINATE WITH CONTRACTING OFFICER

CONFERENCE ROOM WITH
PROJECTOR AND CREDENZA DETAIL /2

REFER TO AV SHEETS FOR EXACT DIMENSION REQUIREMENTS NO SCALE

PROJ. NAME KsC CENTRAL CAMPUS REPLACEMENT PROJ. NO. C-12070.00 SKETCH
HEADQUARTERS BUILDING PHASE 1

NNK14498217R TS K

Hunton Bl ISSUED FOR _ CONTRACT AMENDMENT DRAWN _ MKS
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[ 2] POWER RECEPTACLE (WIREMOLD
f 68REC)

DATA OUTLET (WIREMOLD
8ACT); PROVIDE CABLING
AND JACKS

POWER RECEPTACLE
f(WIREMOLD 68REC)

2]

BY CONTRACTOR: POWER/DATA POKE THRU, WIREMOLD EVOLUTION 8AT SERIES. PROVIDE FITTINGS AS REQUIRED AND
INSTALL POKE THRU'S IN STRICT ACCORDANCE WITH THE MANUFACTURER'S PRINTED INSTRUCTIONS. SET FLANGE TO BE
FLUSH WITH FLOOR, COORDINATE FINISH WITH ARCHITECT PRIOR TO PURCHASING. ADDITIONAL DEVICES WILL BE REQUIRED
AND NEED TO BE COORDINATED WITH THE ELECTRICAL CONTRACTOR, STRUCTURED CABLING CONTRACTOR, AND AV
PROVIDER.

BY CONTRACTOR: STANDARD DUPLEX RECEPTACLE PLATE WITH (1) 120 VAC OUTLET RECEPTACLE PROVIDED WITH POKE
THRU. SEE ELECTRICAL PLANS FOR CIRCUITING REQUIREMENTS.

BY OTHERS - CONTACT CONTRACTING OFFICER: PROVIDE AND INSTALL ADAPTER PLATES TO FIT APPLICATION

BY CONTRACTOR: CONNECT POWER CONDUIT WITH FITTINGS, SEE ELECTRICAL DRAWINGS AND SPECIFICATIONS.

BY CONTRACTOR: PROVIDE 2" CONDUIT HOUSING ASSEMBLY FROM AV COMPARTMENT OF POKE-THRU TO CEILING SPACE OF
FLOOR BELOW. CONTINUE CABLING IN CONDUIT TO A/V CABINET, AS SHOWN IN DETAIL. REFER TO ADDITIONAL DETAILS FOR
SPECIFIC REQUIREMENTS.

BY CONTRACTOR: PROVIDE 1" CONDUIT HOUSING ASSEMBLY FROM COMM COMPARTMENT OF POKE-THRU TO CEILING SPACE
OF FLOOR BELOW. CONTINUE CABLING TO SERVING CLOSET.

COORDINATE POKE THRU WITH GENERAL
CONTRACTOR, ELECTRICAL CONTRACTOR,
BUILDING STRUCTURE, FURNITURE PROVIDER,
AND CONTRACTING OFFICER PRIOR TO
INSTALLATION.

COORDINATE WITH REBAR REINFORCEMENT
PRIOR TO INSTALLING.

ALL CABLING (POWER, DATA, AND AV) WILL BE
COMPLETELY CONCEALED FROM POKE-THRU
TO DESTINATION. DATA CONDUIT WILL
CONTINUE TO MUTOA. AV CONDUIT WILL
CONTINUE TO AV WALL BOX. REFER TO
ELECTRICAL FOR POWER WIRING.

TYPICAL AV POKE-THRU DETAIL FOR CONFERENCE ROOMS< E >
NO SCALE
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PROVIDE LONG RADIUS BENDS AND
CONTINUE CONDUIT TO CABLE TRAY

CEILING

WALL STUD, TYP. e |
FLAT PANEL DISPLAY MOUNT; C
CONTRACTOR TO PROVIDE A 50" DISPLAY
(SHARP LC-50LE440U OR EQUAL); MOUNT

BOTTOM OF DISPLAY AT 60" AFF\

ONE 1" CONDUIT WITH PULLSTRING
CONCEALED IN WALL TO WALL BOX FOR
DATA CABLES.

POWER AND DATA OUTLETS
FLAT PANEL DISPLAY MOUNT; | I | Y MOUNTED AT 78" AFF. REFER
CONTRACTOR TO PROVIDE AN
TO POWER PLANS FOR
(CHIEF MWR SERIES OR EQUAL) REQUIREMENTS.
PROVIDE 3/4" PLYWOOD p
BACKBOARD SPANING AT
LEAST THREE STUDS.
BLOCKING SHALL BE 2'-0" HIGH.
FINISHED FLOOR

OFFICE 7202 FLAT PANEL DISPLAY /4
NO SCALE w
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