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1. NEW PUMP BASES SHALL BE FIELD MEASURED AND FIT TO PROVIDE CUSTOM
INSTALLATION FOR EACH PUMP AND PUMP SKID. DIMENSIONS ARE FOR
REFERENCE AND SHALL BE VERIFIED PRIOR TO FABRICATION.
H ’ 2. UNLESS NOTED OTHERWISE, ALL STRUCTURAL STEEL MATERIALS, H
WORKMANSHIP AND DETAILS SHALL CONFORM TO THE LATEST EDITION OF
| ' THE AISC "MANUAL OF STEEL CONSTRUCTION, ALLOWABLE STRESS DESIGN”.
STRUCTURAL STEEL SHALL CONFORM TO SPECIFICATION ASTM A36 OR ASTM
A500 GRADE ”B”. STAINLESS STEEL SHALL CONFORM TO A 300 SERIES
ASTM SPECIFICATION.
3. ALL WELDED CONNECTIONS SHALL CONFORM TO STRUCTURAL WELDING CODE
AWS D1.1, E70 SERIES ELECTRODES UNLESS NOTED OTHERWISE. ALL S.S.
WELDED CONNECTIONS SHALL CONFORM TO STRUCTURAL WELDING CODE
AWS D1.2. ALL WELDS SHALL BE 100% VISUALLY INSPECTED PER AWS D1.1
- LATEST EDITION.
7'—0
6 3/32" 4. ALL BOLTED CONNECTIONS SHALL CONFORM TO SPECIFICATION ASTM A325.
31" 6 3/32"
5. PRIMER SHALL BE AMERON AMERLOCK 400, OR APPROVED EQUAL, 4 TO 6
G MILS. TOP COAT SHALL BE AMERON PSX 700, OR APPROVED EQUAL, 5 T0 |
2" REF 7 MILS. TOUCH UP SHALL BE THE SAME. TOUCH UP STEEL SURFACE
PORT PREPARATION SHALL BE AT A MINIMUM POWER—TOOL CLEAN SSPC—SP3 OR
HAND—TOOL CLEAN, SSPC—SP2.
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