
Master Buildings List

Plum Brook Station
NG=Natural Gas 

CW=Chilled Water 

HW=Hot Water

HVAC Legend

H=High Priority 

M=Medium Priority 

L=Low Priority 

Comp=Completed

Environmental 

Assessment Legend
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HYPERSONIC TUNNEL FACILITY Mothballed HTF
Elect. Meter in Hydrogen Bldg. PB Gas 

Meter #120-1. Contains suspect asbestos 

materials. NG line feed this bldg & Pump 

House 3412, running from Boiler House, 

Bldg. 3431. NG only used for hydrog 

burnoff. Form 1046 dated 5/2/11 

Mothballed Status

1967 HW, CW H16082 On On Yes Yes No Yes Yes Yes No3

REACTOR ASSEMBLY TEST & STORAGE BLDG. Active Institutional
Square Footage of Leased Space: 

Reactor - 500 sq ft., High Speed 

Research Propulsion Project - 1,000 sq ft, 

Code RPT - 800 sq ft.  Gas Meter # 476-1

1966 NG24126 On On Yes No No No No No No1121

REACTOR OFFICE BUILDING Abandoned Locked NASA1965 CW11655 Off Off Yes No No No No No No1142

REACTOR SECURITY BUILDING Active Decom1959 NG, 

Propane

H651 On On No No No No No No No1191

SPF TEST BUILDING Active SPF
PB Gas Meter #120-3, Contains suspect 

asbestos materials.
1968 NG, HW, 

CW

H4141392 On On Yes Yes Yes Yes No Yes Yes1411

SPF WATER TREATMENT BUILDING Active Institutional
Planned  Demo - Will be demolished 

when SPF is connected to local utilty, 

Priority 3.  Contains suspect asbestos 

materials

1964 HWPlanned 

Demo
H912 On None No No No No No No No1431

SPF BOTTLE STORAGE BUILDING Active SPF
Contains suspect asbestos materials

1968294 None None No No No No No No No1433

SPF Cryofloor Shelter Active SPF
This is a temporary structure, housing 

SPF Cryofloor.  No Utilities.
2013 02600 No No No No No No No1434

SPF OFFICE BUILDING Active SPF
Contains suspect asbestos materials. 

Sprinklers added 1.10
1968 HW, CW H24550 On None Yes Yes Yes Yes No No No1441

SPF STACK Active SPF
Contains suspect asbestos materials

1967700 On None No No No No No No No1451

SPF LN2 TANK 200K GAL. Active SPF
Contains suspect asbestos materials

19681000 None None No No No No No No No1454

SPF SUBSTATION H Active Institutional
Feeds SPF, Contains suspect asbestos 

materials
1967 H40,000 On None No No No Yes Yes No No1461

SPF MONITORING STATIONS (N-NE-E) Active
Contains suspect asbestos materials

196436 None None No No No No No No No1492

WTG SHOP (Maint Carpenter Shop) Active
FY12 - Planned Demo,  Not on HQ 

Database;
0 FOPlanned 

Demo FY12
On None No No No No No No No1921

C SITE SHOP BUILDING Abandoned Storage NASA
Building no longer suitable for storage. 

Contains suspect asbestos materials.
1960 H3004 None None No No No No No No No2221
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D SITE TEST BUILDING Active Tenant
USGS (Tenant), Contains suspect 

asbestos materials, Gas Meter 267-5
1960 NG H4295 On On Yes No No No Yes No No2311

D SITE SHOP BUILDING Active Tenant
Dept of Ag (Tenant).  PB Gas Meter 

#267-4, Contains suspect asbestos 

materials

1960 NG, HW H2968 On On Yes No No No Yes No No2321

K SITE TEST BUILDING AbandonedProvisionally Locked K-Site
FY12- Design for Demo; FY13 - Planned 

Demo; Abandoned status as of 9/24/07, 

Contains suspect asbestos materials, 

Memos & Atch can be found on the Bldg 

Table Entry Form.  This bldg is locked 

however it may be entered for specific 

maintenance & tours.

1958 CWPlanned 

Demo FY13
H15835 On None Yes Yes No Yes Yes No No2811

CCL CELL 1 Active CCL
Newly constructed --- not on 

Headquarters' Database
1256 On None Yes No Yes Yes No No No2911

CCL CELL 2 Active CCL
Newly constructed --- not on 

Headquarters' Database
1256 On None Yes No Yes Yes No No No2912

CCL CONTROL BUILDING Active CCL
Newly constructed --- not on 

Headquarters' Database.  PB Gas Meter 

#119-3.

NG 17308 On On Yes Yes Yes Yes Yes Yes No2921

CCL BOILER BUILDING Active CCL
Newly constructed --- not on 

Headquarters' Database.  PB Gas Meter 

#118-1.

NG768 On On Yes Yes Yes Yes No Yes No2931

CCL INTERCONNECT BUILDING Active CCL
Newly constructed --- not on 

Headquarters' Database
11663 On None Yes No Yes Yes Yes No No2932

CCL CHEMICAL BUILDING Active CCL
Newly constructed --- not on 

Headquarters' Database
160 On None No No No No No No No2933

B1 PUMP AND SHOP BUILDING Active Institutional
 Contains suspect asbestos materials; Gas 

Meter 267-3.
1961 NG H6027 On On No No No Yes Yes No No3131

B1 SUBSTATION (D) Abandoned NASA
Contains suspect asbestos materials

1961Planned 

Demo
M1517 On Off No No No No No No No3161

B2 TEST BUILDING Active B2
Contains suspect asbestos materials. NG 

line to bldg supplies NG for Standby 

Generator located in Mechanical Rm., 

bldg's south side. Shutoff valve  is in 

Mech. Rm. Feed line tied into Main Line 

at Bldg. 3232 (Utility Bldg) after main 

shutoff valve.

1964 NG, HW, 

CW

Comp234018 On On Yes Yes No Yes Yes No No3211

B2 REFRIGERATION BUILDING Active B2
Contains suspect asbestos materials

1968 NG Comp1619 On Off No No No Yes No No No3231

B2 UTILITY SERVICE BUILDING Active B2
PB Gas Meter #120-2, Contains suspect 

asbestos materials
1967 NG Comp1365 On On Yes No No Yes No Yes No3232

B2 LN2 TRANSFER BUILDING Active B2
Contains suspect asbestos materials

1967 Comp96 On None No No No Yes Yes No No3233

B2 COOLING TOWER (TEST BUILDING) Active B2
Contains suspect asbestos materials

1967Planned 

Demo FY12
Comp300 On None Yes No No No No No No3252
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B2 RETENTION POND Active B2
Contains suspect asbestos materials

1968 None None No No No No No No No3253

B2 SUBSTATION (G) Active Institutional
Feeds B2, Contains suspect asbestos 

materials
1967 Comp10000 On None No No No No No No No3261

HTF WATER SYSTEM PUMP HOUSE Mothballed HTF
Contains suspect asbestos materials; 

Meter 120-4; Form 1046 dated 5/2/11 

Mothballed Status

2000500 On Off Yes Yes No Yes No No No3412

HTF BOILER & ELEC. SWITCHGEAR HOUSE Mothballed HTF
PB Gas Meter #120-4, Contains suspect 

asbestos materials;  Form 1046 dated 

5/2/11 Mothballed Status

1967 NG H960 On On Yes No No Yes No Yes No3431

HTF GAS ANALYZER BUILDING Active HTF
Not on HQ Database

On None No No No Yes No No No3432

HTF SUBSTATION (F) Active Institutional
Feeds HTF, Contains suspect asbestos 

materials.
1967 H10000 On Off No No No No No No No3461

HTF SUBSTATION E Active 1200 On None No No No No No No No3462

AIR COMPRESSOR BUILDING Abandoned Storage Institutional
FY17 - Planned Demo; air compressor in 

this building will be relocated to storage 

facility prior to demolition. Contains 

suspect asbestos materials.

1943Planned 

Demo FY17
L8902 None Off No No No No No No No5131

SERVICE AIR PIPING Abandoned
Contains suspect asbestos materials

1958Planned 

Demo
None None No No No No No No No5170

LH2 STORAGE DEWAR Abandoned NASA19655000 None None No No No No No No No5351

B CONTROL AND DATA BUILDING Active B2
Headquarters' Report lists 798,077 as 

Book Value.  PB Gas Meter #267-1, 

Contains suspect asbestos materials. Gas 

Meter 267-1

1960 NG, HW, 

CW

Comp911508 On On Yes Yes No Yes Yes Yes No5411

GUARANTEE POWER BUILDING Active B2
Contains suspect asbestos materials.  NG 

powered generator.  Headquarter's report 

lists Status as Abandoned.  Request in 

7/23/09 email to A. Johnson to change 

HQ database status from Abandoned to 

Utilitzed (Active).

1969 L224 On Off No No No No No No No5431

LN2 Vaporizer Building Active
FUTURE BUILDING: A final design is 

in progress, the construction of the new 

Building No. 5432 is not currently in any 

funding plans (as of Aug. 2007).  It is 

hoped that this work will be constructed 

by the Constellation Program in 2008, 09, 

or 10.

None None No No No No No No No5432

CARPENTER SHOP Active Institutional
Contains suspect asbestos materials

1943 L4269 On None No No No Yes No No No7122

LOCOMOTIVE SHOP Active Institutional
Contains suspect asbestos materials.  NG 

service has been shut off
1943 L5810 On Off No No No Yes No No No7123

GARAGE Active Institutional
Contains suspect asbestos materials. Gas 

Meter 119-5 added 5/1/10.
1943 HW H6386 On On Yes Yes Yes Yes Yes Yes No7131
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VEHICLE SERVICE STATION BUILDING Active Institutional
Building was previously numbered 7132 

at old location, number change when 

rebuilt at new location. Per Bob Puzak 

7/24/2009

2009 0109 On None No No No No No No No7133

ENGINEERING BUILDING Active Institutional
Headquarters' Report lists 1,442,012 as 

Book Value, Contains suspect asbestos 

materials. Gas Meters 371-2 and 371-3 

added 5/1/10.

1966 NG, HW, 

CW

H157625 On On Yes Yes Yes Yes Yes Yes No7141

CHEMICAL LABORATORY Active Institutional
Planned Demo FY13; Contains suspect 

asbestos materials. Gas Meter 119-6
1943 NG, HWPlanned 

Demo FY13
H2004 On On Yes Yes No Yes Yes Yes No7143

EPA BUILDING Active Tenant
Building Not listed on Headquarters' 

Report.  Security (Tenant).  Electric 

Furnace

1983 On On No No No No Yes No No7145

SALT STORAGE BUILDING Active 2007576 None None No No No No No No No7146

ECCL BUILDING Active Institutional
Erie County Conservation Building. Not 

on HQ Database; Stand alone Smoke 

Detector;

0 PropanePlanned 

Demo
On None Yes No No Yes Yes No No7147

ENGINEERING BUILDING COOLING TOWER Active Institutional
Cooling Tower supports existing 

Engineering Building No. 7141 HVAC 

System

2011 0144 No No No No No No No7151

A SITE SHOP BUILDING Active Institutional
This is Plant Protection Building; requires 

Building Title change.
1960 HW2969 On None Yes Yes No Yes Yes No No7233

PLANT PROTECTION BOILER HOUSE Active Institutional
PB Gas Meter #371-1; Feed Bldg. 7233 

(Comm Center)
1943 NG, HW M192 On On Yes No No No No Yes No7234

BIG ISLAND PUMPING STATION Active Institutional
On Separate Columbia Gas Meter; 

Contains suspect asbestos materials
1943 NG L3756 On On No No No No Yes Yes No8131

RYE BEACH PUMPING STATION Active Institutional
Contains suspect asbestos materials

1943 H6424 On None No No No No Yes No No8132

PUMP STATION NO.1 Active Institutional1943 HW, FO H2873 On None Yes Yes No Yes Yes No No8133

RAW WATER TOWER (D) Abandoned Institutional1943300 On None No No No No No No No8151

RAW WATER PIPING Abandoned Institutional1943336 None None No No No No No No No8170

RESERVOIR No. 1 Abandoned Institutional194331410 None None No No No No No No No8191

RESERVOIR NO.2 Abandoned Institutional194331410 None None No No No No No No No8192

CITY WATER PIPING Active Institutional
May contain suspect asbestos materials

1943166,141 None None No No No No No No No8270

SEWAGE LIFT STATION Abandoned Institutional
From Active to Abandoned Status per 

email from B. Puzak dated 9/23/13.  This 

building is the sewage lift station for K-

Site only. Electrical power turned off.

1943 L238 Off None No No No No No No No8334

SEWAGE LIFT STATION (REACTOR) Active Institutional
May contain suspect asbestos materials

1967 H96 On None No No No No No No No8335
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SEWAGE LIFT STATION (BOX FACTORY) Active Institutional On None No No No No No No No8338

SANITARY SEWERS Active Institutional12,689 None None No No No No No No No8370

GAS METER HOUSE (ADMIN. AREA) Active Institutional
Columbia Gas Meter #500124371 

(Temperature Compensated)
196080 None On No No No No No Yes No8431

GAS METER HOUSE (REACTOR AREA) Active Institutional
Columbia Gas Meter #200555476

1960294 None On No No No No No Yes No8432

GAS METER HOUSE (MAINTENANCE AREA) Active Institutional
Columbia Gas Meter #800800119 

(Temperature Compensated)
1964121 None On No No No No No Yes No8433

GAS METER HOUSE (ROCKET AREA) Active Institutional
Columbia Gas Meter #500258267 

(Temperature Compensated) & 

#800800118

1943323 None On No No No No No Yes No8434

GAS METER HOUSE (SPACE PROP. AREA) Active Institutional
Columbia Gas Meter #800800120

1943194 None On No No No No No Yes No8435

NATURAL GAS PIPING Active Institutional1943 None On No No No No No No No8470

POWERHOUSE 1 (Electrical Shop) Active NASA
May contain suspect asbestos materials. 

Gas Meter 119-7 added 5/1/10.
1967 NG6003 On On No No No Yes No Yes No8531

SUBSTATION A Active Institutional
Transformer #1 Tertiary Capacitor Bank 

34.5/4.1kv, Transformer #2 Tertiary 

7200v Line.  Feeds all other substations, 

May contain suspect asbestos materials.

1943 M837 On None No Yes No Yes Yes No No8561

SUBSTATION B (POWER HOUSE 1) Active Institutional
Circuit #2 - EB. Circuit #4 - Chem Lab, 

Reactor, Pump Station #1, Plant 

Protection, Ship/Rec., KSite, Garage, 

Loco Shop, Combine Shop. Circuit #5 - 

B Control, EPA, DSite, HTF, CCL 

Interconnect, HTF/B2 LN2. Circuit #6 - 

B Boiler, Igloo 9150, B1 Shop,

1943 M3358 On None Yes No No No Yes No No8562

ELECTRICAL POWER DISTRIBUTION Active Institutional
May contain suspect asbestos materials

1942 None None No No No No No No No8570

NASA TELEPHONE SYSTEM Active Institutional
May contain suspect asbestos materials

1973 None None No No No No No No No8670

IGLOO Active Institutional
RE:  ALL IGLOOS:  FY12 - Design for 

Demo of Various Igloos (numbered not 

known); FY17 - Planned Demo of 

Various Igloos.  Hold storage cleaned 

2007

1942Planned 

Demo FY14
1789 None None No No No No No No No9101

IGLOO Active Institutional
Hold storage cleaned 2007

19421789 None None No No No No No No No9102

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9103

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9104

IGLOO Active Tenant1942Planned 

Demo FY14
1789 None None No No No No No No No9105
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IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9106

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9107

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9108

IGLOO Active Institutional19421789 None None No No No No No No No9109

IGLOO Active Institutional19421789 None None No No No No No No No9110

IGLOO Active Institutional19421789 None None No No No No No No No9111

IGLOO Active Tenant1942Planned 

Demo FY14
1789 None None No No No No No No No9112

IGLOO Active Institutional19421789 None None No No No No No No No9113

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9114

IGLOO Active SPF19421789 None None No No No No No No No9115

IGLOO Active SPF19421789 None None No No No No No No No9116

IGLOO Active SPF19421789 None None No No No No No No No9117

IGLOO Active SPF19421789 None None No No No No No No No9118

IGLOO Active Institutional
Hold storage cleaned 2007

1942Planned 

Demo FY14
1789 None None No No No No No No No9119

IGLOO Active SPF
Hold storage cleaned 2007

19421789 None None No No No No No No No9120

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9121

IGLOO Active Tenant
Leased: FBI storage (moved from Bldg. 

9215 per NASA (D. Tabayoyon) 8/2010.  

May also hold some hold storage items, 

yet to be moved.

19421789 None None No No No No No No No9122

IGLOO Active Institutional19421789 None None No No No No No No No9123

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9124

IGLOO Active Institutional19421789 None None No No No No No No No9125

IGLOO Active Institutional19421789 None None No No No No No No No9126
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IGLOO Active Institutional19421789 None None No No No No No No No9127

IGLOO Active Institutional19421789 None None No No No No No No No9128

IGLOO Active SPF19421789 None None No No No No No No No9129

IGLOO Active Institutional
Hold storage cleaned 2007

19421789 None None No No No No No No No9130

IGLOO Active Institutional
Hold storage cleaned 2007

19421789 None None No No No No No No No9131

IGLOO Active SPF19421789 None None No No No No No No No9132

IGLOO Active Institutional
Hold storage cleaned 2007

19421789 None None No No No No No No No9133

IGLOO Active Institutional
Hold storage cleaned 2008

19421789 None None No No No No No No No9134

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9135

IGLOO Active Institutional19421789 None None No No No No No No No9136

IGLOO Active K-Site19421789 None None No No No No No No No9137

IGLOO Active Institutional19421789 None None No No No No No No No9138

IGLOO Active Institutional19421789 None None No No No No No No No9139

IGLOO Active Institutional19421789 None None No No No No No No No9140

IGLOO Active Institutional19421789 None None No No No No No No No9141

IGLOO Active Institutional19421789 None None No No No No No No No9142

IGLOO Active SPF
Hold storage cleaned 2007; Transferred 

from LTID to SPF, 10.11
19421789 None None No No No No No No No9143

IGLOO Active SPF
Hold storage cleaned 2007; Transferred 

from LTID to SPF, 10/11
19421789 None None No No No No No No No9144

IGLOO Active Institutional
Hold storage cleaned 2007

19421789 None None No No No No No No No9145

IGLOO Active Tenant
Ohio Air National Guard (Tenant)

19421789 On None No No No No No No No9146

IGLOO Active Tenant
Ohio Air National Guard (Tenant)

19421789 On None No No No No No No No9147

IGLOO Active Tenant
Ohio Air National Guard (Tenant)

19421789 None None No No No No No No No9148

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9149
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IGLOO Active Tenant19421789 On None No No No No Yes No No9150

IGLOO Active Institutional19421789 None None No No No No No No No9151

IGLOO Active SPF1942Planned 

Demo FY14
1789 None None No No No No No No No9152

IGLOO Active Institutional19421789 None None No No No No No No No9153

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9154

IGLOO Active Institutional19421789 None None No No No No No No No9155

IGLOO Active Institutional19421789 None None No No No No No No No9156

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9157

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9158

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9159

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9160

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9161

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9162

IGLOO Active Institutional
Overhead Door modification 2008

19421789 None None No No No No No No No9163

IGLOO Active Institutional
Overhead Door modification 2008

19421789 None None No No No No No No No9164

IGLOO Active Institutional
Overhead Door modification 2008

19421789 None None No No No No No No No9165

IGLOO Active Institutional
Overhead Door modification 2008

19421789 None None No No No No No No No9166

IGLOO Active Institutional19421789 None None No No No No No No No9167

IGLOO Active Institutional19421789 None None No No No No No No No9168

IGLOO Active Institutional19421789 None None No No No No No No No9169

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9170

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9171

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9172

IGLOO Active Institutional
Overhead Door modification 2007

19421789 None None No No No No No No No9173
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IGLOO Active Institutional
Overhead door modification - future

19421789 None None No No No No No No No9174

IGLOO Active Institutional
Overhead door modification - future

19421789 None None No No No No No No No9175

IGLOO Active Institutional
Overhead door modification - future

1942Planned 

Demo FY14
1789 None None No No No No No No No9176

IGLOO Active Institutional
Overhead door modification - future

1942Planned 

Demo FY14
1789 None None No No No No No No No9177

IGLOO Active Institutional
Overhead door modification - future

1942Planned 

Demo FY14
1789 None None No No No No No No No9178

IGLOO Active Institutional
Re-habbed blast door 2008

1942Planned 

Demo FY14
1789 None None No No No No No No No9179

IGLOO Active Institutional
Re-habbed blast door 2008

19421789 None None No No No No No No No9180

IGLOO Active Institutional
Re-habbed blast door 2008

1942Planned 

Demo FY14
1789 None None No No No No No No No9181

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9182

IGLOO Active Institutional19421789 None None No No No No No No No9183

IGLOO Active Institutional19421789 None None No No No No No No No9184

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9185

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9186

IGLOO Active Institutional
Re-habbed blast door 2008

1942Planned 

Demo FY14
1789 None None No No No No No No No9187

IGLOO Active Institutional
Re-habbed blast door 2008

1942Planned 

Demo FY14
1789 None None No No No No No No No9188

IGLOO Active HTF19421789 None None No No No No No No No9189

IGLOO Active HTF19421789 None None No No No No No No No9190

IGLOO Active Institutional19421789 None None No No No No No No No9191

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9192

IGLOO Active Institutional1942Planned 

Demo FY14
1789 None None No No No No No No No9193

IGLOO Active Tenant
Dept of Ag - ADC (Tenant)

19421789 None None No No No No No No No9194
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IGLOO Active B219421789 None None No No No No No No No9195

IGLOO Active B219421789 None None No No No No No No No9196

IGLOO Active B219421789 None None No No No No No No No9197

IGLOO Active Institutional19431789 None None No No No No No No No9198

IGLOO Active Institutional19431789 None None No No No No No No No9199

WAREHOUSE Active Institutional
Planned Demo FY14;  Contains suspect 

asbestos materials
1943Planned 

Demo FY14
L4440 On None No No No Yes No No No9201

WAREHOUSE Active Institutional
Planned Demo FY14; Storage; Contains 

suspect asbestos materials.
1958Planned 

Demo FY14
L4440 On Off No No No Yes No No No9202

WAREHOUSE Active Institutional
Contains suspect asbestos materials.

1943 L4510 On Off No No No Yes No No No9206

WAREHOUSE Active Institutional
Contains suspect asbestos materials.  

NOTE: Per Bob Puzak, 6/16/09, GRC 

Storage and Warehousing will be utilizing 

3,440 square feet of this building for hold 

storage.  Remainder of building is used 

for Recycling.

1943 L5532 On Off No No No Yes No No No9207

WAREHOUSE Active Institutional
Contains suspect asbestos materials.

1943 L1234 None None No No No Yes No No No9208

WAREHOUSE Active Institutional
Contains suspect asbestos materials. Gas 

Meter 119-4
1943 NG H9991 On On Yes Yes Yes No Yes Yes No9209

WAREHOUSE Active Institutional
Storage; Scheduled to close in 2011, 

Contains suspect asbestos materials; Gas 

meter 119-8 added October 2012.

1943 L6006 None Off No No No No No Yes No9210

WAREHOUSE Active Institutional1955 H15953 On Off No No No Yes No No No9215

WAREHOUSE Active Storage Institutional
Metal Bldg built where 7121 was 

located - see comments for 7121
2011 08,000 No No No No No No No9217

SITE IMPROVEMENT & DEVELOPMENT Active Institutional
HQ database states Abandoned.  Per 

email dated 7/23/09, PB has requested 

HQ to change status to utilized (Active)

1941 None None No No No No No No No9320

ROADS Active Institutional1941 None None No No No No No No No9340

PARKING Active Institutional1968 None None No No No No No No No9350

STORM SEWERS AND SURFACE DRAINAGE Active Institutional1941 None None No No No No No No No9370

OPEN STORAGE Active Institutional
May contain suspect asbestos materials

1954 None None No No No No No No No9380

FENCE & GATES, MONUMENTS Active Institutional None None No No No No No No No9410
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LAND PARCELS Active Institutional None None No No No No No No No9490
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