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        Drawing package - Repair Aircraft Hangar Fire

        Protection Systems 100% Final Design Secondary

        Scope Option 1 4826 - on sheets F-120, F-120A and

        F-120B.

        Drawing package - Repair Aircraft Hangar Fire

        Protection Systems 100% Final Design Secondary

        Scope Option 2 4853 - on sheets F-120, F-120A and

        F-120B.

        Please disregard the note, "NOTE BID OPTION:

        PROVIDE CROSS ZONED LINEAR HEAT DETECTION SPACED

        AT 30 FT. ON CENTER, NOMINALLY. EACH LINEAR HEAT

        DETECTION ZONE TO PROTECT NOT MORE THAN 30,000

        SF. PROVIDE 4-WIRE MODULE IN AN ACCESSIBLE

        LOCATION. NOT MORE THAN 60" ABOVE FINISHED FLOOR.

        TO PROVIDE POWER AND INTERFACE WITH SIGNALING

        LINE CIRCUIT. PROVIDE KEYED TEST SWITCH IN AN

        ACCESSIBLE LOCATION AT A REMOTE PORTION OF EACH

        LINEAR HEAT DETECTION ZONE FOR SYSTEM TESTING NOT

        MORE THAN 60" ABOVE FINISHED FLOOR. PROVIDE

        EQUIPMENT AND CONTROLS NECESSARY TO INTERFACE

        LINEAR HEAT DETECTION WITH FIRE ALARM CONTROL

        PANEL." on the following sheets:

        Drawing package - Repair Aircraft Hangar Fire

        Protection Systems 100% Final Design Primary

        Scope 4801, 4802, 4840, 4853 - on sheets F-221,

        F-221A, F-221B, F-222, F-222A, F-222B, F-222C,

        F-223, F223A, F-223B, F-223C and F-223D.

        Drawing package - Repair Aircraft Hangar Fire

        Protection Systems 100% Final Design Secondary

        Scope Option 1 4826 - on sheets F-220, F220A and

        F220B.

        Drawing package - Repair Aircraft Hangar Fire

        Protection Systems 100% Final Design Secondary

        Scope Option 2 4853 - on sheets F-220, 220A and

        220B.

        2. The synopsis stated a 600,000 gallon water

        storage tank. Per the drawings and the

        specifications, a 600,000 gallon water storage

        tank is not in the scope of this project.

        3. The synopsis stated low level foam will be

        Continued ...
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        provided via under-wing monitor systems. Per the

        drawings and the specifications, the low level

        foam system is being provided by high expansion

        foam.

        4. In Section F.2 52.211-12 Liquidated Damages -

        Construction (SEP 2000), delete line (a) in its

        entirety and replace with,

        "(a) If the Contractor fails to complete the work

        within the time specified in the contract, the

        Contractor shall pay liquidated damages to the

        Government in the amount of $405.10 for each

        calendar day of delay until the work is completed

        or accepted."

        5. The sign-in sheets and presentation slides for

        the site visit have been added.
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August 7, 2014

NASA Armstrong Flight Research Center

WELCOME 
REPAIR AIRCRAFT HANGAR FIRE PROTECTION SYSTEMS  

SITE VISIT 

INTRODUCTION



Repair Aircraft Hangar Fire Protection Systems 
Solicitation NND14499005BE

COR: Justin Reid 
Contracting Specialist: Andrea Basham 
Contracting Officer: Brian Bowman
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INTRODUCTION
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• Procedures for asking and presenting questions
All questions shall be submitted in writing
Due date for all questions is 14 Aug 2014
Q&As will be posted as an amendment to the 
solicitation

INSTRUCTIONS FOR THIS VISIT 
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• Photography‐ You may take pictures in the hangar if it is 
empty.  Absolutely no pictures of the flight line are 
allowed!

• Remain with group, even if badged 
• This presentation, including the sign‐in sheets, will be 

posted as part of an amendment to the solicitation. 

EVERYONE MUST SIGN IN

INSTRUCTIONS FOR THIS VISIT 
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• Safety
No Personal Protective Equipment (PPE) required 
No open‐toed shoes or high heels in hangars
No smoking, except in designated smoking areas

INSTRUCTIONS FOR THIS VISIT 
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• This project will centralize the fire pump system to 
provide adequate flow and pressure for all of 
Armstrong's hangar facilities.  
Four new electric pumps will replace seven aging diesel 
pumps, currently in use in two separate locations.  
Open head foam systems will be converted to closed 
head wet systems, and low level foam will be provided 
via under‐wing monitor systems.  
In addition, new control and sensing devices will be 
installed.

ACQUISITION INFORMATION
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• This acquisition is a Total HUBZone Set‐Aside 
To be eligible for a HUBZone contract, a HUBZone small 
business concern must be a HUBZone small business 
concern both at the time of its initial offer and at the 
time of contract award. (FAR 19.1303(d))
A HUBZone small business concern agrees that in the 
performance of the contract, in the case of a contract 
for—
 General construction, at least 15 percent of the cost 
of the contract performance to be incurred for 
personnel will be spent on the concern’s employees 
(FAR 52.219‐3 Alternate I (d)(3))

ACQUISITION INFORMATION
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• Magnitude of project: $5,000,000‐$10,000,000

• Period of Performance‐ a total of 670 days from Notice to 
Proceed (NTP)

• Bid items
Basic (NTP to completion)
 Hangars 4801, 4802, 4840, and Pump House 4853

Option (Additive) 1 (upon completion of Basic)
 Hangar 4826 

Option (Additive) 2 (upon completion of Option 1)
 Hangar 4833 

ACQUISITION INFORMATION
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• Order of Buildings 
After the presentation, the group will walk to
 Hangars 4802, 4801, 4840
This should take approximately 1 ‐2 hours to 
complete

Break for 30 minute lunch and meet back in ISF
Group will take transportation to
 Pump House 4853, Hangar 4826, and Hangar 4833
This should take approximately 1‐2 hours to complete

Meet back in ISF and leave 

LOGISTICS OF SITE VISIT
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• Continue to monitor the solicitation on line
All amendments to solicitation must be 
acknowledged according to section 11 of SF30‐
Amendment of Solicitation/Modification of Contract
Failure of your acknowledgement may result in 
rejection of offer 

AMENDMENTS
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• IFB Due Date and Bid Opening –
28 Aug 2014 at 9:00 am, Local Time 
Original Bid + 1 copy 
Bids will be opened at that time and the apparent 
successful bidder will be announced

Everything said at this site visit is not binding.  All official 
changes to the IFB will be issued via a written 
amendment.  

Thank You for Coming 

INVITATION FOR BID DUE DATE
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